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clerk 911 0/98 Introduced By: LARRY PHIlLiPS 

Proposed No.: 98-498 

ORDINANCE NO. 1 3 29 0 
AN ORDINANCE approving the Washington Water Supply Water 
System Plan for the Echo Glen Water System. 

PREAMBLE: 

K.C.C. 13.24 requires approval of comprehensive plans for water utilities 
a prerequisite for granting right-of-:-way franchises and approval of right
of-way construction permits. 

Washington Water Supply is a business that owns and operates ten water 
systems in four counties. The Echo Glen Water System is located north of 
the City of Maple Valley and is within King County's jurisdiction. 

The King County Utilities Technical Review Committee reviewed and 
approved the water system plan on July 16, 1998. 

. The plan is categorically exempt from the state Environmental Policy Act 
because no pipe in the system is larger than eight inches in diameter, 
WAC 197-11-800 (24) (b). 

The UTRC recommends that the council approve the plan. 
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13290 !'I 
BE IT ORDAINED BY THE COUNCIL OF KING COUNTY: 

SECTION 1. The Washington Water Supply Water System Plan for the Echo Glen 

Water System, Attachment A, is hereby approved without conditions. 

., ,tJ--
INTRODUCED AND READ for the first time this c< 1:-- day of 

'/' 
U,-,U q L.l 71 ,191<f( 

fit ~-f-:-,-
PASSED by a vote of l.L to £ this c2 b day Qf..j e /I:) I t::~I·t he p 

c,~ . A 

19 Zo. 

ATTEST: 

~~ 
Clerk of the Council 

KING COUNTY COUNCIL 
KING COUNTY, WASHINGTON 

2Le~~ 
( Chair 

APPROVED this A day of 0~~ ,19 ~ ----
V1 

18 II Attachments: The Washington Water Supply Water System Plan for the Echo Glen Water 
19 System 
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Washington Water Supply, Inc. Chapter 1 
1997 Water System Plan Description of Water System 

A. -

Chapter 1 
Description of Water System 

Water System Owner & Manager 

Washington Water Supply, Incorporated, is a "C" Corporation with an 
existing active customer count of 300 connections. These systems are 
located in Clallam, Kitsap, Island, and King Counties. The customer count per 
system, ranges from a three customer system to a 156 customer system. 

Washington Water Supply, Inc. (WWS) was established in 1991 to 
meet the demand for providing potable water for residential, commercial, and 
industrial consumers. The corporation has a professional staff that can 
respond to electrical, mechanical, and water quality issues typical of supplying 
potable water to the consumer. 

WWS owns and operates potable water systems in the State of 
Washington with systems in Kitsap, King, Island, and Clallam counties. The 
size of the systems vary from three users to more than one hundred . 

In an effort to maintain a dependable supply for normal domestic 
consumption, WWS has provided our customers with business and 
emergency telephone numbers by printing them on a billing statement issued 
to each customer on a monthly basis. In some cases, WWS has attended 
neighborhood association meetings to introduce the company and/or answer 
questions about water service for that area. 

WWS has established a line of communication with the Washington 
State Utilities and Transportation Commission. This regulatory agency 
assures our customers of WWS's commitment of purveying potable water in 
the State of Washington at a fair and equitable rate. 

Costs for service are issued to each customer on a monthly basis, with 
payment due in fifteen days. In some cases the monthly service fee is a flat 
rate, otherwise customer costs are based on meter consumption. 
Neighborhood associations have contracted WWS to operate and maintain 
their water system to reduce confusion about administrative practices such as 
the collection of monthly fees and enforcement of association rules and 
bylaws. 
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1997 Water System Plan Description of Water System 

Washington Water Supply, Inc. is a privately held corporation chartered 
in the State of Washington in 1991. The officials of the Corporation are: 

President: John Poppe 
9278 Morningside Drive NW 
Silverdale, Washington 
(360) 698-1290 

Secretaryflreasurer: Linda Poppe 
9278 Morningside Drive NW 
Silverdale, Washington 
(360) 698-1290 

The Corporate offices and maintenance headquarters for water service 
operations are located in Silverdale at the following mailing address: 

Washington Water Supply, Inc. 
P.O. Box 2985 
Silverdale, WA 98383 
(360) 308-8330 
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Washington Water Supply, Inc. Chapter 1 
1997 Water System Plan Description of Water System 

§.:. History of Water System Development 

Each water system owned by Washington Water Supply, Inc. (WWS) 
was initially constructed to supply water to a new subdivision by the land 
developer. WWS acquired the water systems either from the developer or 
from a previous owner. WWS now owns a total of ten individual water 
systems as described in this Water System Plan and listed in the following 
Table. The individual systems are approved by the County Health District or 
State of Washington for the number of connections indicated in the table. 
See the map on the following page for the general location of each water 
system. 

WASHINGTON WATER SUPPLY SYSTEMS 
(WFI for all systems: #2137) 

SYSTEM SYSTEMID COUNTY APPROVED EXISTING 
NAME NUMBER NAME SERVICES SERVICES 

Crystal Creek 474214 Kitsap 41 41 

Deer Trail 314649 Kitsap 8 6 

Echo Glen 275100 King 38 42 7 

Hinkley Hill 30406P Kitsap 8 9 

Maple Haven 51150M Clallam 18 18 

MPVK 473128 Kitsap 9 9 

Noll Road 367730 Kitsap 4 3 

Salmon Drve 028340 Clallam 6 9 

Whidbey West 363146 Island 176 156 

Wolf 304014 Kitsap· 4 4 
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1997 Water System Plan Description of Water System 

C. Map & Description of Existing Service Areas 

Washington Water Supply, Inc. owns and operates ten separate and 
distinct water supply systems in Kitsap, King, Island, and Clallam Counties. 
Specific locations and service area boundaries are discussed in the 
subsequent sections devoted to each system. Current and projected service 
connections for each water supply system are shown on the service area 
maps. Only applications for service from properties identified on the service 
area maps are eligible for water service; new service procedures are 
discussed in Chapter 1, section E. 

~ Map & Description of Existing Facilities, Pressure Zones 
& Identification of Adjacent Water Utilities 

See Summary of Individual Water Systems in Chapters 9 - 18. 

~ Service Area Policies 

~. The fundamental operating objective of Washington Water Supply, Inc. 

,r---, 

is to provide safe and reliable water to its users at affordable rates while 
returning adequate earnings to the stockholders in the Corporation. It has the 
further objective of operating the water service in a manner fully compliant 
with all applicable county, state and federal regulations . 

.E.:. Interlocal Agreements 

This Small Water System Plan is the only planning document pertaining 
to the water systems owned and operated by Washington Water Supply, Inc. 

Some of the water systems owned and operated by Washington Water 
Supply, Inc. are located in Kitsap and Island counties and are subject to the 
Kitsap and Island County Coordinated Water System Plans (CWSP). The 
CWSP establishes regional water resource management policies and defines 
minimum design standards for public water systems in Kitsap and Island 
Counties. This Small Water System Plan conforms to and is subject to the 
CWSP for properties located in both Island and Kitsap counties. Washington 
Water Supply, Inc. has a service policy to provide drinking water to all qualified 
properties within its service areas. Eligible properties desiring to acquire 
water from other sources are reviewed on each individual request. 
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1997 Water System Plan Description of Water System 

Washington Water Supply, Inc. does have one intertie connection on its 
Whidbey West Water System. This system has a service area agreement 
with Sea View Water Company which is owned by H.L. Morgan. A copy of 
this Service Area Agreement can be located in the Appendix for Chapter 17 
(Whidbey West) of this Water System Plan. 

Washington Water Supply, Inc.'s policy concerning interties with other 
systems is to consider such proposals on a case-by-case basis in terms of 
impact on current operations, financial implications including tariff revisions, 
and technical and administrative benefit. 
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Chapter 2 
Basic Planning Data 

A:. Existing Population Served & Current Number of 
Service Connections 

This contains information concerning the service areas, description of 
existing facilities and the assessment of their adequacy, growth projections, 
identification of improvements with capital cost estimates, and forecast of 
financial operations of Washington Water Supply, Inc. Each individual water 
system is covered in separate chapters. This section contains information 
applicable to all systems. 

B. Historical Water UsaQe -
See Individual Water System Chapters. 

C. Future Population & Service CQnnection Projections -
See Individual Water System Chapters. 

D. Future Water UsaQe -
See Individual Water System Chapters. 

E. - Map and Description of Future Service Areas 

See Individual Water System Chapters. 

F. ExistinQ and Future Land Use Considerations -
See Individual Water System Chapters. 

~ Fire Flow ReQuirements 

See Individual Water System Chapters. 
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t!:. Water Conservation Program 

1. Goals & Objectives of Water Conservation Program: 

The purpose of the Water Conservation Program is to minimize water 
waste, educate water users in methods of water conservation and motivate 
water users to save water. 

Several of the water systems owned by Washington Water Supply, Inc. 
have shown excessive water consumption. This is most common in the cases 
where there are no individual water service meters. From time to time, it has 
been necessary to reduce peak consumption to ensure adequate supply for 
essential uses. To cover such cases, the utility policy is to inform the patrons 
of the conservation need by means of roadside reader boards, telephone 
message or mailings. Where circumstances dictate, outdoor watering will be 
controlled by a voluntary irrigation water conservation program where lawn 
watering is allowed, or alternate days based on odd/even street addresses. 

The effectiveness of the water conservation program will be routinely 
monitored. Consumption statistics will be compiled monthly for those systems 
with service meters. The data will be analyzed to compare the total 
consumption as measured by individual service meters with the total 
production over the same period as measured by the source flowmeter. 
These water accounting procedures will demonstrate the effectiveness of the 
leak detection and correction program. 

Monthly individual service meter data will be evaluated to establish a 
consumption profile for each connection or group of connections. The 
effectiveness of the conservation effort can be inferred by the consumption 
trends. 

2-2 



:~ 

,~ 

,~, 

Washington Water Supply. Inc. Chapter 2 
1997 Water System Plan Basic Planning Data 

2. Description of Water Conservation Public Education Program: 

The Washington Water Supply, Inc. conservation program provides 
education and information to our customers on the value and desirability of 
conserving our water resource. Water saving tips and suggestions to 
encourage saving water while reducing water bills will be mailed once each 
year with bills. Information regarding the no cost programs for shower and 
faucet flow restrictors in each county is also given to customers upon request. 
Customer participation and effectiveness will be determined by comparisons 
of water usage data gathered during each bimonthly billing period and through 
comparisons of source meter data over time. Please see Section H.3 for 
examples of notices to customers regarding conservation. 

3. Description of Other Voluntary Water Conservation Measures 
Being Implemented: 

Rates approved in the existing tariff have conservation pricing built into 
them. A noticeable reduction in household water use and lawn irrigation has 
been observed. Water users have discussed installation of toilet tank water 
displacement devices as well as shower and faucet restrictors. Also; 
additional installations of toilet, faucet and shower flow reduction devices have 
been observed when water samples were drawn from kitchens and 
bathrooms. Those paying significantly more for usage above the base rate 
are choosing conservation options. 

A second part of our initial conservation program is to relate our 
available water usage data to the number of water users and correlate the 
results over time. Group A systems having service meters already installed 
are read monthly, thus data is maintained and available at this time. 

The third activity to be implemented will be to install source meters on all 
Group A Systems by the end of 1998 and individual service meters by 1999. 
Data will be collected on a monthly basis to determine usage patterns as soon 
as a source meter is installed on a system source. Water usage data for 
Group 8 Systems will be estimated. On water systems where a reduction in 
source and storage requirements is sought, daily source meter readings will 
be kept during the peak summer months. 
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Washington Water Supply, Inc. also has an aggressive leak detection 
and repair program. Significant elements of that program include: 

• Inspection of all water main routes at the time of monthly customer 
meter reading. Suspicious wet spot~ are investigated and if 
required, repaired. 

• Compilation and interpretation of periodic meter reading 
spreadsheets which tabulate the current meter reading with meter 
readings taken I and 2 months previously. Significant increases in 
individual consumption compared to total system consumption 
statistics and past usage for the individual service will be identified 
and investigated. 

• At each billing, the total consumption billed to customers will be 
compared to the water volume pumped as measured by source 
meters. Significant discrepancies will be investigated and 
corrected. 

Water conservation has been a high priority with Washington Water 
Supply, Inc. Our conservation goal is provide enough water to meet the basic 
needs for human consumption, sanitary hazard reduction, and meet the life 
requirements of plant flora adjacent to our customers residence. 

Conservation has been implemented through the following 
methods: 

• Immediate response to customer leaks when the Company is 
contacted by the customer. The results of this activity can be 
illustrated through the reduction in the salt water intrusion 
(chloride levels) into the aquifer. 

• Response to a low water pressure complaint. This investigation is 
recorded on a "RECORD OF PRESSURE TEST" form and is kept 
on file in the Silverdale office. Follow-up work may locate a leak 
as the cause of the low pressure. 

• Monitoring of electric power bills can reflect if the pump operation 
at the well source or booster pump is excessive. The monthly 
electric power bill provides us with a signal that extra water is 
being withdrawn from the aquifer. --F ~~, 
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• WWS has installed water meters at most of the well heads to 
monitor monthly consumption. The meter readings are recorded 
monthly and investigative actions are taken if the water withdrawal 
rate is excessive for the season. 

• Usual walking of the system familiarizes the company 
representatives with the usual surface water runoff characteristics. 

• Monitoring customer consumption with meter reading comparison 
has prompted us to contact the customer with a representative, by 
telephone, or through a written notice. 

• Direct notification to the customer. Our first notice was the 
standard DOH Conservation letter. Customer response was 
critical of the brochure so we opted to develop our own 
conservation program into the following three phases: 

FIRST - This is a friendly reminder of the pending cold weather with 
basic steps to protect personal property and save on water line failures 

~. due to cold weather. See Attachment A. 

~, 

SECOND - This is a stronger request for voluntary conservation by 
clearly identifying times for high use activity. See Attachment B. 

THIRD - This" WATER CONSERVATION ALERT' provides the most 
aggressive restrictions that we have taken to date. See Attachment C. 

It is important to note that during tenure as a company, WWS has used 
all seven of the above methods at some point to conserve water. 
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WASHINGTON WATER SUPPLY, INC. 
"Water Supply and Distribution" 

SAMPLE NOTICE 

December 30, 1993 

Washington Water Supply, Inc. will be installing 
water meters on your service line and the well head 
that serves your system during the month of 
January, 1994. The water pumped from the well 
will be compared to water consumption to assist 
with the detection of leaks and to help with the 
comprehensive water plan for this area. 

As a result of the meter installation, your 
monthly fee for water use will be based on the flow 
as defined in our tariff. We have attached a copy 
of the tariff page defining the 11 Metered Rate If for 
for your information. 

As of February 1, 1994 your monthly fee for 
water service will be based on the metered rate. 
Meters will be read each month with the new rate 
structure reflected in your March, 1994 billing 
statement. 

Please call should us at 206-439-0344 should 
questions arise. 

12608 EAST MARGINAL WAY SOUTH SEATTLE, WA. 98168 
.,-.1 Inl 11"""'\1\.1r-. ... ..... t""'I. ..... ,.., AI ... _ ....... J"\ ... .I ..... 
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WASHINGTON WATER SUPPLY, INC. 
"Water Supply and Distribution" 

Dear Water Customer 

We wish this 1994-1995 winter season be enjoyable with the absence of 
problems associated with cold weather. Washington Water Supply wishes 
to provide some basic relninders for preventing damage to your water 
system due to (rigid temperatures. Therefore, we suggest you take the 
following steps to prevent freeze damage to your pipes and 
appurtenances. 

1. Know the location of the valve(s) to shut off your 
water should a break occcur. 

2. Open water spigots, valves, hydrants on exposed lines 
that have been drained. 

3. Insulate and/or heat tape those lines that are exposed 
to the cold air. 

4. Enclose open crawl spaces. 

5. Wrap or insulate hose bibs attached to your house .. 

6. Get to know your neighbor. They may be your best 
resource should a problem occur. 

Please call us if you have ideas or if we can answer questions .. 

Respectfully, 
Washington Water Supply 

12608 EAST MARGINAL WAY SOUTH SEATTLE, WA. 98168 
TFI FPHnNF' (?nhl ti'N_n"\titi !="AY' I?nh\ ?tiR_'1ti1n 



/--'~ 

,/~\ 

,------... ,'\ 

W,ASHINGTON WATER SUPPLY, INC. 
"Water Supply and Distribution" 

Dear Water Customer, 

The potential for a cold 1995-1996 winter is on the horizon as 
cooler weather arrives. We at Washington Water Supply wish our 
customers to enjoy the change in seasons by being prepared for the 
anticipated cold weather. Therefore, we suggest you take the 
following steps to prevent freeze damage to your pipes and 
appurtenances. 

1. Know the location of the valve(s) to shut water off to 
your house should a break occur. 

2. Drain the water from your water lines used to water your 
plants. For example, irrigation lines, yard faucets, hoses. 

3. Cover your outside hose bibs with fabricated styrofoam cups 
or even wrap a towel around the bib. 

4. Make certain all water leaks are corrected. 

5. Insulate all exposed water lines and appurtenances. 

Please consider this as a reminder to help reduce the frustration 
associated with frozen water lines. If you have other ideas that 
would be helpful for your neighbors, please call us with your 
suggestion. 

Respectfully, 
WASHINGTON WATER SUPPLY 

12608 EAST MARGINAL WAY SOUTH SEATTLE, WA. 98168 
TELEPHONE: (206) 439-0344 FAX: (206) 248-3410 
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WASHINGTON WATER SUPPLY, INC. 
"Water Supply and Distribution" 

WA TER CONSUMER, 

THE STATE OF WASHINGTON IS 
ANTICIPATING A LONG DRY SUMMER. THE 
GROUND WATER SERVING YOUR 
RESIDENCE MUST BE CONSERVED TO HELP 
US MAKE IT THROUGH THE 1994 SUMMER. 
WE ASK THAT YOU CONSERVE BY WASHING 
YOUR CAR AND WATERING YOUR OUTSIDE 
PLANTS AS FOLLOWS: 

.. HOUSE NUMBERS WITH THE LAST 
DIGIT ENDING IN AN ODD NUMBER 
WATERING ON SUNDAY, WENSDAY, 
FRIDAY. 
-HOUSE NUMBERS WITH THE LAST 
DIGIT ENDING IN' AN EVEN NUMBER 
WATERING ON MONDAY, THURSDAY, 
SATURDAY. 

PLEASE CALL US AT 1-206-439-0344 
SHOULD QUESTIONS ARISE. 

~. WASHINGTON WATER SUPPLY 

12608 EAST MARGINAL WAY SOUTH SEATTLE, WA. 98168 
TELEPHONE: (206) 439-0344 FAX: (206) 248-3410 
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WASHINGTON WATER SUPPLY, INC. 
"Water Supply and Distribution" 

WATER CONSERVATION ALERT 

RESTRICTIONS 

ALL CUSTOMERS - * NO WATER RUNNING TO WASTE 
*. NO UNATTENDED HOSES 
* NO HOSES WITHOUT SHUT OFF NOZZLES 
* NO WASHING OF SIDEWALKS OR DRIVEWAYS 
* NO NONRECIRCULA TING ORNAMENTAL FOUNTAINS 

OR PONDS 

VOLUNTARY 

ALL CUSTOMERS - * HOUSE NUMBERS ENDING IN AN ODD DIGIT 
SHALL WATER ON MONDAY, THURSDAY, 
SATURDAY-2 HOURS MAXIMUM 

* HOUSE NUMBERS ENDING IN AN EVEN DIGIT SHALL 
WATER ON SUNDAY, WEDNESDAY, FRIDAY 
2 HOURS MAXIMUM 

* PLEASE DO NOT WATER LAWNS ON TUESDAYS! 

PLEASE CALL US AT 206-439-0344 
SHOULD QUESTIONS ARISE 

WASHINGTON WATER SUPPLY 
J.I'I: 1~ 

12608 EAST MARGINAL WAY SOUTH SEATTLE, WA. 98168 
TELEPHONE: (206) 439-0344, FAX: (206) 248-3410 
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4. Description of System Meters: 

Washington Water Supply, Inc. has a policy that all new connections be 
metered with a Utility approved meter. All meter units will be cubic feet unless 
approved by the Utility. All well heads will be metered to compliment our water 
conservation activity and engineering evaluation. 

Existing un-metered connections on the group "A" systems will be 
retrofitted with a meter by 1999. 

Meters will be tested when requested by the patron and all meters will be / 
tested should unexplainable irregularities be recognized. Where significant / 
meter error is uncovered, the meter will be repaired or replaced. 

5. Savings from Implemented Conservation Practices: 

The water conservation measures practiced by WWS include informing 
water service patrons of responsible water saving practices recommended by 

,~ the state Department of Health, as explained above. Toward that end, the 
utility will assist patrons in obtaining flow restrictors to limit the water 
consumption of each connected household. 

Generally, shower and faucet flow restrictors reduce water flow from 0.5 
to 3.0 G.P.M., and toilet tank water displacement devises reduce flow 
approximately 1.5 gallons per flush. Using Kitsap County Public Utility District 
#1 's program for fitting houses with water flow control devises, and from the 
Department of Ecology Publication, "Water Activity Chart" the reductions in 
usage are determined as follows: 

TYPE % SAVINGS 

Toilet-Water Displacement device 32% 
Faucet-Low Flow Orifice 17% 
Shower-Low Flow Orifice 42% 

GAL SAVED/FAMILY 

32% x 90 gal = 29 gal 
17% x 40 gal = 7 gal 

42% x 125 gal = 53 gal 

Estimated savings per residence equals 89 Gal/Day. If one half of all 
(~ system users (155 total) install the 3 devices, then 13,795 gallons of water per 

day will be conserved. This is the Water System's goal by the year 2000. 

2 -11 
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CHAPTER 3 
System Analysis 

A. Minimum Design Criteria 

The Kitsap County Coordinated Water System Plan established basic 
design criteria. We have attempted to establish minimum design standards 
which reflect those criteria and further define the minimum construction 
standards acceptable to Washington Water Supply, Inc. 

STANDARD MATERIAL AND CONSTRUCTION SPECIFICATIONS 

All materials and construction shall conform to the requirements of the 
most current edition of the "Standard Specifications for Municipal Public 
Works Construction," published by the Washington State Chapter of the 
American Public Works Association (APWA) or as specified below. The 
APWA specifications shall be referred to below as the "standard 
specifications". Final approval of all materials proposed for installation shall be 
by Washington Water Supply, Inc. 

1. Water Pipe (4" and larger) 

Water Pipe 4" and larger shall either be Ductile Iron Pipe conforming to 
the requirements of AWWA C-1S1 (Thickness Class 50) and Section 9-
30.1(1) of the standard specifications, or PVC Pipe equal to AWWA C-
900 (Pressure Class 150) Pipe shall be bedded as specified for flexible pipe 
in Section 7 of the standard specifications. 

2. Water Main Pipe (Under 4") 

Water main pipe under 4" shall not be allowed unless otherwise 
approved by Washington Water Supply, Inc. When approved it will 
consist of PVC-Schedule 40, PVC-Schedule 80, or 200 psi Polyethylene, 
IPS. 

3 -1 
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3. Galvanized Steel Pipe 

Galvanized steel pipe shall conform to the latest revision of ASTM A-120 
or A53, Grade A, Schedule 40, seamless pipe. Pipe shall be hot-dip 
galvanized. Pipe fittings shall be galvanized and threaded. In no case 
shall Galvanized Pipe be in contact with Copper pipe. 

4. Fittings 

Transition, reducing or flexible couplings shall be cast iron equal to 
Smith-Blair or Romac. Tapping sleeves shall be cast iron or Stainless 
Steel designed to fit the pipe being tapped with a flanged branch of the 
size specified. 

5. Gate Valves 

Gate valves 2" and larger shall be resilient Wedge and shall conform to 
the requirements of AWWA C-509 and Section 7-12 of the standard 
specifications furnished with standard square operating nut. Gate 

.~ valves smaller than 2 inches shall be 125 psi, non-rising storm, wedge 
disk, all brass or bronze valves with screwed, or flanged ends 
compatible with the connecting pipe. 

.. ~ 

6. Concrete Valve Marker Posts 

A pre-cast valve marker post shall be furnished and installed with each 
single or closely grouped combination of valves or blow-off or air release 
valve assembly. Marker posts shall be 4" minimum square section and 
a minimum of 42" in length, with b,eveled edges and containing at least 
one (1) 3/8" diameter bar of reinforcing steel. Valve marker posts shall 
be equal to those manufactured by Fog-Tite Meter Seal Company, or 
equal. 

7. Fire Hydrants 

Fire hydrants shall conform with AWWA C 502 and Section 77 of the 
standard specifications. Hydrants shall be Claw Challenger F2500 
hydrants with National Standard threads on the two 2%" hose 
connections and 4%" pumper port. The pumper port shall face the 
street or be oriented in a manner approved by WWS, Inc. 
8. Fire Hydrant Guard Posts 

3-2 
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These may be required by Washington Water Supply, Inc. However, in 
cases where guard posts may pose a danger to fast moving traffic, they 
will generally not be required. In parking lots and other areas where 
traffic is moving slowly, guard posts will be required. 

9. Locating Wire 

Locating wire shall be 12 gauge solid copper, with neoprene coating. All 
connections or splicing shall be made with split bolt connectors. 

10. Connection to the Existing System 

Connections to the existing water mains shall not be made without 
notifying Washington Water Supply, Inc. at least 48 hours in advance of 
the work and receiving approval, in writing, from Washington Water 
Supply, Inc. of the timing and method of connection. All materials and 
equipment necessary to make the connection shall be assembled on the 
site 24 hours in advance of the work for Washington Water Supply's 
approval. Once work is started, it shall proceed continuously, without 
interruption, and as rapidly as possible until complete . 

All materials used for the connection shall be thoroughly sterilized by 
swabbing the interior with a 50 ppm chlorine solution. If field cutting of 
asbestos cement pipe is required, all requirements of Regulation 1, 
Article 10 of the Puget Sound Air Pollution Control Agency shall be met. 
This shall specifically include the employment of a certified asbestos 
worker to perform all work included in cutting and removing asbestos 
cement pipe. 

If the connection to the existing system involves turning off the water, 
the developer or contractor shall be responsible for notifying the 
residents affected 48 hours in advance of the shut-off. Washington 
Water Supply, Inc. will advise which owners are to be notified. No shut
off of mains will be allowed overnight or on weekends or holidays . 
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•. 
11. Hydrostatic Testing of Water Mains 

The developer or contractor shall furnish all labor, equipment and 
materials required to conduct all testing. Hydrostatic pressure testing 
shall conform to the requirements of Section 7-11 of the APWAlWSDOT 
standard specifications. Hydrostatic testing of 2" and smaller PVC 
mains will be per the manufacturers recommendations but in no case 
less than 200% of the maximum working pressure of the effected main. 
Washington Water Supply, Inc. shall be the sole judge of whether any 
pressure drop observed is acceptable and the drop shall not exceed 5 
psi in 15 minutes. The project engineer must complete and submit a 
DOH "Certification of Completion" report to DOH and WWS prior to final 
approval of the project. 

12. Flushing, Sterilization and Bacteriological Testing 

Flushing, and sterilization shall meet the requirements'of Section 7-11 of 
,r--, the standard specifications. Water for filling and flushing of new mains. 

will be available from the existing distribution system. The timing, 
method and location of disposal of water flushed from new mains shall 
be approved by Washington Water Supply, Inc. Washington Water 
Supply, Inc. will take all samples, or supervise the same, for 
bacteriological analysis. The contractor will be responsible for payment 
of all lab fees. 

~. 

13. Roadway Restoration and Pavement Repair 

Roadway repair and restoration shall meet the requirements of the 
County Department of Public Works and the WSDOT standard 
specifications. All pavement cutting shall be made by saw cutting 
straight and vertical edges in the existing pavement a minimum of one 
foot back from the maximum trench width. The minimum pavement 
section shall be 2 inches of crushed surfacing top course conforming to 
Section 9-03 of the standard specifications and 2 inches of asphalt 
concrete Class B conforming to Section 5-04 of the standard 
specifications. After paving all joints shall be sealed with hot asphalt. 
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14. Finishing and Cleanup 

Before acceptance of water main construction, all areas in which work 
has taken place shall be cleaned and graded to the satisfaction of 
Washington Water Supply, Inc. and the County Department of Public 
Works. Final grading shall present a uniform appearance blending into 
existing and adjacent contours. Roadway and shoulder restoration shall 
meet County requirements. Drainage facilities such as catch basins, 
inlet, culverts, and ditches shall be cleaned of all debris which is the 
result of water main construction activities. 

B. Evaluation of Existing Water Systems 

Each of the Water Systems owned by Washington Water Supply, Inc. 
will be addressed separately in its own chapter. The detail of the analysis will 
vary depending upon the size and complexity of the individual water system. 

C. Water Quality Analysis 

Since passage of the 1986 amendments to the Safe Drinking Water Act 
(SDWA) numerous regulations have been promulgated by the USEPA. The 
regulations that directly impact the monitoring requirements to be met by 
Washington Water Supply, Inc. include, total coliform bacteria, inorganic 
chemicals, volatile organic chemicals (VOCI) synthetic organic chemicals 
(SOC) and radionuclides. 

The status of each system is described in the sections devoted to each 
water system. 

D. Summary of Deficiencies 

See Individual Water System Chapters 9 - 17. 
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A. 

Chapter 4 
Improvement Program 

Capital and Non-Capital Improvements for a 20 Year 
Period 

The objective of the financial analysis is to evaluate the financial viability 
of the Utility and validate the feasibility of future financial operations. 

The term "Financial Viability" is considered to mean "The water utility's 
ability to fully finance the total cost of developing, constructing, operating and 

. maintaining a public water system in continuous compliance with the water 
quantity and quality requirements of the state Department of Health and local 
regulations." The financial viability test is an analysis, based on current and 
projected operating budgets, showing that the utility generates a positive 
operating surplus, maintains a record of positive retained earnings, and 
demonstrates a capital asset ratio exceeding 30% while complying with all 

.~. applicable public health requirements. 

/""""' 

The feasibility of future financial operations is a judgement by the 
Washington Utility and Transportation Commission staff taking into 
consideration the utility's rate design, allocation of revenue requirements to 
the current rate payers, justification for operating expense and profit 
projections, and other issues deemed significant on a case-by-case basis. 

The minimum planning horizon for the financial viability test is ten years 
with detailed projections for the next five years; the Growth Management Act 

; 

requires capital facility planning projections for 20 years and detailed plans for 
six years. By covering the periods required under the Growth Management 
Act, this Water System Plan satisfies both of these requirements. 

The definition of a capital expenditure is that activity or purchase ($500 
or greater) that replaces or significantly extends the life of existing equipment, 
unit, structure, or feature that is used for the Operation and Maintenance of 
the water systems for the company. 

4 -1 
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History. In 1991, Washington Water supply, Inc. developed a Capital 
Improvement Plan of updating the records of our water systems. This activity 
included the excavation of some appurtenances to confirm system drawings. 
As deficiencies were noted a list was made of visible system improvements. 

The 1992 Capital Improvement Plan included visible repairs such as 
roof repairs, painting, replacement of doors, and the installation of a common 
lock system. Our corporate policy mandated the locking and placement of 
locks that are common to all our systems. This common lock allows one key 
to all system locks reducing confusion during emergency response. 

The 1993 Capital Improvement Plan included the painting of exterior 
structures and special emphasis was placed on interior upgrade. This 
upgrade included the replacement of leaking and corroded appurtenances 
such as valving, heating systems, venting, meters/gauges, and pipe sections. 

The 1994 .Capitallmprovement Plan continued the replacement of 
corroded or worn appurtenances. In some cases, there is a need to apply new 
exterior surfaces. Original system drawings are not representative of actual 
installation. 

The 1995 Capital Improvement Plan included the replacement of 
corroded or inoperative appurtenances. This activity supported the pending 
rate application and subsequent Water System Plan. 

§.:. Six Year Improvement Schedule 

See Table 4-1 on the following page. This table covers the 20 year 
planning period, however as may be expected, the financial predictions 
beyond the six year schedule are pretty sparse and will likely prove to be 
inaccurate. In any case, it is a valuable tool for use in long range planning. 

Water system improvements are scheduled based upon first hand 
knowledge of the WWS systems. We are correcting the problems which pose 
the most serious risk to health as early as possible, while still providing a 
financially feasible plan. 
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Whidbey West Water System . 
Capital Improvement Program 

Account (Projected Water Utility Plant Additions) Acct# 
1 Structures and Improvements $15,843 304 
2 Wells and Springs $10,000 307 
3 Supply Mains $10,000 309 
4 Pumpinq Equipment $11,304 311 
5 Water Treatment ECluiQment S1,OOO 320 
6 Services S21,366 333 
7 Meter and Meter Installation S11,OOO 334 
8 Other Plant and Miscellaneous Equipment 53,500 339 
9 Tools, Shop_and Garage Equipment $1,750 343 

10 Power Operated Equip_ment .$1,500 345 
11 

1996 
total 

12 Water System Plan $23,000 S23000 

1997 
total 

$4843 

S1304 

S5366 

199B 
total 
$2,000 

S1,OOO 
S3000 
S2,OOO 

$500 
S250 
S100 

1999 
total 
$2100 

S3100 
S2100 

S600 
$300 
S200 

2000 
total 
S2200 

S3,200 
S2200 

$700 
$350 
S300 

2001 
total 
S2,300 

$10000 

$3300 
S2300 

$800 
$400 
S400 

2002 
total 
$2400 

$10000 
$10,000 

$3.400 
$2,400 

S900 
$450 
S500 

Total Improvement Program $110,263 I S23,OOO I S11,513 I S8,850 I S8,400 I S8,950 I S19,500 I $30,050 I 

13 
14 
15 

16 
17 
18 

19 
20 
21 
22 
23 
24 
25 

26 
27 
28 

29 
30 
31 
32 
33 

34 
35 
36 
37 

38 
39 
40 

41 
42 
43 
44 
45 
46 
47 

Washington Water Supply 
Capital Improvement Program 

cost start work 

CRYSTAL CREEK 
Install Individual Service Meters $16,000 1999 

DEER TRAIL 
Deer Trail Pumphouse Renovation $12,136 1997 

ECHO GLEN 
Reservoir repairs $1,500 2003 
New Well Pumps $16,000 1997 
Change to 1 Phase Electricity $22,800 1997 
Replace 150 If 2" with 6" S5,OOO 2000 
Install Individual Service Meters $14,000 ~998 
New Pumphouse $20,000 1997 

HINKLEY HILL 
Hinkley Hill Pumphouse Renovation S6,OOO 1998 
Pump, Motor & Tank Replacement $10,000 1997 

MAPLE HAVEN/SALMON 
Intertie the two water systems 51,500 1999 
Install 4 Blow-Offs $1,800 2003 
Replace 900 If of 2" with 4" PVC $20,000 2006 
Pump & Motor Replacement S5,842 1997 

MPVK 
Reservoir Access, Vent and Source Meter $700 2003 
New roof on the pumphouse $600 2005 

NOLL ROAD 
Pumphouse modifications $600 2002 

WOLF 
Pumphouse renovation $1,500 2001 
Find the water main & install 2 Blow-Offs $1,500 2001 

Office Equipment $215 
WSP (includes Whidbey West) $40,000 1996 

S2000 S7000 S7000 

S12136 

S10000 S6,000 
S2800 S20000 

S5,OOO 
S7000 $7000 

$5000 $15000 
--

S6,OOO 
S10000 

S1500 

S5842 

S600 

$1500 
S1500 

S215 
S40,000 S9,OOO S5,OOO 

2003 
total 

$0 I 

$1,500 

$1800 

S700 
S600 

Total Improvement Program S197,693 I S40,000 I S56,993 I $19,000 I S30,500 I S12,OOO I S23,OOO I $5,600 I S4,600 I 

1996 1997 199B 1999 2000 2001 2002 2003 
c:\.,.FNWK-WWS. WB5(f) 

2004 
total 

so I 

$0 I 

2004 

2005 
total 

$0 I 

2006 
total 

so I 

S20000 

$0 I $20,000 l 

2005 2006 

2007 
total 

so I 

so I 

2007 

200B 
total 

so I 

so I 

2009 
total 

so I 

so I 

200B , 2009 

2010 
total 

so I 

so I 

2010 

2011 
total 

so I 

so I 

2011 

2012 
total 

~ 

so I 

$0 I 

2012 

2013 
total 

$0 I 

so I 

2013 

Chapter 4 

Table 4-1 

2014 
total 

so I 

so I 

2014 

2015 
total 

so I 

so I 

2015 
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~, 

c. Map and Description of Proposed Facilities 

See Summary of Individual Water Systems in Chapters 9 through 18. 

,-----, 
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Chapter 5 
Financial Program 

REGULATION OF INVESTOR OWNED WATER COMPANIES 

An overview of the function of the WUTC as a state agency regulating 
investor-owned water companies: 

COMMISSION STRUCTURE 

The Washington Utilities and Transportation Commission (WUTC) is a 
three member board appointed by the Governor and confirmed by the Senate. 
It is responsible for regulating the investor-owned utility and transportation 
businesses in the state. 

The Utilities Division of the Commission regulates more that 70 water 
companies that meet certain customer and revenue criteria. The Commission 

~'\ is responsible to see that regulated water companies provide safe and reliable 
service to their customers at rates that are reasonable, yet give the 
companies an opportunity to earn a reasonable rate of return. 

,~, 

Publicly owned water companies are already under public review. For 
example, water service may be offered by a cooperative owned by customers 
and managed by the board they elect. Other municipally operated utilities and 
transportation systems, like water, power or bus systems are controlled by city 
councils. The Commission regulates only privately owned companies offering 
services to the public. 

FILING RATE AND SERVICE SCHEDULES 

All regulated utilities must file rate and service schedules, that is tariffs, 
with the Commission. With few exceptions, before a Water Company may 
change rates or terms of a regulated service, it must get permission from the 
Commission. When first coming under regulation by the Commission, Water 
Companies file specific rate and service schedules or tariffs, listing the 
Company's existing rates and services. 
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COMMISSION OPEN MEETINGS 

An open meeting is a regularly scheduled public meeting held by the 
Commission. Pre-announced business items or filings are presented to, and 
addressed by, the Commission. Commission staff reviews and presents 
recommendations to either approve a filing or suspend for a formal hearing to 
allow additional time for investigation. 

The Commission is a quasi-judicial body. This means that the 
Commission conducts hearings with proceedings similar to a court of law. 
Administrative law Judges, employed by an independent state agency, 
conduct the proceedings. 

NOTE: For more information on the rate hearing process, you may 
request at no cost, a copy of "Your Guide to a Rate Hearing", by calling 
the Public Affairs Office of the Commission at (360) 586-1185 or toll free 
1-800-562-6150. 

,~ WATER COMPANY ACCOUNTING AND RECORD KEEPING 

/~ 

Commission accountants review the records of regulated Water 
Companies to ensure that the Company's financial books and records are 
properly maintained. Accountants analyze the legitimacy of Company 
operating expenses and investments. 

WATER COMPANY PHYSICAL OPERATIONS 

A staff engineer provides the Com,mission with field surveys of physical 
operations, and recommendations to ensure adequacy of service and quality 
of water. 

A staff financial specialist reviews Water Company contracts. This may 
include affiliated interest transactions, and security applications for debt 
issues. These individuals also study the financial, management and operating 
characteristics of water companies in addition to the sale or transfer of water 
systems. 
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The Tariff Specialist reviews proposed tariff filings for compliance with 
State laws and Administrative Codes and studies the Company's rate design 
and rate spread options. Tariff Specialists recommend Commission 
jurisdiction when water companies meet criteria for regulation and they assist 
the company in the initial regulatory process. 

NOTE: Technical questions regarding water company operations 
may be directed to the Commission's Water Section. Contact Fred 
Ottavelli, Utilities Water Program Manager, at (360) 753-6436. 

MAJOR ISSUES EXAMINED IN A GENERAL RATE CASE 

The Commission looks at four major issues in a general rate case: 

1. The company's legitimate annual operating expenses and how they 
have increased or decreased since the last rate case . 

. ~ 2. The company's rate base: the total investment in plant and assets, 
less depreciation and contributions, on which rate-payers pay the 
company a return. 

3. The company's rate of return, (profit) it can earn on its investment or 
rate base. 

4. The company's rate design, or the specific rates charged for its 
different services. 

PUBLIC INVOLVEMENT 

The WUTC is firmly committed to providing the public the opportunity to 
participate in the regulatory process. Regulating water companies notify their 
customers of proposed rate increases. The Commission's public involvement 
coordinator, Terry Winfield, is available to advise water company staff when 
they are writing a rate increase notice to customers in order to comply with 

.~ Commission rules. Ms. Winfield may be contacted at (360) 586-1190. 
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~. CONSUMER AFFAIRS 

The Commission also provides help to consumers through the 
Consumer Affairs Section. When consumers cannot resolve a dispute with a 
regulated company, they may speak with a service examiner in Consumer 
Affairs and may file a complaint. Customers may call the Consumer Affairs 
Section toll free at 1-800-562-6150. 

A. Itemized Two Year Summary of System Revenue and 
Expenses 

Please refer to Worksheet 1, the "Six Year Operating Budget" 
worksheets included in this chapter. Please note that the Whidbey West 
Water System has its own set of worksheets which are separate from the 
other water systems owned by Washington Water Supply. 

B. Historical Summary of Financing System Improvements 

Washington Water Supply, Inc. is a "C" Corporation within the State of 
Washington. The Corporation was formed in 1991 in response to the need for 
qualified water purveyors. The accounting system was developed to present 
an income/expense reporting system for each water system and provide a 
summary of those expenses that are associated with operating the whole 
company. This type of accounting system is intended to assist with the UTe 
process of establishing fair and equitable rates for our customers. 

In 1992, Washington Water Supply, Inc. purchased the Whidbey West 
Water System. Although the DOH recognized the purchase of the system, 
once the Purchase and Sales Agreement had been signed the Utilities and 
Transportation Commission (UTC) delayed the "TRANSFER OF 
PROPERTY". This delay prevented system optimization and a rate structure 
to support system improvements and progress on the Water System Plan 
(WSP). 

In October 1994, the UTC approved the" TRANSFER OF PROPERTY". 
In January 1994, Washington Water Supply, Inc. (WWS) met with DOH staff 

.~ to gain an understanding of component needs for the Water System Plan 
(WSP). 
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. --Two 'y,iar sum-mary :. Revenue' &. Expenses 
/--, 

No. 
1 REVENUES 
2 Water Rates 
3 Fees and Service (new connects @ $3000/ea) 
4 Other Revenue 
5 TOTAL REVENUES (Add 2-4) 

6 EXPENSES 
7 Operation & Maintenance (O&M) 
8 Salaries & Benefits (Operator) 
9 Power & Other Utilities 

10 Chemical & Treatment 
11 Monitoring 
12 Materials, Supplies & Parts 
13 Transportation Expenses 
14 Miscellaneous Expenses 
15 Total O&M (Add 8-14) 
16 General & Administrative Expenses 
17 Salaries & Benefits 
18 Office Supplies & Postage 
19 Insurance- Vehicles, Uability, Workers Comp 
20 Legal & Accounting . 
21 Engineering & Professional Services 
22 Fees 
23 Miscellaneous Expenses (e.g. Training) 
24 Total General & Administrative Expenses (Add 17-23) 
25 Depreciation Expense (If Applicable) 

,~\26 TOTAL EXPENSES (Add 15+24+25) 

27 Taxes (property, B & 0) 

WWS 

28 Annual Debt Payments - LoansIBonds (Principal & Intere r:,:,:,:,:,:,,,,,,,:v.'''''''':':r':':''''''''''·'''''''':':'1 
29 Total Outstanding Debt - LoansIBonds (Principal & Interefit$lOtt43St):::i$9.S;4S5.? 
~~ c:~gl~r:1:~I~::nt Program Expenditures m:::::::!:!:!:::i:::::::??::!:::::::i@i:i:[:::::::!:::i::::::::::::::::::::::::::}:~ 

32 Renewal & Replacement Facilities 
33 Safe Drinking Water Act Facilities 
34 Non-Facility Costs (e.g., conservation program costs) 
35 Capital Sources 
36 Loan/Bonds Funds 
37 Grants. 
38 Special Charges 
39 Withdrawal From Existing Reserves 
40 Net CIP (31+32+33+34)-(36+37+38+39) 
41 Operating Cash Reserve 
42 Minimum Balance (1/8 Une (15+24) 
43 Annual Balance (this year's contribution) 
44 Cumulative Balance 
45 Emergency Reserve 
46 Minimum Balance (Cost of Most Vulnerable Facility) 
47 Annual Balance (this year's contribution) 
48 Cumulative Balance 
49 Replacement Reserve (Voluntary) 
50 Minimum Balance (System Replacement Cost)($2,OOOI 
51 Annual Balance (this year's contribution) 
52 Cumulative Balance 

~53 TOTAL REV. REQUIRED (Add 26+27+28+40+43+47+5 ".,.,.,.,.",. 
54 BUDGET SURPLUS (DEFICIT) (Subtract 5-53) 
55 1.5% Annual Median Household Income 
56 Projected Annual Residential Bill (Worksheet 2) 
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Six (6) Year Planning Period: 

~ Cost of Improvements 

See Table 4-1 in the previous chapter, "Capitallll1provements". This 
Table directly relates to page 3 of 7, ."Projected Water Utility Plant Additions," 
in the following section for both the Whidbey West System and the re'maining 
Washington Water Supply Systems. 

~ Annual Operation and Maintenance Expenses 

The Financial Statements included in this Chapterfollow the guidelines 
, as set forth by the UTC. There are two separate and distinct sections. The 
first section refers to all of the water systems owned by Washington Water 
Supply, excluding the Whidbey West Water System. ,The second section 
refers to the Whidbey West Water System separately~ ., ., 

The financial pages are: 

Page 1 of7 
Page 2 of 7 
Page 3 of7 
Page 4 of7 
Page '5 of 7 
Page 6 of7 
Page 7'of7 

Projected Income Statement 
Projected Comparative Balance Sheets 
Projected Water Utility Plant Additions 
Projected Customer County Summary 

, Projected Cash Flow Statement 
Projected Regulatory Fee Calculation 
Miscellaneous Expenses 
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-- Washington Waw 
Projected Income Statement 

For the CaiendarYears 1997-2002 

ACCOUNT 1997 1998 1999 2000 2001 20021 
,---.~" . REVENUES 

400 Operating .Revenues 70085 n850 82730 90943 94109 97228 

471 Miscellaneous Revenue Accounts 
474 Other Revenue Accounts 

Utility Operating Revenue 70085 n850 82730 90943 94109 97228 

EXPENSES 

401 Operating Expense Accounts 54573 52797 55840 58978 62024 65157 
403 Depreciation 9335 10283 11153 11646 12367 12540 
406 Amortization Expense 
408 Other TaX & Ucense 834 800 800 800 800 800 
409 Income Taxes 

Utility Operating Expense 64742 63880 6n93 71424 75191 78497 

Utirlty Operating Income (Loss) 5343 13970 14937 19519 18918 18731 

OTHER INCOME AND DEDUCTIONS 

Other Income: 

414 Gain(Loss) from Disposition of Plant 

415-416 Jobbing and Contract Work 

419 Interest and Dividend Income 
421 Nonutility Income , 7 10 10 10 10 10 , 

Total Other Income 7 10 10 10 10 10 
/'--"\ 

Other Deductions: 

426 Miscellaneous Nonutility Expenses 
427 Interest Expense 9866 11996 12496 12746 12196 12696 
433 Extraordinary Income/Deduction 

Total Other Deductions 9866--11996 12496 12746 12196 12696 

Net Income / (Loss) (4516) 1984 2451 6783 6732 6045 

~ 
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Washington Watsr 
Projected Comparative Balance Sheets 

For the Calendar Years 1996 - 2002 

ACCOUNT 1996 1997 1998 

ASSETS: 

1.01 Utility Plant 87054 144047 163047 
108 Less: Accumulated Depreciation 15089 24424 34707 
110 Accumulated Amortization 
114 Utility Plant Acquistion Adju~ent 

Net Utility Plant 71965 119623 128340 

124 Utility Investments 
127 SpeCial funds 
131 Cash (252) 2317 3174 
141 Customer Accounts Receivable 13205 11161 9000 
151 Plant Materials and Supplies 
162 Prepayments 
186 Other Deferred Debits 

Other Assets 

Total Assets 84918 133101 140514 

EQUITY CAPITAL AND LIABILITIES: 

201 Capital Stock Issued 
211 Other Paid in Capital 9255 22818 22818 

214-215 RetainedEamings (67735) (7~51) (70267) 
218 Proprietary Capital '" 

Total Equity Capital (58480) (49433) (47449) 

224 Long Term Debt 
231 Accounts Payable 46085 62571 63000 
232 Notes Payable 97313 119963 124963 
235 Customer Deposits 
236 Accrued Taxes 
253 Other Deferred Credits 
265 Miscellaneous Operating Reserves 
271 . Contributions In Aid of Construction (CIAC) 
272 Less:Accumulated Amortization of CIAC 

Other Uabilities 

Total Uabilities 143398 182534 187963 

Total Equity Capital and Uabilities 84918 133101 140514 

Page 2of7 
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1999 2000 

178547 190547 
45859 57505 

132688 133042 

3778 4707 
9000 . 9000 

145466 146749 

22818 22818 
(67815) (61032) 

(44997) (38214) 

63000 63000 
127463 121963 

190463 184963 

145466 146749 

2001 

213547 
69872 

143675 

5806 
9000 

158481 

22818 
(54300) 

(31482) 

63000 
126963 

189963 

158481 

20021 

'. '-. ..-/' 

219147 
82412 

136735 

6791 
9000 

152526 

22818 
(48255) 

(:'''437) 
',r 

',,---...--' 

63000 
114963 

177963 

152526 
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Washington Watsr 
Projected Watsr Utility Plant Adcfrtions 
For the Calendar Years 1997 - 2002 

.rOUNT 1997 1998 1999 2000 2001 20021 

301 Organization 
302 Franchises 
303 L8nd and Land Rights 
304 Structures and Improvements 12136 11000 1000 5000 20000 5000 
305 Collecting and Impounding Reservoirs 
306 Lake, RiVer and other intakes 
307 Wells and Springs 
309 Supply Mains 
310 Power Generation Equipment 
311 Pumping Equipment 35756 5500 3000 600 
320 Watsr Treatment Equipment 
330 Distribution Resevoirs and Standpipes 
331 Transmission and Distributions Mains 4000 3000 
333 Services 8886 2000 1000 
334 Meters and Meter Installation 2000 5000 7000 
335 Hydrants 
339 Other Plant and MiscellaneOus Equipment 
340 Office Furniture & Equipment 215 
341 Transportation Equipment 
343 Tools, Shop and Garage Equipment 
345 Power Operated Equipment 
348 Other Tangible Plant 

101 Water Utility Plant Total 56993 19000 15500 12000 23000 5600 

~ 
No Plant Retirements through the year 2002 

,~ 

/' 
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Washington WatM 
Projected Custcmer Count Summary (end of year) 

For the CaJendarYears 1997 - 2002 

I 1997 1998 1999 2000 2001 /~ 
I 

\ 

'1-So Total Unmetered 150 150 150 150 150 

Total Metered 

Total Master Metered 

Connections served by Master Meters 

Other Services 

Total Customers Billed 150 150 150 150 150 150 

Total Customers 150 150 150 150 150 150 

Rate per Customer per month $38.94 $43.25 $45.96 $50.52 $5228 $54.02 

" 

"" 
~I 

\"--.....--" 

Page 4 of7 

5 -10 



Washington Watsr. 
Projected CashAow Statement 

For the Calendar Years 1997-2002 

I~,,)UNT 1997 1998 1999 2000 "2001 20021 
OPERATING CASH INFLOWS 

400 Operating Revenue 70085 77850 82730 90943 94109 97228 
414 Gain (Loss) Dispostion of Plant 
419 Interest and Dividend Income 

Total Operating Cash Inflows --70085 --77850 82730 90943 94109 97228 

OPERATING CASH OUTFLOWS 
601 Salaries and Wages - Employees 
603 Salaries and Wages - Officers 24098 .18000 20000 22000 24000 26000 
604 Employee Pensions and Benefits 
615 Purchased Power 5894 5665 5835 6010 6190 6376 
618 Chemicals & Testing 
620 Materials & Supplies 1608 2575 2652 2732 2814 2898 
631 Contractual Engineer 
632 Contractual Accounting 1960' 2019 2079 2142 2206 2272 
633 Contractual Legal 1030 1061 1093 1126 1159 
635 Contractual Other 
641 Rents 2200 2266 2334 2464 2476 2550 
650 Transportation Expenses 4526 4662 4802 4946 5094 5248 
655 Insurance Expense 2073 1000 1030 1061 '1093 1121 
665 Regulatory, Fees 
666 Regulatory, Rate Case 3000 3090 3183 ·3279 3377 
670 Bad Debt Expense 
675 Miscellaneous Expenses (Scheduie A) 12214 12580 12957 13347 13746 14156 
401 Operating Expenses 54573 52797 .55840 58978 62024 65157 
408 Utility Excise Tax " " 408 Property Taxes 834 800 800 800 800 800 

(~ 408 Payroll Tax 

408 Other Tax License 

409 Income Taxes 
Loan Payment Principle (22650) (5000) (2500) 5500 (5000) 12000 

409 Accounts Payable (16486) ~429) 0 0 0 0 
Total Operating Cash Outflows 16271 48168 54140 65278 57824 77957 

Total Operating Cash Flow 53814 29682 28590 25665 36285 19271 

CAPITAL CASH INFLOWS 
421 Miscellaneous Nonutility income 7 10 10 10 10 10 
101 Property, Plant & Equipment 

Service Connection/Contribution 
Cash/Other 15607 2161 0 0 0 0 

Total Capital Cash .Inflows 15614 2171 10 10 10 10 

CAPITAL CASH OUTFLOWS 

426 Miscellaneous Nonutility Expenses 
427 Interest Expense 9866 11996 12496 12746 .12196 12696 
433 Extraordinary Income/Deduction 

Capital Expenditures - New Plant 56993 19000 15500 12000 23000 5600 
Total Capital Cash Outflows 66859 30996 27996 24746 35196 18296 

Total Capital Cash Flow (51245) {288251 ~279861 ~247361 ~351861 ~182861 

CASH BALANCE END OF YEAR 2569 857 604 929 1099 985 

~ 

Page 5 of7 

5 -11 



Washington Watsr 
Projected Regulatory Fee Calculation 
For the Calendar Years 1997-2002 

The regulatory fee for Water Utilities is as follows: 
Une Utility (1st $50,000 of gross intrastate operating revenue) .1% 
No. Utility (Amount above $50,000 of gross intrastate operating revenue) .2% 

L 

/ 
\.._/ 

1997 ~1998-- 1999 2000 2001 --:- 2002 ) 
Calculation 

1 Total Gross intrastate operating revenue 
2 Less non-fee paying revenues 

3 Net Gross intrastate Operating Revenue 

If L3 is $50,000 or less 
4 Multiply 13 x .1 % (.001)= 

This is your current year Regulatory fee 

If L3 is greater than $50,000 
5 Enter amount from L3 
6 less $50,000 base : 
7 Additional amount above $50,000 base 

8 Multiply $50,000 x .1% (.001)= 
9 Multiply LTx .2% (.002)= 

10 Add L8 and'L9 = 
This is your' current year Regulatory fee 

TOTAL DUE 

Add LA or L-10 and L-11 and L-12 
This is your TOTAL DUE = 

70085 77850 

70085 , 77850 

Section 1 

Section 2 

70085 77850 
(50000) {50000) 
20085 27850 

:f50 50 
40 56 

90 106 

90 106 
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82730 90943 94109 97228 

82730 90943 94109 97228 

82730 90943 94109 97228 

'50000~ (50000) (50000} (50000) 
32730 40943 44109 47228 

50 50 50 50 
65 82 88 94 

115 132 '138 '~ 
'._/ 

115 132 138 144 

',---/ 



Washington Water 
Miscellaneous ExpenseS 

Schedule A 

~ 
1997 1998 1999 2000 2001 20021 

Rentals 
Grounds Repair 718 739 761 785 808 832 
Equipment Repair 2277 2345 2416 2488 2563 2639 
Plumbing Repair 839 864 890 917 944 972 
Elecbical Repair 732 754 m 800 824 849 
Underground Util Rep - Mech 1419 1462 . 1505 1551 1597 1645 
Instrument Repair 33 34 35 36 37 38 
Water Tests 4006 4126 4250 4377 4509 4644 
State & City Taxes 34 35 36 37 38 39 
Ucenses & Permits 168 173 178 184 189 195 
Telephone 960 989 1018 1049 1080 1112 
Customer Relations 30 31 32 33 34 35 
Postage 544 560 571 594 612 630 
Outside Professional Services 93 96 99 102 105 108 
Bank Charges & Fees 361 372 383 394 406 418 

Total Miscellaneous Expenses 12214 12580 12957 13347 13746 14156 

" ... 
. ~ 

"~ 
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FUTURE FINANCES FOR WASHINGTON WATER SupPLY 

The improvements listed in the Washington Water Supply's Capital 
Improvement Schedulehave beeen and will be financed from depreciation 
allowance, owner investments, and surcharges. The Capital Facilities Plan 
details each anticipated capital project on the Construction Schedule. 

At present we do not anticipate any new service connections to this 
group of water systems as most of them are at their capacity based on DOH 
requirements. We do anticipate connecting the Salmon Drive and the Maple 
Haven water systems with DOH approval to increase reliability to users. We 
have estimated that our rates will increas~ by at least 3 % each year to keep up 
with inflation and maintain existing regulatory water quality monitoring 
mandates. 

Our estimated net worth for the next 6 years is shown on the 
accompanying table of balance sheets. The balance sheet for 1997 is given in. 

, the first column. Additions to plant are added in agreement with the Capital 
Facilities Plan and the Construction Schedule. 

We have prepared an operating budget for each of the next 6 years. The 
1997 figures have been included for comparison. The 1998 figures and 
subsequent years have been estimated because the actual expenditures and 
income are incomplete at this time. We predict that our operating costs will 
increase by at least 3% (inflation) each year and have based our future 
expense predictions accordingly. 

Operating costs are expected to rise with taxes, new fees, license 
requirements, and water quality testing for various healthhaiards. UTC 
allows the inclusion of these expenses, if predictable and certain, in the 
determination of eligibility of the system for a rate increase. In order to keep 
up with increasing expenses, rate increases are required every year which is 
time-consuming and expensive task for all concerned. Therefore, WWS will 
seek approval from the UTC to increase rates on an annual basis to mimimize 
costs. 
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~ REVENUE PLAN 

r 

,~, 

The revenue source for our systems is from the sale of water to our 
customers. Income from the water sales can be increased by an increase in 
our customer base or an increase from monthly rates. The rate increase of 
revenue can come in the minimum rate or the charge for metered water, or 
both. We anticipate the use of surcharges and owner investments as sources 
of income for capital improvement in our facilities. Owner investment will be 
the primary source of capital improvement funding as demonstrated in past 
capital investment activities. 

PROPOSED RATES 

At the present.time, the minimum metered rate for our customers is 
$40.25 per month. Charge for usage above 500 cubic feet is $2.00 for every 
100 cubic feet. Our unmetered flat rate i~$43.25 per month. We plan to 
apply for a minimum of 3% (inflation) increases in all of our fees annually._ 
UTC approval of the annual inflationary rate increases will keep the company 
viable and reduce the need for large increases every few years. 

It is our desire that the water systems under the Washington Water 
Supply, Inc. tariff be combined with the Whidbey West Water System tariff to 
allow all of our systems to be under the same rate structure. We feel that this 
would keep our accounting expenditures down. 

In summary, Washington Water Supply, Inc. plans on maintaining a rate 
structure that allows for good service at a fair cost to our customers. 

It is our desire to consolidate the Washington Water Supply, Inc. Tariff 
and the Whidbey West Water System Tariff to one common rate structure. 
This consolidation would ease in tariff changes and reduce customer costs. 

In summary, Washington Water Supply, Inc. plans on maintaining a rate 
that allows for good service at a fair cost to the consumer. 
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Whidbey west 
Projected Income Statement 

For the Calendar Years 1997-2002 

ACCOUNT 1997 1998 1999 2000 2001 2002 i 
"--' 

REVENUES 
400 Operating Revenues 54043 62000 68000 74000 80000 \, ... ..00 

471 Miscellaneous Revenue Accounts 
474 Other Revenue Accounts 

Utility Operating Revenue 54043 S2000 68000 74000 80000 86000 

EXPENSES 

401 Operating Expense Accounts 41467 50566 52176 51706 53278 54950 
403 Depreciation 8023 8074 8804 8804 9054 9554 

406 Amortization Expense 
408 Other Tax & Ucense 285 300 300 300 300 300 
409 Income Taxes 

Utility Operating Expense 49775 58940 61280 60810 62632 64804 

Utility Operating Income (Loss) 4268 3060 6720 13190 17368 21196 

OTHER INCOME AND DEDUCTIONS 

, Other Income: 

414 Gain(Loss) from Disposition of Plant 

415-416 Jobbing and Contract Work 

419 Interest and Dividend Income 
421 Nonutility Income " 

Total Other Income 0 0 0 0 0 0 
':--

\.,~_/ 

Other Deductions: 

426 Miscellaneous Nonutil,ity Expenses 
427 Interest Expense 3183 3090 3140 2740 1790 1190 
433 Extraordinary Income/Deduction 

Total Other Deductions 3183 3090 3140 2740 1790 1190 

Net Income I (Loss) 1085 (30) 3580 10450 15578 20006 

~i 
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Whidbey west 
Projected Comparative Balance Sheets 

For the Calendar Years 1996 - 2002 

~COUNT 1996 1997 1998 1999 2000 2001 20021 
/ \, 

ASSETS: 

101 Utility Plant 67314 78827 87677 96077 105027 124527 154577 
108 Lass: Accumulated Depreciation 8374 16397 24471 33275 42079 51133 60687 
110 Accumulated Amortization 
114 Utility Plant Acquistion Adjustment 

Net Utility Plant 58940 62430 63206 62802 62948 73394 93890 

124 Utility Investments 
127 Special funds 
131 Cash (32) 784 254 238 1042 174 684 
141 Customer Accounts Receivable 1658 3776 4000 4000 4000 4000 4000 
151 Plant Materials and Supplies 
162 Prepayments 
186 Other Deferred Debits 

Other Assets 

Total Assets 60566 66990 67460 67040 67990 77568 98574 

EQUITY CAPITAL AND LIABILITIES: 

201 Capital Stock Issued 
211 Other Paid in Capital 54479 48750 48750 48750 48750 48750 48750 

214-215 Retained Earnings (34915) (33830) (33860) (30280) (19830) (4252) 15754 
218. Proprietary Capital ... 

Total Equity Capital 19564 14920 14890 18470 28920 44498 64504 

224 Long Term Debt 
231 Accounts Payable 5786 21169 21169 21169 21169 21169 21169 
232 Notes Payable 35216 30901 31401 27401 17901 11901 12901 
235 Customer Deposits 
236 Accrued Taxes 
253 Other Deferred Credits 
265 Miscellaneous Operating Reserves 
271 Contributions In Aid of Construction (CIAC) 
272 Less:Accumulated Amortization of CIAC 

Other Liabilities 

Total Liabilities 41002 52070 52570 48570 39070 33070 34070 

Total Equity Capital and Liabilities 60566 66990 67460 67040 67990 77568 98574 

.. ~. 
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Whidbey west 
Projected Water Utility Plant Additions 
For the Calendar Years 1997 - 2002 

ACCOUNT 1997 1998 1999 2000 2001 ~' 

301 Organization 
~ 

302 Franchises 
303 Land and Land Rights 
304 Structures and Improvements 4843 2000 2100 2200 2300 2400 
305 Collecting and Impounding Reservoirs 
306 Lake, River and other intakes 
307 Wells and Springs 10000 
309 Supply Mains 10000 
310 Power Generation Equipment 
311 Pumping Equipment 1304 10000 
320 Water Treatment Equipment 1000 
330 Distribution Resevoirs and Standpipes 
331, Transmission and Distributions Mains 
333 Services 5366 3000 3100 3200 3300 3400 
334 Meters and Meter Installation 2000 2100 2200 2300 2400 
335 Hydrants 
339 Other Plant and Miscellaneous Equipment 500 600 700 800 900 
340 Office Furniture & Equipment 
341 Transportation Equipment 
343 Tools, Shop and Garage Equipment 250 300 350 400 450 
345 Power Operated Equipment 100 200 300 400 500 
348 Other Tangible Plant 

101 Water Utility Plant Total 11513 8850 8400 8950 19500 30050 
., 

No Plant Retirements through the year 2002 

,,~ 

\"-/ 
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Whidbey west 
Projected Customer Count Summary (end of year) 

For the Calendar Years 1996 - 2002 

(' 1997 1998 1999- - 200b 2001 20021 

Total Unmetered 42 40 38 36 34 32 

Total Metered 110 122 134 140 142 144 

Total Master Metered 

Connections served by Master Meters 

Other Services 

Total Customers Billed 152 162 172 176 176 '. 176 

Total Customers 152 162 1n 176 176 176 

Rate per Customer per month $29.63 $31.89 $32.95 $35.04 $37.88 $40.72 

, 

.-----, 

(~ 
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Whidbey west 
Projected Cash Flow Statement 

For the Calendar Years 1997-2002 

ACCOUNT 1997 1998 1999 2000 2001 .. ~ 
OPERATING CASH INFLOWS I 

400 Operating Revenue 54043 ' S2000 68000 74000 80000 ~ 
414 Gain (Loss) Dispostion of Plant 
419 Interest and Dividend Income 

Total Operating Cash Inflows 54043 S2000 68000 74000 80000 86000 

OPERATING CASH OUTFLOWS 
601 Salaries and Wages - Employees 
603 Salaries and Wages - OfficerS 15842 16317 16807 17311 17830 18366 
604 Employee Pensions and Benefits 
615 Purchased Power 4425 6180 6365 6556 6753 6956 
618 Chemicals & Testing 
620 Materials & Supplies 2852 3600 3800 4000 4200 4400 
631 Contractual Engineer 
632 Contractual Accounting 1960 2019 2079 2142 2206· 2272 
633 Contractual Legal 
635 Contractual Other 1030 1061 1093 1126 1159 
641 Rents 2200 2266 2334 2465 2476 2550 
650 Transportation Expenses 2649 2728 2810 2895 2981 3071 
655 Insurance Expense 122 1000 1030 1061 1093 1126 
665 Regulatory, Fees 
666 Regulatory, Rate Case 1000 1030 1061 1093 1126 
670 Bad Debt Expense 
675 Miscellaneous Expenses (Schedule A) 11417 14426 14860 13122 13520 .13924 
401 Operating Expenses 41467 50566 52176 51706 53278 54950 
408 Utility Excise Tax oCi' 

408 property Taxes 285 300 300 300 300 300 
408 Payroll Tax 

408 Other Tax License 

409 Income Taxes . 
\,,----/ 

Loan Payment Principle 4315 (500) 4000 9500 6000 (1000) 
409 Accounts Payable ~15383} 0 0 0 0 0 

Total Operating Cash Outflows 30684 50366 56476 61506 59578 54250 

Total Operating Cash Flow 23359 11634 11524 12494 20422 31750 

CAPITAL CASH INFLOWS 

421 Miscellaneous Nonutility income 

101 Property, Plant & Equipment 

Service Connection/Contribution 

Cash/Other (784rl ~224l 0 0 0 0 
Total Capital Cash Inflows (784rl (224) 0 0 0 0 

CAPITAL CASH OUTFLOWS 

426 Miscellaneous Nonutility Expenses 

427. Interest Expense 3183 3090 3140 2740 1790 1190 
433 Extraordinary Income/Deduction 

Capital Expenditures - New Plant 11513 8850 8400 8950 19500 30050 
Total Capital Cash O'utflows 14696 11940 11540 11690 21290 31240 

Total Capital Cash Flow (22543} (12164) (11540) (11690) (21290) (31240) 

CASH BALANCE END OF YEAR 816 (530) (16) 804 (868) '0 
'-

\ 
'----..,/ 
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Whidbey west 
Projected Regulatory Fee Calculation 

For the Calendar Years 1997-2002 

The regulatory fee for Water Utilities is as follows: 

Une Utility (1st $50,000 of gross intrastate operating revenue) .1 % 

No. Utility (Amount above $50,000 of gross intrastate operating revenue) .2% 

L 
1997 1998

u 

1999 2000" . 2001 2002 I 
Calculation 

1 Total Gross intrastate operating revenue 

2 Less non-fee paying revenues 

3 Net Gross intrastate Operating Revenue 

If L3 is $50,000 or less 

4 Multiply 13 x .1 % (.001)= 

5 
6 
7 

This is your current year Regulatory fee 

If L3 is greater than $50,000 

Enter amount from L3 

less $50,000 base 

Additional amount above $50,000 base 

/--,\ 8 Multiply $50,000 x .1 % (.001)= 

Multiply L7 x .2% (.002)= 9 

10 

/"----"" 

Add L8 and L9 = 

This is your current year Regulatory fee 

TOTAL DUE 

Add L-4 or L-10 and L-11 and L-12 

This is your TOTAL DUE = 

54043 62000 68000 74000 80000 

54043 62000 68000 74000 80000 

Section 1 

Section 2 

54043 62000 68000 74000 80000 

(50000) (50000) (50000) (50000) (50000) 

~ 12000 18000 24000 30000 

50 

8 

58 

58 
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50 
24 

74 

74 

50 

36 

86 

86 

50 

48 

98 

98 

• 50 

60 

110 

110 

86000 

86000 

86000 

(50000) 

36000 

50 

72 

122 

122 



Whidbey west 
Miscellaneous Expenses 

Schedule A 

1997 1998 
.: .... 

Rentals 43 44 
Grounds Repair 1910 1967 
Equipment Repair 0 aoo 
Plumbing Repair 795 819 
Electrical Repair 111 114 
Underground Utll Rep - Mach 2460 2534 
Instrument Repair 70 72 
Meter Install 1100 3000 
Water Tests 2172 2237 
Hook up Costs 587 605 
Ucenses & Permits 391 403 
Telephone 946 974 
Customer Relations 56 58 
Postage 562 578 
Outside Professional Services 192 198 
Meals & Entertainment 22 23 

Total Miscellaneous Expenses 11417 14426 

-
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1999 2000 

46 47 
2026 2087 
824 849 
843 869 

118 121 
2610 2688 

74 76 
3090 1000 
2304 2373 
623 641 
415 427 

1004 1034 
59 61 

596 614 
204 210 
24 25 

14860 13122 

2001 

48 
2150 
874 
895 
125 

2769 
79 

1030 
2445 

661 
441 

1065 
63 

633 
216 
26 

13520 

i2l 
~---

50 
2214 
900 

922 
129 

2852 
81 

1061 
2518 
680 
453 

1097 
65 

652 
223 

27 

13924 

'\--./ 

\ 
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FUTURE FINANCES FOR WHIDBEY WEST WATER SYSTEM 

The improvements listed in the Whidbey West Water System Capitol 
~provement Program have been and will be financed from depreciation 
allowance, owner investment, and surcharges. The table listing the Capitol 
Improvement Program identifies historical capital projects and the estimated 
costs for the next 6 years. 

At present we anticipate contributions in 1997-1999 for 12 additional 
service connections. The water system has been approved for 22 new . 
connections. At present the Tariff permits a connection fee of $300 for each 
new connection, thus the recovery of connection costs will be $3,600. After 
15% allowance for income tax is taken out, the usable amount will be $3060. 
The $300 connection fee has proven insufficient to recover the, costs of 
connecting our new customers to Whidbey West Water System. Washington 
Water Supply, 'Inc. (WWSI) has relied on owner investment for financing the 

, Water System Plan and other capital costs'that we have historically incurred. 
,,---, A customer surcharge, intended to recover Water System Plan costs, was 

added to our tariff in 1996 increasing the monthly service fee by $2.81 which 
is scheduled to expire about Oct. 2002. This surcharge will not cover all of 
our water system plan costs thus additional water system plan costs and other 
capital costs will need to be added to monthly customer use fees in the future. 

Our estimated net worth for the next 6 years is shown in the 
accompanying table of balance sheets for .all 6 years. The balance sheet for 
1997, as stated in our 1997 anriua1 report to the Utilities and Transportation 
Commission (UTC), is given in the first column. Additions to plant have" 
been identified for the appropriate years since 1996 are added in agreement' 
with the Capital Improvement Plan and the approximate date of construction 
for each. We have also included our annual reports that we filed with the 
UTe for 1994-96. 

Our operating costs are expected to rise with the addition of regulatory 
fees, operation and maintenance costs, inflation, and required water quality 

,~ testing. In addition, WWSI intends to recover historical operations and 
maintenance costs that were identified in the original 1995 rate application 
before the UTC. The UTC allows the inclusion of these expenses, if 

5- 23 



predictable and certain, in the detennination of eligibility for a rate increase. 
In order to keep up with present-day rising expenses, rate increases have to be \~/ 

applied for every year which is a time-consuming and expensive task for all 
concerned. Therefore, Washington Water Supply, Inc. predicts the annual 
inflationary costs increasing by 3% per year and will file for rate increases 
each year to' maintain the present day value of income to costs. 

REVENUE PLAN 

. Revenue sources for our system are sales of water to customers, service 
connections fees, and surcharges. Income from water sales can be increased 
by a raise in rates for either metered or unmetered services. As described 
earlier, the service connection fee is not adequate to cover the cost of a new 
service connection so a service connection fee adjustment is anticipated. We 
anticipate pursuing facility charge as a means of financing some of our 
Capital Projects. Our surcharge for the Water System Plan was granted by the 
UTC in Oct. 1996. It allowed for a monthly $2.81 per customer charge and it 
will expire in Oct. 2002. Additional Water System Plan costs will be inc1ud,ed 
in the next new rate application. 

PROPOSED RATES 

In 1994, the average base rate charge per customer was $15.17 per 
month. This increased to 19.09 per month (plus $2.811customer/month) with 
the approved rate increase in 1995. In our effort to meet with the numerous 
DOH requirements and with our continuing improvement schedule, our 
operating expenses continued to exceed our income and thus we went in for 
another rate increase in 1996. It was not approved until Oct. 1996. 

The present rates, after the Oct. 1996 tate adjustment, are: Minimum 
Charge for metered customers is $22.30 for the first 500 cubicfeet. Charge 
for usage above 500 cubic feet is $1.25 per .1 00 cubic feet thereafter. There is 
also a $2.81 monthly surcharge for the Water System Plan costs and it runs 
through Oct.2002. The charge for unmetered customers is $25.00 per month. 
There is' also a $2.81 monthly surcharge for the Water System Plan costs and 
it runs through Oct. 2002. For future increases, we would tend to increase 
each fee by the same percentage. -
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Washington Water Supply, Inc. Chapter 6 
1997 Water System Plan Relationship with Other Plans 

A. 

Chapter 6 
Relation'ship with Other Plans 

Compatibility with Other Related Plans 

"Relevant" portions of this Water System Plan will be submitted to 
Seaview Water System for review and comment. Washington Water Supply 
has a service area agreement between its Whidbey West Water System and 
Seaview in Island County. Should this plan not compliment Seaview, changes 
will be made. 

B. Compatibility with Regional Supplement of Coordinated 
Water System Plan 

Our intent is for "this Water System Plan to be compatible with the Kitsap 
County and Island County Supplements. Sybsequent to a review by the local 
Department of Health in each County, we wIll make any necessary revisions 

,~ for compatibility. 

~ 

C. County Response on Compatibility with Land Use Plans 
and Growth Policies 

Washington Water Supply, Inc. has water systems in four (4) counties. 
Each of the water systems is small, and if taken individually as non expanding 
community owned systems, would not even require a Water System Plan. 
The systems are all small enough that they have no bearing whatsoever on 
land use planning in the various counties represented. Therefore, we do not 
feel that it is appropriate, or cost effective, to submit these documents to all of 
the various Departments of Community Development in the various counties. 

The Echo Glen water system is located in King County. Upon request of 
the DOH we submitted a draft copy of the base document and the Echo Glen 
water system chapter to Bruce Bennett of King County Water & Land 
Resources for his review on June 27, 1997. To date, he has not requested 
changes or revisions. 

D. Consistency with Previous Water System Plan 
There is no previous Water System Plan for Washington Water Supply, Inc. 
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Washington Water Supply, Inc. Chapter 7 
1997 Water System Plan Operation & Maintenance Program 

Chapter 7 
Operation & Maintenance Program 

A. - Personnel Involved in Water System Operation 

Organization. Washington Water Supply, Inc. is a privately owned 
corporation chartered in the state of Washington. Overall management of 
corporate operations is provided by the Board of Directors which is 
responsible for the safe, efficient and reliable operation of the Water System 
in compliance with applicable county, state and federal regulations. 

President. Responsibility and authority for the overall planning and 
operations of the Water Systems resides with the Corporate President. The 
President is responsible to the Board of Directors and serves as the Chairman 
of the Board of Directors. He directs the activities of the General Manager who 
is in direct charge of the day to day operations of the Water System. 

The President is responsible for the active daily technical operation of 
/-"" the Water System in accordance with accepted public health. The president 

will perform water quality monitoring and take follow-up action as required. He 
will provide inspection of all system components, implement preventive 
maintenance required, keep records for water quality, and quantity, as well as 
implement water conservation and cross-connection programs as required. 
When a situation arises requiring dispatch of emergency personnel, the 
president will receive the report, arrange for emergency service personnel to 
be sent to the site, and contact affected customers. 

Vice President. The Vice Presid,ent has overall authority of planning 
and control of Washington Water Supply, Inc. if the President becomes 
incapacitated or is absent. 

SecretarylTreasurer. The Secretary/Treasurer of the Corporation is 
responsible for maintaining all records of corporate operations, executing legal 
documents, and filing periodic reports and returns on behalf of the company. 
This includes preparing and submitting the Water Facilities Inventory and 
Report Form to the state Department of Health annually or at such times as 
requested by DOH. The Secretary/Treasurer is also responsible for collecting, 

/-----, handling, and disbursing funds for the company and keeping financial records 
incident to corporate operations. 
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Washington Water Supply, Inc. Chapter 7 
1997 Water System Plan Operation & Maintenance Program 

The Corporation owns and operates a total of ten separate and distinct 
water systems in Kitsap, King, Island and Clallam Counties, to wit: 

Water System Location 10 Number Approved 
Name Connections 

Crystal Creek Silverdale 474214 41 

Deer Trail Poulsbo 314649 8 

Echo Glen Maple Valley 275100 38 

Hinkley Hill Port Orchard 30406P 8 

Maple Haven Forks 51150M 18 

MPVK Bremerton 473128 9 

Noll Road Poulsbo 367730 4 

Salmon Drive Forks 028340 6 

Wolf Port Orchard 304014 4 

Whidbey West Whidbey Island 363146 176 

I I I I 
B. Routine Operation Procedures 

Water Service Initiation. Property owners can request service 
initiation by contacting the President who verifies the eligibility of the applicant 
and identifies required additions or modifications to the systems to 
accommodate the new connection. After appropriate financial arrangements 
are made between the applicant and the Secretary/Treasurer, the necessary 
installations and connections are made at the direction of the President. 
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Washington Water Supply, Inc. Chapter 7 
1997 Water System Plan Operation & Maintenance Program 

.~ Water Service Termination. Except for non-payment of water service 

~. 

.~ 

charges, or unsanitary conditions, once a water service connection is 
established it is never terminated. In the case of non-payment of water 
service charges, the treasurer mails a Notification of Water Service 
Termination to the property owner. If payment is not received as prescribed in 
the notice, the President directs that the service be terminated by closing and 
padlocking the shutoff valve at the point of delivery. The Corporation also has 
the option of filing a claim of lien for arrearages and costs with the County 
Auditor and foreclosing as provided by law. At any time after termination, the 
property owner may apply for resumption of service upon payment to the 
Secretary/ Treasurer of the past due amounts plus collection costs and 
penalties in accordance with the WUTC approved tariff. 

Complaints. Complaints concerning water service are addressed to the 
President who is responsible for their prompt investigation and resolution. If 
the complaint cannot be resolved in a reasonable time, the President will notify 
the party making the complaint of the circumstances and try to work out a 
satisfactory temporary solution. 

Maintenance & Operating Procedur~s. All aspects of the operation 
and maintenance of Washington Water Supply, Inc. are conducted under the 
management of the President. No work is performed, or changes made on 
the system without his direction. 

Personnel who routinely work on Washington Water Supply, Inc. 
properties are identified below: 

John Poppe 
Certification: WDM IV 

The water systems owned by Washington Water Supply, Inc. will be 
routinely inspected and serviced by personnel assigned to that duty. The 
general operation and maintenance tasks and the frequency of performance is 
tabulated as follows: 

Table 7.1 Routine Maintenance Summary 
Table 7.2 Routine Operations Summary 

The specific requirements for each individual water system are 
addressed in the chapter devoted to that individual water system. 
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Washington Water Supply, Inc. Chapter 7 
1997 Water System Plan Operation & Maintenance Program 

TABLE 7.1 

WASHINGTON WATER SUPPLY, INC. 
Routine Maintenance Summary 

DEFINITION: Activities that confirm the operation or extend the life of an 
equipment item or process at the source of supply, pressure boosting system, or 
distribution system. 

TASK J F M A M J J A S 0 N 0 

FLUSH MAINS X X 

CLEAN RESERVOIR X 

CHECK CONTROLS X X X X X X X X X X X X 

PAINT FIRE X X X 
HYDRANTS 

OPERATE X X 
DISTRIBUTION SYS 
VALVES 

PAINT FLUSH VALVE X X X 

GROUNDS MAINT X X. x x x x x x 
----------
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Washington Water Supply, Inc. Chapter 7 
1997 Water System Plan Operation & Maintenance Program 

TABLE 7.2 

WASHINGTON WATER SUPPLY, INC. 
Routine Operations Summary 

DEFINITION: Activities that confirm the operation of an equipment item or 
process at the source of supply, pressure boosting system, or distribution system. 
This includes, but is not limited to, water quality, regulatory interface, customer 
interface, and general activities supporting product delivery to the customer. 

TASK J F M A M J J A S 0 N 0 

COLIFORM TESTING X X X X X X X X X X X X 

CUSTOMER METER X X X X X X X X X X X X 
READINGS 

WELL HEAD METER X X X X X X X X X X X X 
READINGS 

REGULATORY X X X X X X X X X X X X 
COMPLIANCE REVIEW 

CHLORIDE, Fe, Mn, X X X X 
NITRATE TESTS 

CHECK WELL X X 
WATER LEVEL 

SANITARY SURVEY X X X X _/ X X X X X X X X 

ANNUAL WATER X 
TESTS 

------_ .. - c _______ -,- , 
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Washington Water Supply, Inc. Chapter 7 
1997 Water System Plan Operation & Maintenance Program 

Mechanical & Physical Malfunctions. Every system failure and 
service complaint will be promptly investigated and immediate steps taken to 
protect property and restore service. Permanent repairs will be undertaken 
after completing an investigation and developing a specific repair plan. Where 
substantial repair work is required, an appropriate contractor will be called in to 
deal with the problem. Where technical assistance or advice is required, the 
appropriate specialist listed in the following "Technical Assistance Guide" will 
be called. 

Anticipated service interruptions or other abnormal operating conditions 
will be scheduled to avoid peak demand conflict, and patrons will be notified in 
advance of the time and expected impact of the interruption by telephone 
and/or direct mail. 

Emergency Service Points of Contact. All emergency conditions 
including service interruptions, pipe breaks or circumstances endangering life 
or property are to be reported by telephone to the General Manager at (360) 
308-8330. In the absence of the General Manager, consult the Technical 
Assistance guide in the Tables 7.3, 7.4 & 7.5 . 

Emergency Notification Procedure. When water system interruption 
is anticipated, public notification will be made by placing reader boards at the 
roadside near the entrances to the service area or by telephone message, 
giving 24 hours notification if possible. In the event of an unacceptable water 
quality test finding, the President is responsible for ensuring that all concerned 
parties are notified in accordance with WAC 248-54-187. A description of the 
procedure for dealing with water quality problems is included in Chapter 7, 
Section C of this plan. 

'/ 

Should a customer notify'WWS of a problem and the problem is 
classified as an Emergency Repair, a WWS representative has the option of 
correcting the problem by personal inspection or contacting a qualified service 
person or company familiar with the system. WWS has developed a working 
relationship with journeymen and craft persons in each of the service areas to 
reduce emergency response time. 

Tables 7-3,7-4 and 7-5 detail those persons or businesses that have a 
working knowledge of the water systems and have the expertise of providing 
"Technical Assistance" in the Counties where the individual Water Systems 
are located. 
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1997 Water System Plan Operation & Maintenance Program 

TABLE 7.3 

KITSAP COUNTY 
Technical Assistance Guide 

Assistance for the following Water Systems: 

Crystal Creek 
Deer Trail 
Hinkley Hills 
Noll Road 
MPVK 
Wolf 

Baylor Electric 
P.O. Box 1533 
Silverdale, WA 98383 

John Poppe 
9278 Morningside Drive 
Silverdale, WA 98383 

Red's Electric 
2300 8th Street. 
Bremerton, WA 98310 

Service Plumbing 
Dorothy Collins 
P.O. Box 195 
Gorst, WA 98377 

Silverdale Plumbing 
3550 NW Byron 
Silverdale, WA 98383 

Business & Emergency (360) 698-9445 

Office (360) 308-8330 
Home (360) 692-1290 

Cellular (360) 908-0592 

Business (360) 377-3903 
Emergency #1 (360) 692-1932 
Emergency #2 (360) 698-5280 

(360) 377-4621 
(360) 373-9105 

(360) 692-8840 

Utility Service Company Incorporated Business (206) 246-5674 
12608 East Marginal Way South Emergency #1 (360) 698-1290 
Seattle, WA 98268 Emergency #2 (206) 747-9430 

Emergency #3 (360) 452-8833 
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1997 Water System Plan Operation & Maintenance Program 

TABLE 7.4 

CLALLAM COUNTY 
Technical Assistance Guide 

Assistance for the following Water Systems: 

John Poppe 
9278 Morningside Drive 
Silverdale, WA 98383 

John's Plumbing 
1463 Andersonville Avenue 
Forks, WA 98331 

Anderson Electric 
71 North Forks Avenue 
Forks, WA 98331 

Salmon Drive 
Maple Haven 

Office (360) 308-8330 
Home (360) 698-1290 

Cellular (360) 908-0592 

(360) 374-9619 

(360) 374-6724 
(360) 374-9004 

Utility Service Company Incorporated Business (206) 246-5674 
12608 East Marginal Way South '.' Emergency #1 (360) 698-1290 
Seattle, WA 98268 Emergency #2 (206) 747-9430 

Emergency #3 (360) 452-8833 
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1997 Water System Plan Operation & Maintenance Program 

TABLE 7.5 

ISLAND COUNTY 
Technical Assistance Guide 

Assistance for the following Water Systems: 

Whidbey West 

John Poppe 
9278 Morningside Drive 
Silverdale, WA 98383 

Bob's Pumps 
Bob Nelson 
1665 West Fort Nuggent Road 
Oak Harbor, WA 98277 

Reed's Electric 
2012 North 1700 West 
Oak Harbor, WA 98277 

Office (360) 308-8330 
Home (360) 698-1290 

Cellular (360) 908-0592 

Business (360) 675-5441 
Emergency (360) 675-5059 

Business (360) 675-0269 
Home (360) 679-6474 

* Utility Service Company Incorporated Business (206) 246-5674 
12608 East Marginal Way South Emergency #1 (360) 698-1290 
Seattle, WA 98268 Emergency #2 (206) 747-9430 

Emergency #3 (360) 452-8833 

* Echo Glen Water System, located in King County may call 
Utility Service Company, located in Seattle, for Technical 
assistance. 
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c. Water Quality Sampling Procedures 

Routine Water Quality Monitoring. The General Manager is 
responsible for ensuring that water quality monitoring samples are taken as 
prescribed in WAC 246-290-300 for Group A systems and WAC 246-291-300 
for Group B systems; and for administering the Coliform Monitoring Plan in 
compliance with State Department of Health regulations. 

In the event an MCl is exceeded, the General Manager will notify the 
state Department of Health within 48 hours per WAC 246-290-320 for Group 
A systems and WAC 246-291-310 for Group B systems. The Manager must 
also notify the public according to the procedures outlined in WAC 246-290-
330 for Group A systems and WAC 246-291-360 for Group B systems, 
initiate investigative actions to determine the cause of the contamination and 
ensure that the appropriate corrective action is accomplished. 

Immediately upon discovery of contamination in the system, all patrons 
and water users are to be notified of the condition. When the problem has 
been resolved, the patrons are advised of the fact. If resolution is not 
immediately accomplished, interim public health measures will be identified by 
consultation with state Department of Health specialists and promptly 
distributed to the patrons in writing. 

The Water Quality Sampling Schedule for Inorganics, vac's, Nitrates 
and Coliform Bacteria is shown for all WWS water systems in the chart on the 
following page, and in each chapter for the Group A systems. 
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Water Sampling Schedule 
GROUP A: 

System Bact. Nitrate V.O.C. I. Chern 
Crystal 
Creek 

Echo 
Glen 

Sandy 
Bubbles 

Lavender 
Lane 

Maple 
Haven 

GROUP B: 
Deer 
Trail 

~, Hinkley 
. ' Hill 

Noll 
Road 

WOif 
Water 

Salmon 
Drive 

MPVK 
Water 

.. Maple Haven - 3 VaG quarters required during '96 '- '9'8 

All Group A Systems have completed the first Cu/Pb tests, 
and plan to complete the 2nd test before the end of 1997. 

/~, 

7 - '11 

Ct. Fe. 

NA 
NA 

NA 
NA 

NA 
NA 

NA 
NA 

NA 
NA 

NA 
NA 

Mn. Other 
GulPb 
SOC 

Cu/Pb 

Cu/Pb 

Cu/Pb 
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D. Emergency Response Activities 

The emergency response program currently in operation within 
Washington Water Supply, Inc. service areas is designed to provide 
access to personnel able to resolve low pressure or emergency water 
outage situations rapidly and efficiently. Presently, 24 hour emergency 
phone numbers are printed on every billing sent to customers. The 
numbers have also been provided to 911 emergency. 

It has been the experience of the Company that the majority of 
emergency situations have to do with power or telephone contractors 
digging through a main which wasn't supposed to exist there. The second 
most often experienced emergency is a power outage causing pumping to 
stop until power is resumed. These situations are reported by customers to 
the water system office during office hours and through emergency phone 
numbers after office hours and on weekends and holidays. After 
verification of an emergency the customers affected by it are contacted by 
phone or hand delivered notice explaining the situation and the actions 

.~.. being taken including the time, if known, that service will be restored. 

I~· 

Physical Damage. The first priority in dealing with physical failure in 
the water system is to protect life and property. The second priority is to 
restore substantial service as soon as possible. Once interim service is 
restored, permanent repairs are handled in a routine manner. When 
necessary, other agencies will be requested to assist in emergency 
responses. Points of contact for such assistance are shown in the 
following table: 

Service Required Agency Phone 

Traffic Control, Kitsap Kitsap County Sheriff 911 
Traffic Control, Clallam Clallam County Sheriff 911 
Traffic Control, Island Island County Sheriff 911 
Traffic Control, King King County Sheriff 911 
Power Line Location Underground Locators 424-5555 
Fire Fighting Fire Department 911 
Medical Assistance Medic 1 911 
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In an effort to maintain a dependable supply for normal domestic 
consumption, WWS has provided our customers with business and 
emergency telephone numbers by printing them on a billing statement 
issued to each customer on a monthly basis. In some cases, WWS has 
attended neighborhood association meetings to introduce the company 
and/or answer questions about water service for that area. 

Disinfection Procedures. In the event that the water system or 
portions thereof require disinfection, only methods allowed under state 
Department of Health regulations will be used. Procedures based on 
AWWA C652 and AWWA C651a are considered to be the most 
appropriate for Washington Water Supply, Inc. systems because of 
simplicity and availability of materials. 

Additional Emergency Procedures. The following additional 
procedures will be implemented upon approval of the Water System Plan: 

• Display office and emergency telephone numbers at each 
pumphouse and notify customers of the fact. 

• Office personnel will have an emergency call-up list of action 
personnel responsible for electrical, pumping, plumbing and 
disaster emergencies. 

• 24 Hour contact will be maintained through pagers for an 
emergency. 

• Customers will be advised to maintain a three (3) day drinking 
water supply on hand in the event of a natural disaster in which 
communications and/or transportation failure make quick 
emergency response improbable. 

The following forms are to be used in reporting customer contacts. 
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EMERGENCY RESPONSE REPORT 
DATE -----

TIME -----

PERSON REPORTING 
NAME -----
ADDRESS -----
CITY 1ST A TE/ZIP ----
TELEPHONE -----

DESCRIPTION OF PROBLEM 

CORRECTIVE ACTION 

COMMENTS ------------------------------

~J~ 
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WASHINGTON WATER SUPPLY, INC. 
"Water Supply and Distribution" 

CUSTOMER COMPLAINT 

DATE ________________ _ 

TIME ___________ _ 

CUSTOMERNAME __________________________ __ 

STREET __________________________________ _ 

CITY, STATE, ZIP ___________________________ _ 

PHONE NUMBER ____________________________ _ 

ACCOUNT NUMBER __________________________ __ 

COMPLAINT: ______________________________________ __ 

RESPONSE I FOLLOW-UP __________________________________ _ 

DATE ______________ __ 

COMMENTS: __________________________________________ __ 

12608 EAST MARGINAL WAY SOUTH SEATTLE, WA. 98168 
Tl=ll=pl-lnl\ll=· (')nc::.\ A'<Q_n'MA I='t..y. (')n~\ ,)L1~_'<L11() 
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WASHINGTON WATER SUPPLY, INC. 
"Water Supply and Distribution" 

RECORD OF PRESSURE TEST 

DATE 
TIME 
WWS REPRESENTITIVE ID 

CUSTOMER NAME 
STREET 
CITY/ZIP 
TELEPHONE # 
ACCOUNT # 

CUSTOMER PRESENT Y / N 

TEST PROCEDURE: Notify customer of intent to conduct test. If customer 
desires, allow them to witness test and ask questions of procedure. Apply test 
device to exterior hose bib and test static pressure. Observe static water 
pressure for at least five minutes and record high/low readings. Record 
pressure reading with at least one faucet open. If possible, record lowest 
pressure reading with all house faucets open. If customer not available, make 
two copies with one placed in the front door and the other archived at 
corporate head offices. 

INITIAL STATIC WATER PRESSURE H / L / -
ONE FAUCET OPEN PRESSURE H / L / -
ALL FAUCETS OPEN LOWEST PRESSURE 

COMMENTS __________________________ __ 

FEB'95 ---------------------------------------------------

12608 EAST MARGINAL WAY SOUTH SEATTLE, WA. 98168 
TELEPHONE: (206) 439-0344 FAX: (206) 248-3410 
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E. Vulnerable System Facilities 

The distribution of safe potable water to our customers is the number 
one priority of Washington Water Supply, Inc.(WWS). The implementation 
of this priority and subsequent tasks begins with the security of the source 
of supply (well heads). 

All Sources of Supply must be protected from vandalism and 
contamination from either intentional interference of water quality or 
accidental. Therefore, the well sites are contained within protective 
structures that limit access to the public. In addition, the well heads have 
been properly plumbed with screens at the well surface to restrict 
accidental contamination from insects. 

The Whidbey West Water System presents a salt water intrusion 
problem common to ground water sources on Whidbey Island. Therefore, 
WWS has developed a water quality monitoring program for the sources of 
supply that will provide early detection of contamination as a result of salt 
water intrusion. Therefore, we will pursue other well sources to limit the 
amount of salt water intrusion. 

The reservoir sites are concrete structures that are locked and 
provide restricted public access. All access ladders are locked in an 
adjacent building structure to prevent public access to the top of the 
structures. Vent portals have been properly screened to prevent accidental 
contamination of the water within the reservoir. 

The distribution system is in generally good shape. The area that 
causes us the most concern is the 2.5" line along West Beach Road. 
There is an area that may be damaged due to tidal action(s) or an unusual 
storm resulting in wave action. Therefore, WWS is desirous of maintaining 
an emergency source of supply at the north end of the system. If the main 
line were to be washed out during a major storm, WWS could maintain a 
temporary water supply to our customers until a permanent solution could 
be developed. 

In summary, other well sites will be investigated. The reservoirs are 
in good shape. The distribution system is generally in good shape with the 
exception of the water main at the north end of West Beach Road. 

7 -17 



,~ 

Washington Water Supply, Inc. _Chapter 7 
1997 Water System Plan Operation & Maintenance Program 

-
.E:. Cross Connection Control Program 

Washington Water Supply, Inc. has implemented a cross-connection 
control program to protect the health of the water consumers and to assure 
the potability of the water. Upon approval of the Water System Plan, the 
Board of Directors will adopt a resolution to establish authority for the 
program within the Washington Water Supply, Inc. service areas. 

All systems currently owned by Washington Water Supply, Inc. are 
totally residential with water usage for homes. There is little new 
construction within the water system service area so the potential for main 
breakage hazards are limited. The program to be instituted will generally 
be educational and request participation by customers. A notice to 
customers was sent in ,June, 1997, and is included on the following page. 
This notice informed customers of possible cross-connections and the 
resulting hazards that may accompany them. The notice describes 
possible home-based cross-connections sua, as chemically injected lawn 

,~, irrigation systems, filling the family spa or pool with the water hose left 
below the water line, or the presence of a water connection to an in-house 
photographic development chemical tank. 

,~" 

In addition, all new customers must sign a connection application 
form that informs them of the cross-connection hazards and the typical 
protection devices. 

Cross-connections which are identified will have a minimum backflow 
preventor required, and customers will be supplied with a suggested source 
of supply and contacts for required annual testing of the installed device. 
Full identification and development of the program will proceed over a 
period of five years to allow time for the educational process, with time to 
identify real hazards, classify the risks and for customers to react with 
implementation of appropriate equipment. At the end of the transitional five 
year period, a second resolution will be adopted by the Board of Directors 
requiring back-flow prevention at recognized cross-connection points as a 
condition of continued service. 

7 -18 
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WASHINGTON WATER SUPPLY, INC 
"Water Supply and Distribution-

CROSS - CONNECTION SURVEY 

JUNE, 1997 

Dear Washington Water Supply Inc. Customer, 
The Washington State Department of Health and 

Washington Water Supply, Inc. is asking foryour response to this survey. The purpose of 
this survey is list those sources that may contaminate your drinking water system should a 
significant reduction in water pressure occur. The results of this survey will be analyzed 
for connection deficiencies. Should deficiencies be noted WWS will assist you 
alternatives that will prev~nt contaminatiC?n of your potable water system. 

CROSS CONNECTION POINTS ~ 

Lawn irrigation system 

Drip irrigation for vegetation 

Automatic makeup water system for animals 

Fish aquarium or aquatic plant ponds 

Medical equipment that is connected to your water supply 

Medical or dental laboratory 

Industrial or Commercial equipment that uses water 

Please enclose this survey page with your next payment. . 
/'. Should questions arise please call us 1-360-308-8330. 

Washington Water Supply Inc. 

P.O. BOX2985 SILVERDALE, WA 98383 
(360) 308-8330 
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Chapter 8 ' 
Overall Summary 

Washington Water Supply Inc. was formed out of the need to have 
professional management of many smaller water systems. The systems in 
most urgent need of this service are generally those that have had very 
little past maintenance and are in need of repair. Many of the customers 
on these systems have come to expect poor quality water and service. 
They have also come to expect very low cost water. 

The water quality requirements facing Health Professionals and 
Water Purveyors today are a far cry from those that were in place 20 years 
ago. Older water systems were designed to meet the requirements of their ' 
day. It is not surprising that we find it necessary to improve and/or replace 
major system components in order to provide water meeting the current, 
standards. . 

, . 
Many of the Washington Water Supply water systems are in need of 

/"-. major renovations. The extent and cost of these renovations is much 
greater due to the fact that they have not been well maintained over the 
years. The required repairs cannot be accomplished overnight. However, 
major strides have been made over the past 3 years. Washington Water 
Supply has attempted to schedule the work such that the health ,related 
projects take precedence over the capacity and pres$ure related projects. 

~ 

Each of the water systems are addressed in a separate Chapter (9-
17). Each Chapter is laid out in the same format as the basic Water 
System Plan. The deficiencies and required improvements are fully 
discussed in Section '1)(.3-D" of each chapter. 

Bringing these water systems up to current standards is not an easy 
task, nor will it be cheap. It is however, do-able and worth doing. The 
people of this State deserve, and have the right to expect, that wherever 
they go, they can trust that the water supply is safe and adequate. 

8-1 
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CHAPTER 11 

Echo Glen Water System 

11.1 Description of Water System 

The Echo Glen Water System (#275100) is located in Maple Valley, just 
north of the intersection of SR-18 and SR-169. In general terms, the system 
is 20 miles SE from Seattle, in King County. The Water System is located in 
the southwest quarter of Section 3 and the northwest quarter of section 10; 
Township 22 North; Range 6 East; WM. The Echo Glen System has a total 
of forty-two (42) existing known connections. W ~G"'~"#">\'J SVV ':S % . 

11.1-8 History of System Development 

The water system was developed in 1967 by Gesell enterprises to serve 
tracts 1 & 2 of Gesell Addition, which encompasses the first 8 lots on 229th 
street. Evergreen Drilling Company drilled the well in August of 1966, and 
reported its capacity at over 250 gpm. 

A Water Right permit was granted in 1968, and certificated in 1976 for 
250 gpm and 262/3 Acre Ft./Yr. The Storage Reservoir was installed in 1977-
1978. The water system was approved for 38 connections in 1987 based 
upon a report prepared by Dick Heintze, PE. This report was prepared to gain 
approval to connect Ms. Sandra Morrow. 

Brian Boye, with the NW section of WSDOH, performed a sanitary 
survey on December 16th

, 1994. The report is included in the Appendicies. 

The Echo Glen Water Company purchased the Water System in 1987. 
Washington Water Supply, Inc. in turn, purchased the Water System in 1991. 
Washington Water Supply, Inc. has not connected additional customers since 

~, purchasing the system. 

11 - 1 
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11.1-C Maps & Description of Existing Service Area 

The system serves the southwest quarter of Section 3 and the 
northwest quarter of section 10; Township 22 North; Range 6 East; WM. 
Primarily, the water system serves those lots along 229th St. and 231 5t St. 
between 206th and 121 5t St. Vicinity Maps can be found on the following 
pages. 

This water system lies within the future service area of the Cedar River 
Water & Sewer District; therefore, cannot be expanded. It is also located 
within the East King County Critical Water Supply Service Area. 

The only existing water distribution plan was prepared by Hernando 
Chaves, PE in 1991, 24 years after construction, and is only approximate. It 
is included in the appendices. A second sheet was prepared showing 
proposed pumping facilities; however, these facilities were not constructed. 

We have prepared a new AUTOCAD distribution plan from the available 
.~. data (See a reduced copy in the following pages). Again, this plan is approximate only, 

and does not reflect actual field located water mains. Elevation contours have 
been imported from the USGS 7.5' Maple Valley Quadrangle (1995 revision). 

f' 

This distribution map can be revised as additional information becomes 
available. Water main repairs and conversations with long time residents will 
generate actual information defining size, type and location of the existing 
water mains and appurtenances. 

11 - 2 
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11.1-0 Description of Existing Facilities 

The Echo Glen Water System is a Group A system that consists of a 
well pumping to a ground level 21,402 gallon Concrete Reservoir. There is 
also a 6,200 Gallon Steel Tank on-site, but not connected to the water system. 
A booster pumping system is used to pump to the distribution system. The 
water mains are 6"+ PVC CI-200, 3"+ PVC CI-200 and 2"+ PVC CI-200. 

Prior to Washington Water Supply, Inc., the original Booster Pumping 
system utilized continuous running pumps, with no pressure tanks. In 1992, 
three bladder tanks were added and a smaller booster pump was added to act 
as a Jockey Pump. Unfortunately, two out of three of the bladders have failed 
and the pump cycle time has been shortened. Also, the power service is 
"Open Delta Three Phase". This has been a problem because it utilizes two 
single phase legs and fakes the third leg. It is common to have power 
fluctuations that trip the phase monitor and disable the pumps until someone 
drives out and resets them . 

. ~. The Echo Glen pump house is wood frame building with a concrete 

r-', 

floor. The building is too small and the concrete floor has been undermined 
causing the entire building to tilt. Washington Water Supply jacked the 
building back up which was a good temporary repair. However, the Company 
agrees that a new larger pumphouse should be built in the near future. See 
the folk)~L~~h~t~~raph: 

110 

• 
'. " .. ~ I~ ~ ~<~~~~~~~~~~~~~II;;~ '.: .. fr' f " .. ~ ~: ,$~' 

.. -~ \~' '\. "'i., -'\\'. ~-
.~ . .,.. 
~ 
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The Interior piping is comprised of irregular sized galvanized iron and 
class 40 PVC. The Pressure Tanks were installed in 1991 above the booster 
pumps, making access and repair very difficult, if not dangerous. The limited 
floor space, in the building, would not provide an adequate work area for a 
proper chlorination system. See in the following photograph: 

~J 
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The following is a summary of the system components: 

a. System Information 
Echo Glen 

Location Maple Valley 
System 10 #275100 
County King 

b. Sources 
Echo Glen (S01) 
8" x 159' deep 
Pump Test = 250 gpm) 
(Existing Pump = 41 gpm) 

c. Storage 

21,402 Gal. Concrete Reservoir - Rectangular 

d. Treatment 

None 

e. Booster Pumping Stations 

Main Booster Station at Pump HO}Jse: 
1. Jockey Pump ; , 
2. 7% hp Booster (out of service) 
3. 10 hp Booster 

f. Pressure Zones 

There is only one pressure zone 

11 - 8 
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11.2 -

11.2-A 

8asic Planning Data 

Existing Population Served and Current Number Of 
Service Connections 

There are a total of forty-two (42) residential connections on the Echo 
Glen System, as of this date. The population served is estimated to be 2.5 
persons per connection, or 105 people. 

11.2-8 Historical Water use 

There are no source meters installed; however, there are hour meters 
installed on the well pump and the 10 hp booster pump. The capacity of the 
well pump has been dropping over the past nine years, based on records from 
Valley Pump in Auburn, Washington. We estimate the well capacity to be 35 
gpm at this time. Based upon this, and the running time of the well pump, we 

./"""" have estimated the water use over the past two years in Table 11.1. 

The water use on the system is very high. There are no individual water 
service meters at this time, making it impossible to accurately determine 
system leakage. 

The 1996 average water use per connection is 450 gpcd. (gallons per 
connection per day). The Kitsap Public Utility District has kept detailed water 
use records for 10 of their water systems. The average water use in those 
local water systems is 238 gpcd. Thu~, the Echo Glen Water Consumption 
is almost double the average water consumption of Kitsap County PUD 
Systems. Based on estimates, the average consumption during the peak 
month was 887 gpcd, in August of 1995. 

Also, from the Kitsap PUD records, we have found that the correlation 
between the peak day water use and the average daily use is 250%, and that 
the correlation between the peak day use and the average use during the 
peak month is 150%. We have used these factors to estimate the peak day 
water use per connection for the Echo Glen Water System. The estimated 

~. 1996 Peak Day water consumption per connection is between 1125 and 1330 
gpcd, with the average being 1228 gpcd. 

11 - 9 
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~ 1995 Water Use Records 

Date of Hour Elapsed Elapsed Est. Well Est. Gal. #of Water use 
Reading Meter Davs Hours GPM Used Connects GPDC 
11/20/94 5706.6 
12/11/94 5815 21.0 108.4 35.0 227,640.0 41.0 264.4 
01/09/95 5967 29.0 152.0 35.0 319,200.0 41.0 268.5 
01/14/95 5991 5.0 24.0 35.0 50,400.0 41.0 245.9 
02/05/95 6097.6 22.0 106.6 35.0 223,860.0 41.0 248.2 
02/12/95 6132.1 7.0 34.5 35.0 72,450.0 41.0 252.4 
02/21/95 6192 9.0 59.9 35.0 125,790.0 41.0 340.9 
03/16/95 6303.3 23.0 111.3 35.0 233,730.0 41.0 247.9 
04/11/95 6431 26.0 127.7 35.0 268,170.0 41.0 251.6 
04/26/95 6506.9 15.0 75.9 35.0 159,390.0 41.0 259.2 
OS/23/95 6732.5 27.0 225.6 35.0 473,760.0 41.0 428.0 
06/03/95 6901.1 11.0 168.6 35.0 354,060.0 41.0 785.1 
06/13/95 6981.6 10.0 80.5 35.0 169,050.0 41.0 412.3 
07/01/95 7189.4 18.0 207.8 35.0 436,380.0 41.0 591.3 
07/14/95 7343.9 13.0 154.5 35.0 324,450.0 41.0 608.7 
07/18/95 7410.8 4.0 66.9 35.0 140,490.0 41.0 856.6 
08/10/95 7809.1 23.0 398.3 35.0 836,430.0 41.0 887.0 
08/27/95 7957.5 17.0 148.4 35.0 311,640.0 41.0 447.1 
09/24/95 8336.2 28.0 378.7 35.0 795,270.0 41.0 692.7 
10/15/95 8505 21.0 168.8 35.0 354,480.0 41.0 411.7 
11/12/95 8710.4 28.0 205.4 35.0 431,340.0 41.0 375.7 
11/16/95 8740.8 4.0 30.4 35.0 63,840.0 41.0 389.3 
12/16/95 8958.7 30.0 217.9 35.0 457590.0 41.0 372.0 

/""" 12/28/95 9068 12.0 109.3 35.0 229,530.0 41.0 466.5 
Total Days 403.0 TL. Gal. 7,058,940.0 

Average Gal.! Day/Conn (GPDC) = 427.2 

1996 Water Use Records 

Date of Hour Elapsed Elapsed Est. Well Est. Gal. # of Water use 
Reading Meter Davs Hours GPM Used Connects GPDC 
12/28/95 9068 
01121196 9261.4 24.0 193.4 30.0 348,120.0 41.0 353.8 
02114/96 9444.7 24.0 183.3 30.0 329,940.0 41.0 335.3 
02/28/96 9549 14.0 104.3 30.0 187,740.0 41.0 327.1 
02129/96 9553 1.0 ; 4.0 30.0 7,200.0 41.0 175.6 
03/03/96 9578.1 3.0 25.1 30.0 45,180.0 41.0 367.3 
03/28/96 9761.4 25.0 183.3 30.0 329,940.0 41.0 321.9 
04/14/96 9898.7 17.0 137.3 30.0 247,140.0 41.0 354.6 
05/27/96 10258.5 43.0 359.8 30.0 647,640.0 41.0 367.4 
06/03/96 10326.2 7.0 67.7 30.0 121,860.0 41.0 424.6 
06/26196 10621.8 23.0 295.6 30.0 532,080.0 41.0 564.2 
07/07/96 10786.5 11.0 164.7 30.0 296,460.0 41.0 657.3 
08/19/96 11500.1 43.0 713.6 30.0 1,284,480.0 41.0 728.6 
09/22/96 11924 34.0 423.9 30.0 763,020.0 41.0 547.4 
10124/96 12205.3 32.0 281.3 30.0 506,340.0 41.0 385.9 
11/27/96 12510.5 34.0 305.2 30.0 549,360.0 41.0 394.1 

~. 12/10/96 12639.8 13.0 129.3 30.0 232,740.0 41.0 436.7 
Total Days 348.0 TL. Gal. 6,429,240.0 

Average Gal.! DaylConn (GPDC) = 450.6 

TABLE 11.1 
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11.2-C Future Population & Service Connection 
Projections 

There are no plans at this time to serve any additional connections since 
this system lies within the future service area of the Cedar River Water & 
Sewer District. 

11.2-0 Future Water Use Projections 

Based on estimates, current water use is very high. This is most likely 
due to the lack of individual water meters. There is no positive feed back 
system in place to curb water use and reward those who practice 
conservation. 

Subsequent to the installation of individual water meters, water use per 
connection is expected to decrease by as much as 50%. The conservation 
program in addressed in Chapter 2-H. 

.~.; .. 
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11.3 SYSTEM ANALYSIS 

11.3-8 Evaluation of Existing Water System 

a. Source 

Evergreen Drilling Company drilled the well in August of 1966 and 
reported its capacity at over 250 gpm. The Driller is reported to have been 
Rally Freeburg, who is known for his good work in the industry. The drillers' 
report is included in the appendix. The well has an 8" steel casing and was 
drilled to a depth of 159 feet. The well was then pump tested for 4 hours at 
250 gpm with 10 feet of drawdown. The static water level was reported to be 
117 feet and complete recovery was within 1 minute. A Gould model 100H 5 
hp submersible Pump was subsequently installed. The rated capacity of that 
pump when new was 83 gpm @ 125' TDH. The pump was tested by Valley 
Pump of Auburn in 1988 and found to produce 60 gpm. The pump was again 
tested in 1991 and found to produce 41 gpm with a pumping water level of 
116'-4" (static = 107'-5"). 

A Water Right permit was granted in 1968, and certificated in 1976 for 
250 gpm and 262/3 AC.-Ft.lYr. 

From this data two things are apparent: 

1. The existing well pump capacity is dropping. It is currently pumping 
at less than half of its rated capacity. 

2. The well is capable of a muc~-higher flow, in all likelihood the full 250 
gpm, as originally pump tested in 1966. 

The Well Cap is identified in the 1994 Sanitary Survey as needing to be 
sealed and protected. 

b. Treatment 

There is no treatment required on the existing water system. 
Chlorination may prove to be necessary in the future. However, the 1994 
sanitary survey detected several required improvements that will, most likely, 
eliminate bacterial contamination problems. 

11 -12 
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(-----' c. Storage 

The Echo Glen Water System, with forty-two (42) connections, a single 
source, and 21,402 gallons of storage, is slightly beyond its designed capacity 
at this time. However, The actual water use is more than double the assumed 
values used for design purposes. Therefore, the water system is actually well 
beyond its capacity at this time. 

The existing well capacity far exceeds what the existing pump is 
producing. The existing pump could be replaced with two well pumps and 
would count as two sources. At present, the WSDOH Sizing Guidelines allow 
systems serving less than 100 connections to reduce or completely eliminate 
Standby Storage when the 24 hour source capacity, when the best source out 
of service equals or exceeds the required volume of Standby Storage. The 
proposed new Water Works Standards, as they now exist, will require all 
Group A water systems, regardless of size, to provide a minimum Stand-by 
Storage of 200 gallons per connection. 

The source and storage requirements of the water system are shown in 
/-~, the following tables: 

;---,\ 

o Table #11.2 - Existing System with a single Source 

8 Table #11.3 - Existing System with Two Sources & 200 Gal 
Minimum Standby Storage. 

@) Table #11.4 - Existing System with Two Sources & No 
Minimum Standby Storage . 

.... .;, 

11 - 13 
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SOURCE & STORAGE TABLE 
ECHO GLEN WATER SYSTEM 
Based upon existing system with a single source" 

IBEST SOURCE 1 I 
Pump Test 250.0 

I Existing Services 
MID flow 

Exist Pump 41.0 
Water Right 250.0 Source Req'd 
Limiting Flow 41.0 Standby st. Req'd 

Equalizing st. Req'd 
ISOO~CE2 I Fire Storage Req'd 
Pump Test 0 ITOiAL STORAGE REQ,D 
Exist Pump 0 
Water Right 0 
Limiting Flow 0 

rrOTALSOURCE 

TABLE 11.2 

(10-99 CONNECTONS) 

421conn 
95 g~m 

17.50 igpm 
25,200 igal 

8,100 gal 
0 aal 

I 33,300 Igal 



r"-"" 

/--,\ 

,/---, 

SOURCE & STORAGE TABLE 
ECHO GLEN WATER SYSTEM 

(10-99 CONNECTONS) 

Based upon two sources and 200 gal. Min. Stand-By Storage" 

IBEST SOURCE 1 I 
Pump Test 250.0 
Exist Pump 60.0 
Water Right 250.0 
Limitin9£l9-'# 60.0 

ISOURCE2 I 
PUITIPlest 250 ,D 
Exist Pump 60 
Water Right 250 
Limiting Flow 60 

IITOTAl SOURCE 120 II 

. I 21,402 I 

o 
o 

21,402 

, 

TABLE 11.3 



.~ 

/~ 

.~ 

SOURCE & STORAGE TABLE 
ECHO GLEN WATER SYSTEM 
Based upon two sources and NO Stand-By Storage" 

........ """..,.. """",....II ...... CE 1 I 

250.0 
60.0 

250.0 
60.0 

ISOORCE2 I 
Pump Test 250 
Exist Pump 60 
Water Right 250 
Limiting Flow 60 

IITOTAl SOURCE 120 II 

Reservoir 1 21,402 
Reservoir 2 0 
Reservoir 3 0 
ITOTAL STORAGE 21,402 

" 

TABLE 11.4 

(10-99 CONNECTONS) 

17.50 
o 
o 
o 
o 



.~ 

.~ 

~. 
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d. Distribution System 

A Hydraulic Model of the complete water system was created using 
"CYBERNET". This is a graphical interface which enables the user to access 
the "Kentucky Pipe Model II" from within AutoCAD. A map of the nodes and 
pipes created for the modeling is to be included in the following pages. 

Modeling of a pressure zone that is served by a well or booster pump is 
somewhat different than a gravity zone. The booster pumps are set to 
maintain the pressure in the pressure tanks within a set pressure range. In 
this case, the existing pressure settings are as follows: 

UNIT PumQ On - Qsi PumQ Off - Qsi 

Lead 80 100 

We have modeled this system using a Pressure Source Node set at 80 
psi in Run #1 and 100 psi in run # 3. In Run # 2, we examine the effect of 
replacing the existing 2" PVC between the pumphouse and the 6" AC main. 
This model has not been field calibrated at this time. Subjectto actual 
calibration, the outcome may change. 

," 

Copies of each of these runs are included in the following pages. 

Subsequently, the results of each run of the Hydraulic Model will be 
discussed. 

11 - 17 
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********~**************.************************ 
SUM MA R Y o F o RIG I N A L D A T A 

************************************************ 
'~~:rNet V~rSi~i1 2.18. Copyright 1991,92 Haestad Methods Inc. 

Ru..L.1' Description: Existing Network @PHD & 80 psi 

Drawing: ECHO-CYB 

PIP ELI N E D A T A. 

STA,TUS CODE: 

.PIPE 
NUMBER 

XX -CLOSED. PIPE 
CV -CHECK VALVE 

rfODE NOS. 
#1 #2 

LENGTH 
(ft) 

BN ~BOUNDARY NODE 
RV -:-REGULATING,VALVE 

DIAMETER ROUGHNESS 
(in) CQEFF. 

/ 

PU -PUMP LINE 

MINOR LOSS 
COEFF. 

.BND-HGL 
. I 

(ft) 
--~--~-------------~~-----~~-----~------------~----------------------------~---. 

,10-BN 
20 
30 
40 
50 
60 
70 
80 
90 

~O 
( ,0 
120 
130 

o 
10 
20 
30 . 
40 
10 
60 
70 
80 
90 

100 
10 

120' 

120 
20 
30 
40 
50 
60 
70 
80 
90 

100 
110 
120 
130 

J U N C T ION NOD E 

JUNCTION JUNCTION 
NUMBER TITLE 

32 .. 0 
185.0 .' 
319.0' 
210.0 
285.0 
629.0 
450.0 
324.0 
325. O. 
324.0 
325.0 
92.0 

281. 0 

~D' A T A 

EXTERNAL' 
DEMAND 
(gpm) 

2.0 
2.0 
2.0 
2.0, 
2.0 
6.0 
4.0 
3.0 
3.0 
2.0 
2.0 
2.0 
1.5 

, 
JUNCTION 

14.0.00 
,140.00 
140.00 
140.00 
140.00 
130.00 
130.00 
140.00 
;1.40.00 
140.00 
140.00 
140.00 
140.00 

0.00 
0;00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
O.()O 
0.00 

ELEVATION CONNECTING :PIPES 
(ft) 

554.54 



+--~-----~----~--7----------~-----~--------7~---+ 
1 MAX<IMUM DIMENSIONS 
1 . 
1 Number of pipes ...•...........•....•• 250 
I Number of pumps •.•.•.••.........•••.. 62 

1\ .1 Number j unction nodes............. . . . • 250 
\ • 1 Flow. meters •.......••..•.•.••.••..... 62 
. I Boundary nodes .•..•.......••...•.••.. 25 

I Variabl~ storage tanks ••....••.•...•• 62 
, I Pre$sure switches •••... ~ ' ........•.. .; . . 62 
I Regulating Valve.s •••.•.••...• ~ . . .. • • • . 62 
I Items for li~ited output' ..•.•..•.•. ~~ 250 
I limit fO:r non-consecutive numJ;>er;ing .'. 2572 
+~----------~-------------------~---------~-----+ 

Cybernet version 2.18. SN:1132184220-250 

ExteridedDescriptfon: 

UN l' T S S PEe I FIE D 

FLOWRATE •.•..••...... = gallons/minute 
HEAD {HGL) ••.....•.• = feet 
PRESSURE .. or • ••••••••. = psig , , 

O~iT .p U TOP TI 0 N DA T A 

OUTPUT SELECTION: ALL RESULT.S ARE ~NCLUDEDIN THE TABULATED OUTPUT 

S Y STEM CON F I GU RAT ION 

NUMBER OF PIPES .. ' •••.•.••.••.••... (p) = 13 
NUMBER OF JUNCTION NODES •..•..••.• (j) = 13 
NUMBER OF . PRIMARY LOOPS .....•..... ( 1) = .,' 0 
NUMBER OF BOUNDARY NODES • ' .••••••.. ( f ) = 1 
NUMBER' OF SUPPLY ZONES .......•.... (z) = 1 

".,;, 

::i 

* *** ** ** * * ****** * * *******.*** * ** * ** *** 
S 1 M U L A T ION RES U L T S 

" . i *********,**************************** 
The' results are obtained after 2 trials with an accuracy = O~OOOOO 

S I M U L A T I 0 ND ESC RIP T ION 

CyberNet Version 2.18. Copyrigh,t 1991'192 Haestad Methods Inc. 

RC:De~criPti~n:' Exist'ing Network @ PHD & 80 psi 

Drawing: ECHO-CYE' 



STATUS CODE: BN -BOUNDARY NODE-PU ~PUMP LINE XX -CLOSED PIPE 
CV -CHECK VALVE RV -REGULATING VALVE TK -STORAGE TANK 

PIPE ,NODE NOS. FLOWRATE HEAD PUMP MINOR LINE HL/ 
NUMBER #1 #2 LOSS HEAD LOSS VELO. 1000 r, (gpm) (ft) (ft) (ft) (ft/s) \ (ft/ft) 
-----------------~-----------~----------------------------------------~~-------

10-BN 
20 
30 
40 
50 
60 
70 
80 
90 

100 
lilO 
120 
130 

o 
10 
20 
30 
40 
10 
60 
70' 
80 
90 

100 
10 

120 

120 
20 
30 
40 
50 
60 
70 
80 
90 

100 
110 
120 
130 

. 92.00 
2~.90 
23.00 
13.80 

9.20 
59.80 
50.60 
41.40 
32.20 
20.70 

9-.20 
"-89.70 

2.30 

5.25 
- 3.79 

4.02 
1. 03 
0.69 
0.25 
0.96 
1.68 
1.06 
3.36 
0.75 

14.40 
0.20 

J U"N (: T I O. N , NOD E RES U L T S 

JUNCTION . JUNCTION EXTERNAL HYDRAULIC 
NUMBER TITLE DEMAND GRADE 

(gpm.) (ft) 
. . 

0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 

JUNCTION -
ELEVATION 

(ft) 

0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
O~OO 
0.00 
0.00 
0.00 
0.00 
0.00 

. 9.39 
3.05 
2.35 
1. 41 
0.94 
0.68 
1.29 
1. 88 
1.46 
2 .• 111 

0.94 
9.16 
0.42 

PRESSURE 
HEAD 
(ft) 

164.08 
20.47 
12.59 

4 .. 89 
2.31 
0.40 
2.13 
5.19 
3.26 

10.36 
2.31 

156.56 
0.72 

JUNCTION 
PRESSURE 

(psi) 
---~--------------------~-----------------------------------------------~-----

10-1 0.00 534.88 380.00 154.88 

(~ 
20-1 '6.90 531.09 425.00 106.09 

\ 30-1 9.20 527.08 430.00 97.08 
40-1 4:.9 0 526.05 43:;.00 91. 05 
,50-1 End 229th St 9.20 525.39 440.00 85.39 

l 60-1 9.20 534.63 400.00 134.63 
·70-1 9.20 533.67 475.00 58.67 
80.-1 9.20 531.99 477.00 54.99 
90-1 11. 50 530.93 480.00 I 50.93 

100,...1 11.50 527 .. 57 477.00 .50.57 
110-1 End 231st ST 9.20 526.82 475.00 51.82 
120 ... 1 0.00 549.28 370.00 179.28 
130-1 Morow 2.30 549.08 325.00 224.08 

SUM MAR Y 0 F I NFL 0 W SAN D 0 U T FLO W S 

(+) INFLOWS INTO TH~ SYSTEM FROM BOUNDARY NODES 
(-) OUTFLOWS FROM'THE SYSTEM INTO BOUNDARY NODES 

I' 

PIPE 
NUMBER 

FLOWRATE 
(gpm) 

--------------------
10 

NET SYSTEM INFLOW = 
Nr SYSTEM OUTFLOW = 
Nl..SYSTEM DEMAND = 

92.00 

92.00 
0.00 

92.00 

**** CYl?ERNET SIMULATION COMPLETED **** 

/ 

67.12 
45.97 
42.07 
39.46 
37.00 
58.34 
25.42 ' 
23.83 
22.07 
21. 92 
22.46 
77.69 
97.10 



+--~-~------------------------------~--~-~------+ 
I MAXIMUM DIMENSIONS I 
I I 
I Number of pipes ...................... 250 I 
I Number of pumps ...................... 62 I 
I' Number junction nodes ................. 250 I 

(\. I Flow meters .......................... 62 I 
I ,Boundary nodes ....... ,. . . . . . . . . . . . . . . . 25 I 
I Variable storage tanks ............... 62 I 
I Pressure switches ......•..•.......... 62 I 
I Regulating , Valves. . . . . . . . . .. . . . . . . . . . . 62 I 
I Items for limited outP:tlt ............. ,250 I' 

'I limit f9 r non-consecu"t::ive numbering .. 2572 I 
+-----~---~-------------------------------------+ 

Cybernet version2.1B. SN: 11321B4220~250 

Extended Description: 

U NIT S S P E C I FIE D 

FLOWRATE ............ = gallons/minute 
HEAD (HGL) .......... = ,feet 
PRESSURE ............ = psig 

" 

OUT PUT 0 P T ION D A T A 
r~ '. 
( . 

Ou~.t'UT SELECTION: ALL BESULTS ARE INCLUDED IN THE TABULATED OUTPUT 

S Y ST E M 'c 0 NFl G U RAT ION 

NUMBER OF PIPES .. '~ ................ (p) = 13 
NUMBER OF JUNCTION NODES .......... (j) = 13 
NUMBER OF PRIMARY LOOPS / ........... ( 1) =0 
NUMBER OF BOUNDARY NODES .......... (f) = I' 
NUMBER OF.SUPPLY ZONES ............ (z) =1 

""...;, 

***************************~********* 
S I M U L A T I ON RES U LT S 
***~********~*****************~****** 

The results are 6btained after 2 trials with an accuracy = 0.00000 

S I M UL A T I ON DES C RIP T ION 

'CyberNet Version 2.1B. Copyright 1991,92 Haestad Methods Inc. 
r-\ / 

Ru, Description: Replace 2" from P.H. to main @PHD & BO psi 

Drawing: ECH()-CYB 



STATUS CODE: BN -BOUNDARY NODE PU -PUMP LINE XX '-CLOSED PIPE 
CV -CHECK VALVE RV -REGULATING VALVETK -STORAGE TANK 

PIPE NODE NOS. FLOWRATE HEAD PUMP MINOR LINE BL/ 
NUMBER #1 #2 LOSS HEAD LOSS VELO. 1000 o / (gpm) (ft) (ft) (ft) (ft/s) (ft/ft) 

- .----~-------------------------------------------------------------------~---
10-EN 
20 
30 
40 
50 
60 
70 
80 
90 

100 
110 r 

120 
130 

o 
10 
20 
30 
40 
10 
60 
70 
80 
90 

100 
10 

120 

120 
20 
30 
40 
50 
60 
70 
80 
90 

100 
110 
120 
130 

92.00 
29.90 
23.00 
13.80 

9.20 
59.80 
50.60 
41. 40 
32.20 
20.70 
. 9.20· 

-89.70 
2.30 

,1 

0.02 
3.79 
4.02 
1.03 
0.66 
0.25 
0~96 
1.68 
1.06 
3.36 
0.75 
0.07 
0.20 

J U N C T ION NOD E RES U L T S 

JUNCTION 
NUMBER 

JUNCTION 
TITLE 

EXTERNAL 
DEMAND 
(gpm) 

IJYDRAULIC 
GRADE 
(ft) 

0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0,.00 
0.00 
0.00 

JUNCTION 
ELEVATION 

(ft) 

0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 
0.00 

1.04 
3.05 
2.35 
1.41 
0.94 
0.68! 
1.29 
1. 88 
1.46 
2.11 
0.94 

, 1.02 
0.42 

PRESSURE 
HEAD 
(ft) 

0.78 
20.47 
12.59 

4.89 
2.31 
0.40 
2.13 
5~19 
3.26 

10.36 
2.,31 
0.74 
0.72 

JUNCTION 
PRESSURE 

(psi) , 
~----~--~-------1----------------------------------~-----~--------------~---'--

10-:-1 0.00 554.44 380.00 174.44 75.59 
20-1 6.90\ 550.66 425.00 125.66' 

(' 30-1, 9~20 546.64 430.00 116.6.4 
40-1 4.60 545.61 435.00 110.61 
50-1 End 229th St 9.20 544.96 440.00 104.96 
60-1 9.20 554.19 400.00 154.19 
70:"'1 9.20 553.23 475.00 ' 78.23 
80-1 9.20 551.55 477.00 74.55 
90-1 11. 50 550.49 480.00 70.49 

100-1 11.50 547.13 477.00 70.13 
110-1 End 231st ST 9.20 546.39 475.00 71.39 
120...:1 0.00 554.51 370.00 184.51 
130-1 Morow 2.30 554.31 325.00 229.31 

... ~, 

SUM MAR Y 0 F I NFL 0 W S AND o ,U T FLO W S 

(+) INFLOWS INTO THE SYSTEM FROM BOUNDARY NODES 
(-)'OUTFLOWS FROM THE SYSTEM INTO BOUNDARY NODES 

PIPE 
NUMBER 

10 

NET SYSTEM INFLOW, = 
,N~SYSTEM OUTFLOW = 

, N.. 'SYSTEM DEMAND = 

FLOWRATE 
(gpm) 

92.00 

92.00 
0.00 

92.00 

**** CYBERNET SIMULATION COMPLETED **** 

54.45 
50.54 
47.93 
45.48 
66.82 
33.9'0 
32.31 
30.55 
30.39 
30.93 
79.95 
99.37 

/ 



+--------------~--------------------------------+ 
I ' ,MAXIMUM DIMENSIONS I 
II 

I Number of pipes ...................... 250 I 
I Number of pumps ...................... 62 I 

, I Nuinber j unction nodes................. 250 I r! I Flow meters •.......................... '62 II 
I Boundary nodes ....................... 25 I 

... I Variable storage tanks ............... 62 I 
I Pressure switches ...... ~ .. ~.......... 62 I 
I' 'Regulating Valves. . . . . . . ... . . . . . . . . . . . 62 I 
I Items for limited output ............. 250 I 
I limit for non-consecutive numbering 'c' 2572 I 
+-----------~------------~---------------~----~-+ 

'Cybernet version 2.18. SN: 1132184220-250' 
\' I 

Extended Description: 

UN I T ,$. S P E C I FIE D 

FLOWRATE •..........• = gallons/minute 
HEAD (HGL) .......... = feet 
PRESSURE ............ = pSig 

o ~\ T PUT 0 P T 10 N D A T A 

OUTPUT SELECTION: ALL RESULTS ARE INCLUDED IN THE TABULATED OUTPUT 

S Y S T E M C 6.N F r GU RAT ION 

NUMBER OF PIPES ............ ,~ ...... (p) = 13 
NUMBER OF JUNGT,ION NODES ........... ( j ), = 13 
NUr1BER OF PRIMARY LOOPS ........... (1) '= 0 
NUMBER OF BOUNDARY NODES .......... (f) = 1 
NUMBER OF SUPPLY ZONES ............ (z) = 1 

";," 

************************************* 
S I M U L A T ION RES U L T. S 

***************************~~******** 
The results are obtained after 2 tria.ls with an accuracy = 0.00000 

S~M U ~ A.T ION DES C RIP T ION' 

CyberNet Version 2.18. Copyright 1991,92 Haestad Methods Inc. 

RrDescri:P1::i6n: Replace 2" from P.~. to main @PHD &. 100pSi 
',( . . 

Drawing: ECHO-CYB 

.-. 



STATUS CODE: . XX -CLOSED PIPE 
CV -CHECK VALVE 

BN -BOUNDARY NODE EU -PUMP LINE 
RV' -REGULATING VALVE "TK -STORAGE TANK 

PIPE 
NUMBER 
~ 

NODE NOS. 
#1 '#2 

t' FLOWRATE 

(9~m) 

HEAD 
LOSS 
(ft) 

PUMP 
HEAD 
(ft) 

. MINOR 
LOSS 
(ft) 

LINE 
VELO. 

(ft/s) 

HL/ 
1000. 

(ft/ft} 1 .~ ________ ~ _________________________ ~ __________ :~ _________________ ~~:------~-
10-BN 0 120 92.00 0.02 0.00 0.00 1.04 0.78 
20 10 io 29,90 3.79 '0.00 0.00 3.05 20.47 
30 20 3023.00 4.02 0.06 0.00 2.35 12.59 
40 30 ~ 40 13.80 1.03 0.00 0.00 1,414.89 
50 40 50 9.20 0.66 0.00 0.00 0.94 2.31 
60 10 6059.80 0.25 0.00 0.'00 0.68 0.40 
70 60 70 50.60 0.96 0.00 0.00 1~29 2.13 

·80 70 80 41.40 1.68 0.000.00 1.88 5~19 
90 80 90 32~20 ~.06 0.00 0.00 1.46 3.26 

100 90100 20.70 3.36 0.00 0.00 2.11 10.36 
110 " 100. ", 110 9.20 0.75 0.00 0.00 0.94 2.31 
120 10 120 -89.70 0~07 0.00 0.00 1.02 0.74 
130, 120 1302.30 0.20 0.00 '0.00 0.42 0.72 

J U N C T ION NOD E RES U L T S 

'JUNCTION JUNCTION 
NUMBER· , TITLE 

EXTERNAL 
DEMAND 
(gpm) 

HYDRAULIC 
GRADE 
(ft) 

JUNCTION 
ELEVATION 

(ft) 

PRESSURE 
. HEAD 

(ft) 

JUNCTION 
, PRESSURE 

(psi). 
------------------------~-~-------~--------~-------------'---------------------

r 
10-1 
20-1 
30-1 ' 
'40-1 
50-1 End 229th St 
60-1 
70~1 
80-1 
90-1 

100-.1 
110~1 End 23lst ST 
120'-1 
130 i 1 Morow 

0.00 
6.90 
9.20 
4.60 
9.20 
9.20 
9.20 
9.20 

1L50 
11 ;;,50 

9.20 
0.00 I 

2.30 

600.58 
596.79 
592.77 
591.75 
59L09 
600.32 
599.37 

i 597.68 
596.62 
593.27 
592.52 
600.64 
600.44 .. 

~~., 

'380.00 
425.00 
430.00 
435.00 
440.00 
400.00 
475.00 
477.00 
480.00 
477.00 
475.00 
370.00 
325. ,00 

220.58 
171.79 
162.77 
156.75 
15L 09, 
200.32. 
124.37 
120.68 
116.62 
116.27 
117.52 
230.64 
275.44 

SUM MARY 0 F I N F.L ,0 W S A R D OUT F'L 0 W S 

(+) INFLOWS INTO THE SYSTEM FROM'BOUNDARY NODES 
('-) OUTFLOWS FROM THE SYSTEM INTO BOUNDARY NODES 

PIPE 
NUMBER 

FLOWRATE 
(gpm) 

--------------------
10 92.00 

NET SYSTEM INFLOW = 92.00 
'N~SYSTEM OUTFLOW = 0.00 
N.. 'SYSTEM DEMAND = 92.00 

**** CYBERNET SIMULATION COMPLETED' **** 
'"? 

95.58 
74.44 
70.54 
67.92 
65.47 
86.81 
53.89 
52.30 
50.54 
50.38 
'50.92 
99.95 

119.36 



,~ 
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Washington Water Supply, Inc. Chapter11 
1997 Water System Plan Echo Glen Water System 

Cybernet Data Discussion 

Run #1- PHD with Pressure Source @ 80 psi 

The minimum pressure at any node is 22 psi, which is below the 30 psi 
minimum. An individual pressure reducing valve is required on the Morow 
service, node #J130. 

Run #2- PHD with P. S. @ 80 psi & replace 2" PVC (Pump house to 6" AC) 

The minimum pressure in the system is 30 psi. This just barely meets 
the 30 psi minimum. An individual pressure reducing valve is required on the 
Morow service node #J 130. 

Run #3- PHD with P. S. @100psi & replace 2" PVC (Pump house to 6" AC) 

The minimum pressure in the system is 50 psi. This just barely meets 
the 30 psi minimum. An individual pressure reducing valve is required on the 
Morow service node #J130. 

e. Fire Flow 

The Echo Glen Water System is not designed to provide Fire Flow. 
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11.3-C Water Quality Analysis 

There have been several failed bacteriological samples over the past 
four (4) years. The reason for these failed samples has not been positively 
established, but is suspected to be venting and manhole portals. A sanitary 
survey was done in 1994 and several potential hazards were identified 
(Included in the appendix). The access hatch on top of the reservoir is the most 
probable cause of the bacterial contamination. There is also some concern 
regarding the well cap. 

Please refer to the Capital Improvement Program in Chapter 4 of this 
Water System Plan regarding the proposed start dates for the following , 
planned improvements: 

1. Install a steel access cover equal to those provided by the 
Mount Baker Silo Company (or equal) on their concrete reservoirs. 
This must be bolted and grouted (or sealed) into place to form a ., 

permanent water tight connection. ' 

2. The reservoir overflow is to be retrofitted with a turn down 90* 
elbow and a fine mesh stainless steel screen. 

3. The reservoir drain is to be fitted with a removable cap or a 
fine mesh stainless steel screen. 

4. At the time when the well pump is replaced, the well cap should 
be repla,ced with a PAS-1 pitless adaptor and PAS-2 cap (or 
equal). 

5. Provision is to be made in the new pump house for continuous 
hypochlorite .injection, should it prove to be necessary. A source 
meter is necessary to monitor the chlorine use, and has been 
scheduled for installation. 
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A Complete Inorganic Chemical analysis was done in 1994. There were 
no compounds above the MCL. The results can be found in the Appendix. 
The system should be analyzed again at this time. 

Volatile Organics were sampled in 1992 and again in 1994. None were 
detected . 

. The Echo Glen Water System was selected to participate in the 
WSDOH Area wide sampling project in 1995. There were no SOC's det~cted. 

The well was given a "Moderate" susceptibility rating. Therefore, an 
Area Waiver was required. The area waiver came back with a Low 
Susceptibility rating and no additional SOC testing has been reql:!ired. 

There is no record of Radionuclide testing. This should be taken at thIs 
time. 

'" 
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ECHO GLEN WATER SYSTEM 
WATER QUALITY TESTING LOG 

GROUP A (UNDER POPULATION 250) 

1995 BACTERIOLOGICAL 
JAN 1 JULY 
FEB 1 AUG 
MAR 1 SEPT 
APR 1 OCT 
MAY 1 NOV 
JUNE ---1.. DEC 

1996 BACTERIOLOGICAL 
JAN 4 JULY 
FEB 5 AUG 
MAR 1 SEPT 
APR 1 OCT 
MAY 1 NOV 
JUNE 9 DEC 

1997 BACTERIOLOGICAL 
JAN 1 JULY 
FEB 1 AUG 
MAR 1 SEPT 
APR 1 OCT 
MAY 1 NOV 
JUNE _---.1. DEC 

1 
1 
1 
1 
1 
1 

1 
1, 
1 
1 
1 
1 

1 
1 
1 
1 
1 
1 

1990 
1991 
1992 
1993 
1994 
1995 
1996 
1997 
1998 
1999 
2000 
2001 
2002 
2003 

., 

1998 BACTERIOLOGICAL 2000 BACTERIOLOGICAL 
JAN JULY JAN JULY 
FEB AUG FEB AUG 
MAR SEPT MAR SEPT 
APR OCT APR OCT 
MAY NOV MAY NOV 
JUNE DEC JUNE DEC _._-

1999 BACTERIOLOGICAL 2001 BACTERIOLOGICAL 
JAN JULY JAN' JULY 
FEB AUG FEB . AUG 
MAR SEPT MAR SEPT 
APR OCT APR OCT 
MAY NOV MAY NOV 
JUNE DEC JUNE DEC 

TABLE 11.5 
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5. Radionuclides - WAC 246-290-300 (9) 

Group A Water Systems must test for gross alpha particle 
activity, radium-226 and radium~228 every 48 months. One 
s~mple should be taken from each source. (Note: Current DOH policy is 

to require that each source have one sample on file not more than 1 0 years old). 

6. Volatile Organic Chemicals (YOC's) - WAC 246-290-300 (8)(b) 

A test for VOC's must be performed once every three (3) 
years unless initial testing showed the presence of VOC's. The 
test should be taken from a point representative of the source, 
after treatment, and prior to entry to the distribution system. 

7. Nitrates - WAC 246-290-300-3(b) (reference to 40-CFR 141) 

Each source must be sampled once per year. Additional 
Nitrate testing will not be required on those years where a 
complete inorganic analysis is done, because Nitrate testing is 
including in that test. The test should be taken from a point 
representative of the source, after treatment, and prior to entry to 
the distribution system. . 

8. Synthetic Organic Contaminants (SOC's) - WAC 246-290-300 
(8)(c) 

A vulnerability I susceptibility assessment has been 
completed for this well. SOC monitoring requirements are based 
upon this assessment. The well received a Moderate . 
Susceptibility rating and; therefore, an area waiver was required. 
The Area waiver came back with a low susceptibility rating and . 
requires no SOC monitoring. 

11. Disinfection Byproducts 

A new rule is expected in a couple of years. As of now, 
there is no MCl for total Chlorine, but in the future a limit of 4.0 
mgll has been proposed. 
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10. lead & Copper - WAC 246-290-300 (4) 

All Group A water systems are required to monitor for lead 
and copper in tap water. The initial monitoring consists of two 
rounds of sampling, conducted in consecutive six month periods. 
If the results of either round exceed the action levels for lead and. 
copper with the 90th percentile sample, DOH will instruct regarding 
corro'sion control treatment for the water system. 

When a system does not exceed either action level (with the 
90th percentile sample) during the two consecutive six month 
periods, reduced monitoring will be allowed for annual samples 
the next three consecutive years. If the system does not exceed 
either action level in this three year period, the reduced 
monitoring frequency will be reduced to once every three years. 

. In selecting tap water s-ampling sites, it is important to locate 
si~es with the highest risk of lead and copper corrosion. (lead in 
plumbing materials was prohibited by the State Building Code in '--./ 
1987.) The number of tap samples required is determined by the 
population served in the system, see the Table below. 

I Number of Required Samples I 
POPULATION SERVED ~ 100 101 - 500 

INITIAL MONITORING 5 10 

REDUCED MONITORING 5 5 

If an MCl is exceeded in any of the above testing, the 
requirements of WAC #246-290-320 and #246-290-330 must be 
followed regarding departmental and public notification . 
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c. Well Head Discussion 

There is no record of a Wei! Site Inspection of the Echo Glen Water 
system. Howeyer, the water system has been approved by DOH. Brian 
Boye, with the NW section of WSDOH performed a sanitary survey on 
December 16th, 1994. The report is included in the Appendices. 

Wellhead Protection Plan (WHPP) 

The purpose of the Wellhead Protection Plan'(WHPP)i,s to protect the 
quality of ddnking water derived from groundwater and to safeguard ' 
groundwater sources against cont~mination. Wellhead protection is a 
program mandated by the Safe Drinking Water Act for Group A water 
supplies. The Wellhead Prot~ction Areas (WHPA) is defined in the Safe 
Drinking Water Act as "the surface and suh·surface area around a well or well 
field supplying a public water system through which contaminants are 
reasonably likely to move toward and reach such water well or well field." 
Following is the Echo Glen Water System Wellhead Protection Plan: 

A. The updated Susceptibility Assessment for the well is included in 
the appendix for Chapter 11 of this WSP. The method used by WWS to 

, delineate wellhead protection zones is the Calculated Fixed Radius 
(CFR). By the use of the DOH susceptibility assessment forms and 
related guidance, a CFR was determined for the 6 month, 1 year, 5 
year, and 10 year time of travel for contaminants. The following table 
shows the, time of travel and related zone of contribution: 

Time of Travel Zone of 
Contribution 

6 month 310 feet 
i 

11 year 440 feet 

5 year 980 feet 

10 year 1390 feet 
~ 
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B. All known and potential ground water contamination sources 
located within the defined WHPA having the potential to 
contaminate the source water of the weils - The land use within the 6 
month, 1, 5, and 10 year time of travel is residential only. There is a 
sewer "system in the are~. Therefore, the possibility of pesticide " 

" application is the main potential ground water contaminant. There are 
no other known sources of contamination, such as land fills, injection 
wells, or underground storage tanks within a 600 ft. radius of the well. 

The well is located adjacent to, and approximately 50 feet from, a 
county road. However, the road is downhill from the well site and 
drainage is directed away from the site. 

The well was drilled in 1966 prior to the requirement for well logs 
and an 18' Behtonite Seal. The well was drilled by Evergreen Drilling 
and we have a good log of the drilling strata. The well is driUed through 
117 feet of tills and clays of varying"'quality. The well is completed at 
159 feet. The static water level is at 106 feet. While it would be 

\,------/ 

beneficial to have a Bentonite seal, the impervious strata between the \~/. 
ground surface and the aquif~r are far more important in protecting the 
aquifer from any contamination from surface water. 

C. Notification to all owners/operators of known or potential 
sources of ground water contamination located within the wellhead 
protection area. - There are no known businesses within the WHPA." 
Therefore, notification is not necessary. 

D. Notification to regulatory agencies and local governments 
indicating WHPA boundaries and findings. A letter of notification has 
been sent to the King County Fire Marshal and to the Cedar River 
Water & Sewer District, copies have been included. 

11 - 27 

i 



/-

/----". 

~. 

Washington Water Supply, Inc. Chapter 11 
1997 Water System Plan Echo Glen Water System 

. E. Contingency Plan - To ensure that the Echo Glen water system 
has an adequate supply of potable water in the event that contamination 
results in the temporary or permanent loss of the well, the following plan 
is being adopted: 

Upon determination of contamination in the well, use of the 
affected well would be immediately discontinued. The 
location and depth of a new well would be determined based 
upon the nature of the contaminant of the existing source. 
Since the Echo Glen water system lies within the future 
service area of the Cedar River Water & Sewer District, 
another alternative would be to contact them for the 
possibility of an intertie with their system~ 

F. Documentation of coordination with local emergency spill 
response teams - We have sent a 1etter to the King County Fire 
Marshal. 

11 - 28 
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11.3-0 Summary of Deficiencies, Existing & Proposed 
Requirements 

This water system is in need of some major renovations. Each of the 
following items have been discussed in the previous pages: 

11.4 -

1. Install a new reservoir access hatch, overflow and drain. 

2. Install two new single phase well pumps with approved pitless 
adaptors, and an approved well cap. 

3. Construct a new pump house with single phase electric service, new 
booster pumps, a source meter, and new Well-X-Trol Pressure tanks. A 
Hypochlorination system should be installed in the new pump house. 

4. Replace the 2" main from the Pump house to the 6" AC main. 

5. Install Individual Service Meters at each connection. 

Improvement Program 

See Chapter 4 for the complete Capital Improvement Program, 
scheduling discussion, and Tables. 

~ 
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11.5 Financial Program 

See Chapter 5 for discussion and Tables. 

11.6 Relationship with Other Plans 

The Echo Glen Water System lies within the future service area of the 
Cedar River Water & Sewer District; therefore, cannot be expanded. We 
have contacted the CRW&SD and have asked them to review the service 
area map for conflicts. 

The Water System also lies within the East King County Critical Water 
Supply Service Area. We have contacted Bruce Bennett with King County 
Water and Land Resources and have sent him a copy of the applicable 
portions of the Water System Plan for his review. 

See Chapter 6 for further discussion. 

9-7 Operation & Maintenance Program 

11.7-A Personnel Involved in Water System Operation 

See Chapter 7 for complete title descriptions and discussion. 

11.7-8 Routine Operation Procedures 

Table 11-6 and Table 11-7 on the following pages show the routine 
Operations and Maintenance Schedules for the Echo Glen Water System. 

The Coliform monitoring plan is outlined in Table 11-8. This includes 
Sampling sites and Rotation schedules. 

1'1"- 27 



~, 

/-------

,~ 

Washington Water Supply. Inc. Chapter11 
1997 Water System Plan Echo Glen Water System 

TABLE 11.6 

Echo Glen Water System 
Routine Maintenance Summary 

DEFINITION: Activities that confirm the operation or extend the life of an 
equipment item or process at the source of supply, pressure boosting system, or 
distribution system. 

-- ------- - - --- ------ ---------

TASK J F M A M J J A S 0 N D 

FLUSH WATER MAINS X X 

INSPECT ANDIOR X 
CLEAN RESERVOIR , 

CHECK CONTROLS X X X X X X X X X X X X 

OPERATE 
DISTRIBUTION X 
SYSTEM VALVES 

I PAINT FLUSH VALVES X 
! & APPURTENANCES 

GROUNDS X X X X X X X X 
MAINTENANCE AND 
PAINTING WHEN 
NECESSARY 

---------------------

.A" on ..,.--, - ""0 
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TABLE 11.7 

Echo Glen Water System 
Routine Operations Summary 

DEFINITION: Activities that confirm the operation of an equipment item or 
process at the source of supply, pressure boosting system, or distribution system. 
This includes, but is not limited to, water quality, regulatory interface, customer 
interface, and general activities supporting product delivery to the customer. 

------ -----

TASK J F M A M J J A S 0 N 0 I 

BI-WEEKL Y SYSTEM xx xx xx xx xx xx xx xx xx xx xx xxi 
INSPECTION 

, 

COLIFORM TESTING X X X X X X X X X X X X , 

CUSTOMER METER X X X X X X X X X X X x I READINGS 
I 

WELL HEAD METER X X X X X X X X X X X X 
READINGS I 

REGULATORY X X X X X X X X X X X x I 

COMPLIANCE REVIEW I 

ANNUAL WATER X 
TESTS i 

, 

CHECK STATIC X X 
WATER LEVEL IN 
WELL 

SANITARY SURVEY X X X X X X X X X X X X 

'11-"'2'9' 



~ 

,~, 

,~ 

Washington Water Supply, Inc. Chapter 11 
1997 Water System Plan Echo Glen Water System 

TABLE 11.8 

COLIFORM MONITORING PLAN 

WATER SYsTEM NAMe 

Echo Glen Water System 

PEAK POPUl.ATION SERVED 

10~ 

SOURCE 

TREATMENT 

NA 

SAMPLE 

SITE 

GROUP 

SAMPLE 

SITE 

GROUP 

DOH SouRce NUMBER 

501 

TREATMENT PROCesS 

N/A 

System Information 
COUNTY 

King 
SERVICE CONNECnONS 

41 

CATeGORY 

Well 

PuRPOSE 

STORAGE N/A 
CONCRETE 

Information 

~ 

SYSTEM 1.0. NUMBER 

275100 

Waa.DEPTH 

159' 

STORAGE CAPACITY 

21,402 GALLONS 

-L 
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Additional Sampling Information 

II~~~ II 
!=cho Glen Water System 

For maximum coverage of different branches of the distribution system, a decision to 
rotate the required routine sample(s} among different sample sites may be made. It is 
recommended that ROUTINE sampling sites be tested about 4 times per year or more 
often. 

ROTATION SCHEDULE 
-------- ---------- --- --- ---- ------

MONTH SAMPLE SITE(S) MONTH SAMPLE SITE(S) 

January EG1 July EG1 

February EG2 August EG2 

March EG1 September EG1 

April EG2 October EG2 

May EG1 November EG1 

June EG2 December EG2 

The month after a coliform positive sample, five follow-up samples must be submitted. 
Describe below the method of selecting the follow-up sites. Sites designated as other 
sampling sites may be also used. List any sites which will routinely be used as follow-up 
sites. 

! 

I 
I 

i 
I 

11------------ M~ AFTE;;::W-~P~E-~~~S II 
The month following a positive coliform sample, the water must be (1) re-tested at the 

original sample site, (2) tested upstream from bad sample, (3) tested downstream from 

bad sample, (4) tested at the we/!Ilead, and (5}tested at the reservoir. In this way, the 

source of the contamination can be identified and treated. 

PAGE 2 
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PREPARATION INFORMATION 
SYSTEM NAME DATE PLAN COMPLETED DATES MODIFIED 

Echo Glen Water System 1/97 

NAMe Of' PLAN PREPAReR POSlnoN OAYTtMePHONE# 
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{f~&;T£h 
WATER FACILITIES INVENTORY (WFI) "7.;~_ ... ~~.~",.n"~¥<~~--~ 

Environmental Health Read Instructions on back before completing 

. __ 1 1 ___ .. _1 1 ••• _ .. 
WFI COMPLETED BY 

.~" '. PRIVATE:; NON-PROFIT 

jK PRIVATE: FOR-PROFIT 

~ LOCAL GOVERNMENT 
, (COUNTY I CITY I PUD I 

WATER DISTRICT) o STATE 

D FEDERAL 

DOH 331-011 (Rev. 5192) 

98168 
TITLE 

RESIDENTIAL 

RECREATIONAL 
BUSINESS I INDUSTRIAL I 
AGRICULTURAL I COMMERCIAL 
LODGING I FOOD SERVICE 

SCHOOL I DAY CARE 

OTHER (CHURCHES. ETC.) 

9 

<."''; 

DAY TELEPHONE 

DYES 

14. TOTAL NUMBER 
CONNECTIONS METERED 

WATER SYSTEM 

DATE 

f"Vl NO L!U 

15. DISTRIBUTION RESERVOIR(S) 
TOTAl CAPACITY 

57 ,000 GALLONS 
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STAT I: 01' WASIIINn'l'ON 
UEPAR ... I\ .... :rn OF fo:nn.()(;V 

ASSIGNMENT OF APPUCATION OR PERMIT TO APPROPRIATE WATER 

15,00 ASSIGNMl!NT Fl!l! 

I. Gesell Enterprises, Inc. . til' __ K_in....:g'--_~=-:--__ _ 
fArrlkrlnt/l'WwII .. , '( ..... ,,' 

Washington do hereby 1Is.';gn, trllnsrer lind set over unto 
IS, ... , 

Echo Glen Water Co.! Inc. 
f/uu_"«,1 

__________ or 1017 - 8th Ave N •• Seattle. WA 98109 (bookkeeping address) 
fMd_1 

_~244-4666 all or my right, title and illterest in and 10 ,~304' .. (aPrIl icatiqn U) 
,,,,,,,,,,, Nombt" '\ ,Applla,i •• /''',mi" 

8" well r I G1-00519C ror Ihe IIpproprilllion or waters or .dS,ram. I."'., Sr,i." W'''. r,d ~m~ BC 
. Certificate No. 61-005 appe:rrs of record in lire 

. COUIII)'. liS SlIId rA,.,~k,,'lc"/"'rmi" ill King 

,'lIin' "I' rI,l' "t'I';'r/lII~'" "f Eell/,'g,l. OI,I'III"i:l. W:lsl'i"~""'. 

l\'irlll''',' "'.I' /,m,,/ ,/r'i .. _---.Y~_ ,luJ' "I' .--J!1~ _______ , I"~_, 
6tSELL ENTERPRISES. INC.: 
BY: £' Ir! ~.""/'r'mi"n: 
ECHO GLEN _WATER _CO •• INC.: ....,,-
By: 

~R~lc~h-ar-d~Ko-o-p-ma-n-s-!~P~r-es~l~de-n~t---------

S,,,,,, m, \\'ASII'NllIIIN 

('/11/11',\",1'# 
} ss, 

.,PI:{ £dt!<A _ 
/ A..-~ .;>' IA,.,.,k •• ,//'rrm/II.d 

• being first duly slVorn. depose lind sa)' ,Ir:l' I Ir:/I'e 

"';,,1 "It' :1""1'1: Af,tign",ent or Application or Per",it 10 A/,,,oprill/e Wa/er: Ihlll I lenow the contenls thereof: :lnd ,h:II rl,e 

li't"t ,herein ,f/:ttcd lire Irue. 

.. 0...) 

IN "y:NIIS~"~UI~'r0F, I have iJereu/IIo set lilY IIIIIId tl'i.t<:"1 ":!Iday or IVZ~ . 19.5+-, 
.::-- .~t', L. 84 '" 

ft- ~" .' "'''\\\\'' 1-,('\,', ~ i - ,", ,,~:,,"'711(lH (.t~I" ':..0 I, 1'( 
:: U .:-;r'" '.9)1, I" " • <~ -

,:; Q j '~~ q TAR .: \ ~ ;;> "I,.,.,it-onf/I'crmil,.d 
" ~,.\ r ~ ~ 
-:. ~ ""'H+- ~ ~ 
.• ,.!'~ f'IIf.'l'f :~." 
.1,. .... \ ~ (]' ,) :: ~ itJ 
~.' r- ~ ';. : ..... - .- 'f-..( r':/.C : 
I'~'r-" I··_~ -r"r'_ 
't." .... ' .... 3·,~ - ~ ,,' - .'",' .. ~ - / 

Sub5IIi/¥,'Fllii, ~~'r.),~t&rore me Ih;$ --3'~ J~tJy or ~&g<= • 19_9 ___ , ... ""'\,, .............. 
t-~~ R.f:.1'<., A'b 0 ~ ~f ,\ ,., .ICY", _ __ ,. _ • __ _ 

~--- _.- iit"--;,,ruilii DBPARTHBNT or BCOLOGY 
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Report of Examination on Groll.. 1 Water G I OOJ~ /9 -

Received da te __ .Mal:ch. ... .l5.,..:....1.96.s. ............. : ...... _.Da te of exam.-·· .. Ncw:emb.e· .. -.2.1.,-l,.%8- Appli N 0.--.. 9-304 ...................... . 

!~ N amer-:;:2·fI.elL.Kn.t~p.r.is.e..s., .... .!nc.~ .......................... - .. -.-- Address. ..... .Rout~-2·r·Jo.*-lo.9G"f-¥..apl-e-... ll.al1~Y.}~""WA'. 

-~ 

Type of works ___ .:w.e.ll .. _ ....... _ .. : ................... _ .......... _ ... ----........ .:.---Di,mensions ......... - ...... ..s.!~x-.. l.s.9.! ........ _ .......... _ .. _ ...... _. __ ....... _ ....................... _ 
J 

Progress of works_ .... He.ll .... c.omp.le.te .... (pr.oj.e.ct ... atar.t.ed} ..... __ ._.~ ....... _ .... _ ... __ .... __ ..... _ ........ _ .. _ ....... __ ............... _ ..... . 
Quantity . 

applied for _ ...................................... .2.5.0 ..................................................... _ .... _g.p.m ............................. _._ ..... _ .. _. __ ...... _ ............ _ .............. acre-feet per· year 
of the Plat of Gesell Addition 

Legal sub ..... IJ:.JJ.r..t_.AL Sec. __ ._ ... :L .. _ ......... Twp._ .. _ ... .22_ . .N ..... Rge ............. 6 ... .E. ... _ .. County._ ......... King. ...................... _ ............................. .. 

U se ............ CQmmU.nity. .... d.omes.t.ic .... aup.ply. .................. _ ................. _ .. _._ ........................ _ ... _ .... _ ... _ .... _ .. _ ........ __ ............. _ ..... _ .... _ ..... ___ .................. _ ... .. 

Irrigation-acreage: Present. ...... _._ ........................... __ .. Planned. ...................................... _ ...... _ ... _ Feasible ........................ _ ............. __ ._ .. _ .......... . 

Municipal: Population. .......... _ .... _ ............................... _ .......................... as of ...................... _ ....... ____ .. _ .. __ ... ____ .............................. _._ ........... _ ...... _ ........ . 

Industrial_ ... __ ..... _ ................ _ ...... _ ........ _ .. _ .... __ ........ _ ... _ ..... _ ... __ ... _ .............. _ ......................... _ ...... _ ...... __ .. ___ ................ _ .. _ .............. _ ......... __ ............ . 

Time pump will be operated..-. .continuousl.y .................. _ ....................... __ ............... ___ .......... __ ... _ .. __ ...................... ___ ................ _ ........... _ .............. . 

Other water rights appurtenant to this land._ ..... .N.one. ................. _ .............. ____ ............... _ .. _._ .. __ ... _ .. _ ........................................................................ . 

Proximity to existing works, springs, wells, or streams.-......... Tber·e. .. ·~r-e····n(;). .. ·r-e(!.·~r-ded···-Gr-oaild· .. Watel' ....................... . 

l:igh.ts .... ~ithin. ... 1z;. ... m.ile ... .o.f ... .ap.p.licant.& ... .w31.1._ ... _._ ............ --.... -....... - ...... - _____ . ___ .......... __ .... _ .... _-....... _ ....... _ ........... _ ...... . 

Area ............................... _ ...................................................... Sub-area ........... _ ...................................................................... Zone ...... _ .............................................................................. . 

RECOMMENDATIONS 

Approved for ......................... .2.S.Q ........................... _ .... g.p.m ........................... .26 ... 2/3 ............................ _.acre-feet per year, subject to existing 

water rights. (1 acre-foot 325,850 gallons.) 

The installation of an access port as described in attached Ground Water Bulletin No. 1 
shall be required prior to issuance of final certificate' of water right. The applicant 
may, for his own convenience, wish to install an air-line and gage. in addition to the 
access port. 

Use of the waters to be- appropriated under this application will be for a public water 
supply. St~te Board of Health rules require every owner of a public water supply to 
obtain written approval from the State Director of ~alth prior to any new construction 
or alterations of a public water supply. The applicant is advised to contact the 
Washington State Department of Health, 304 Public Realth Building. Olympia, with regard 
to the need for compliance. 

The water requirement for community domestic supply for this development is based on a 
maximum annual need of 2/3 acre-foot for each lot. or 26 2/3 acre-feet annually for 40 

,~ lots. 

(page 1) 



Applicant is advised that notice of proof of appropriation of water (under which final 
~'ertificBte of water right issues) should not be filed until the" permanent withdrawal 

iBcilitie8 have been installed together with a main line system capable of delivering 
the recommended quantity of water to an existing or proposed distribution system 
within the area to be served. 

As provided under RCW 43.21.130. 90.03.360, 90.44.250 and 90.44.020, a master meter 
shall be installed in this system to measure the total a~unt of withdrawal. 

Signed at Olympia, Washington 
this~day of December, 1968 

DEAN WOOD 
Water Res.ourees Inspector 
Division of Water Management 
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Cfl{J~ 1-5 ~ Laucks Testing Laboratories, Inc. 
940 S. Harney Seattle, W A 98108 (20S) 7S7 -50 SO 

~_ .• WATER SAMPLE INFORMATION FOR INORGANIC CHEMICAL ANALYSIS 
-+ DO NOT WRITE IN SHADED AREAS • PLEASE FILL BOXES NUMBERED 1 THRU 14 • SEE BACK FOR INSTRUCTIONS +-
II ....... __ ........ __ '\.1 .. 111 .... ____ iii 

11. IF TAKEN AFTER TREATMENT, 
CH~I< TREATMENT: 

:LUORIDATION 
LA CHLORINATION 
o FILTRATION 
o WATER SOFTENER, 

TYPE: o OTHER·-:.--------

12. IF TAKEN FROM DISTRIBUTION, 
INDICATE ADDRESS: 

13. SEND REPORT AND INVOICE TO: 
.:.!o .... _ ... 

• 
\ J)Ubi •. 

~CJ:-t~~.sll 
TELEPHON 

~.D~'Lt:te. 
,Af\V(~(\' <

c..k tv\ I <...0.. \ 

:s Ct. rrv r> \ \ 

'. 
LABORATORY REPORT 

TESTS.·j MCL1 Chemist 

Antimony Sb 1 0.006 

Arsenici' ,As 0.05 

BariumP Ba 2.0. 

Beryllium Be 0.004 

CadmiumPCd 0.005 

ChromiumPcr ~;1 .... 

Copper .Cu· J.02 

Iron .,' Fe' 0.3.' 

LeadP Pb 0.052 

Manganese Mn 0.05 

MercuryP Hg 

Nickel Ni 0.1 

SeleniumP Sa 0.05 

Silver Ag 0.1 

SodiumP. Na 1 20.3 

Thallium TI 1 0.002 L 
Zinc Zn 5.0 L 
Hardness 

Conductivity 700 

TurbidityP 1.0 

Color 15.0 

Chloride CI 250 

Cyanide CN 0.2 

FluorideP F 2.0 

NitrateP asN 10.0 
1 

Nitrite asNI 1.0 I-L 
1 P. r ....... _I 

Sulfate so. 1 250 IL 

.,:' 

1- MCl: Maximum Contamination Level; 2- This is the State MCl, Federal Action Levels are 0.015 mg/L for Lead and 1.3 mg/L for Copper; 
3- Recommended MCl 

.~ P- Primary Standard; TDS- Total.Dissolved Solids Run only when Conductivity is Greater than 700 
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Laucks@ RECEIVED 

MAR - 31994 

Testing Laboratories, Inc. 
940 South Harney St., Seattle, WA 98108 (206) 767-5060 FAX 767-5063 

WASHINGTON WATER 
SUPPLY 

01emistry. MicrdJioIa.IY. andTe::fmicaIServices 

CLIENT: Washington Water Supply, Inc. 
12608 E Marginal Way South 
Seattle, WA 98168 

ATTN Tony Mole 

Work 10 524.2 Analysis 
Taken By Client 
Transported by: Hand Delivered 
Type Water 

SAMPLE IDENTIFICATION: 

Sample 
DescriPtion 

01 Booster Pump House Faucet 

GENERAL COMMENTS ON VOLATILE ORGANICS TICs: 

Certificate of Analysis 
Work Order# 94-02-744 
DATE RECEIVED : 02/22/94 
DATE OF REPORT: 02/28/94 

Collection 
Date 

02/22/94 

r'\ , V..f'vt./ / . , 

CU· rtJ{\ 

Tentatively Identified Compounds, or TICs, are reported on a separate page 
if you requested this additional analytical work or if a regulatory agency 
requires that TICs be reported. (For instance, the State of Washingtion 
requires TIC reporting for all official 524.2 analyses.) In the heading 
information on the TIC report, the number of tentatively identified compounds 
found is noted. If no TICs were found, the report will say so and there will be 
no further information on the report. If TICs were found, they will be listed 
and an estimated concentration will be shown for each. 

FLAGGING: 

The flag "U" indicates the analyte of interest was not detected, to the limit of 
detection indicated . 

This report is submitted for the exclusive use of the person, partnership, or corporation to whom it is addressed. Subsequent use of the name of this company or any 
member of its staff in connection with the advertising or sale of any product or process will be granted only on contract. This company accepts no responsibility except 
for the due performance of inspection and/or analysis in good faith and according to the rules of the trade and of science. 
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Laucks'i 
Testing Laboratories, Inc. 
940 South Harney St., Seattle, WA 98108 (206) 767-5060 FAX 767-5063 

01emistty. MicrOOioIao. and Te::hnicaI Services 

CLIENT Washington Water Supply, Inc. Certificate of Analysis 

Work Order# 94'02-744 

Unless otherwise instructed all samples will be discarded on 04/14/94 

Respectfully submitted, 
Laucks Testing Laboratories, Inc. 

/"\ £ '-::-:> / \ . ~A..,.) / . .~f0 4 t.(,£.-<f 15 .. ,,"'" 2) 

This report is submitted for the exclusive use of the person. partnership. or corporation to whom it is addressed. Subsequent use of the name of this company or any 
member of its staff in connection with the advertising or sale of any product or process will be granted only on contract This company accepts no responsibility except 
for the due performance of inspection and/or analysis in good faith and according to the rules of the trade and of science. 



~Laucks@ 
/ T~ Laboratories, Inc. 
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940 South Harney St., Seattle, WA 98108 (206) 767-5060 FAX 767-5063 

Cl1emistry. MiacbioI~. andTechnicaIServices 

VOLATILE ORGANIC CHEMICAL REPORT 

Results of Analysis by EPA Method 524.2 
Measurement of Purgeable Organic Compounds in Water by Capillary Column 

Gas Chromatography/Mass Spectrometry 

Send Report To: Washington Water Supply, Inc. 
12608 E Marginal Way South 
Seattle, WA 98168 

COUNTY King 
SYSTEM NAME Echo Glenn LABORATORY NO. 
SYSTEM lD NO. 275100 DATA FILE 
DATE COLLECTED 02/22/94 ANALYST 
DATE ANALYZED 02/23/94 DATE OF REPORT 

08116508 

KNG 
02/28/94 

SOURCE NUMBER S01 SUPERVISOR'S INITIALS JBR 
SOURCE TYPE Well LTL # 9402744-01A 

Regulated Compounds 

EPA~ NAME OF COMPOUND * MCL (ug/L) ** Amount (ug/l) 

2976 VINYL CHLORIDE 2 ND 
2977 1,1-DICHLOROETHYLENE 7 ND 
2981 1,1,1-TRICHLOROETHANE 200 NO 
2982 CARBON TETRACHLORIDE 5 ND 
2990 BENZENE 5 ND 
2980 1,2-DICHLOROETHANE 5 ND 
2984 TRICHLOROETHYLENE 5 ND 
2969 P-DICHLOROBENZENE 75 ND 
2979 T-1,2-DICHLOROETHYLENE 100 NO 
2380 CIS-1,2-DICHLOROETHYLENE 70 NO 
2983 1,2-DICHLOROPROPANE 5 ND 
2991 TOLUENE 1000 NO 
2987 TETRACHLOROETHYLENE 5 NO 
2989 CHLOROBENZENE 100 ND 
2992 ETHYL BENZENE 700 ND 

* Maximum Contaminant level 

** NOTE: NO indicates that the true concentration is 
less than the method detection limit of O.S ug/L. 

(page 1 of 3) 

-"~ ~ . ' ~ 

This report is submitted for the exclusive use of the person, partnership, or corporation to whom it is addressed. Subsequent use of the name of this company or any 
member of its staff in connection with the advertising or sale of any product or process will be granted only on contract. This company accepts no responsibility except 
for the due performance of inspection andlor analysis in good faith and according to the rules of the trade and of SCience . -Pnnled on Recvcled Pa0Sr t.J 



~Laucks@ 
, Testing Laboratories, Inc. 
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940 South Harney St., Seattle, WA 98108 (206) 767-5060 FAX 767-5063 

O1emistty.MiadJioIa;y. and Te::hnicalSeroices 

Results of Analysis by EPA Method 524.2 (continued) 

lABORATORY NO. 
DATA FILE 

EPA Code 

2995 
2997 
2996 
2968 
2964 
2985 
2378 

2941 
2943 
2944 
2942 

08116508 

Regulated Compounds (continued) 

NAME OF COMPOUND * MCl (ug/L) 

M/P-XYlENE (total xylene MCl=10000) 
O-XYLENE (total xylene MCL=10000) 
STYRENE 100 
O-DICHlOROBENZENE 600 
METHYLENE CHLORIDE 5 
1,1,2-TRICHLOROETHANE 5 
1,2,4-TRICHLOROBENZENE 70 

Trihalomethanes (THM) 

CHLOROFORM 
BROMODICHLOROMETHANE 
CHLORODIBROMOMETHANE 
BROMOFORM 

* Maximum Contaminant level 

** NOTE: ND indicates that the true concentration is 
less than the method detection limit of 0.5 ug/l. 

(page 2 of 3) 

** Amount (ug/L) 

ND 
ND 
ND 
ND 
ND 
ND 
ND 

ND 
ND 
ND 
ND 

This report is submitted for the exclusive use of the person, partnership, or corporation to whom it is addressed. Subsequent use of the name of this company or any 
member of its staff in connection with the advertising or safe of any product or process wilt be granted only on contract. This company accepts no responsibility except 
for the due performance of inspection .. and/or analysis in good faith and according to the rules of the trade and of SCience. 

PnnlAd on Recvcled Paner 0 



~Lauclls@ 
i 'T~ laboratories, Inc. 
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940 South Harney St., Seattle, WA 98108 (206) 767-5060 FAX 767-5063 

Cl1emistry. Micrc:bioIcW. and Technical S:Tvices 

REPORT ON SAMPLE: 9402744-01A 
Client Sample ID: Booster Pump House Faucet 

Date Received 
Test Code 

02/22/94 
TIC V 

Collection Date 
Test Method 

02/22/94 
524.2 

TENTATIVELY IDENTIFIED VOLATILE COMPOUNDS 

Number of TICs found: 1 Cone Units: UG/L 

CAS Number Compound Name RT Est. Cone 

67641 ACETONE 1. 88 7J 

This report is submitted for the exclusive use of the person, partnership, or corporation to whom it is addressed. Subsequent use of the name of this company or any 
member of its staff in connection with the advertising or sale of any product or process will be granted only on contract. This company accepts no responsibility except 
for the due performance of inspection andlor analysis in good faith and according to the rules of the trade and of science. -Pnnted on RecyCled Paper \.J 
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'T~ laboratories, Inc. 
940 South Harney St., Seattle, WA 98108 (206) 767-5060 FAX 767-5063 

01emistry. MicrOOioI~. and Te:::hnicaIServi.ces 

APPENDIX 

Method Blank Report 

This report is submitted for the exclusive use of the person, partnership, or corporation to whom it is addressed, Subsequent use of the name of this company or any 
member of its staff in connection with the advertising or sale of any product or process will be granted only on contract This company accepts no responsibility except 
for the due periormance of inspection and/or analysis in good faith and according to the rules of the trade and of science, -Printed on Recycled Paper .. : 



r-,Laucti@ 
T~ Laboratories, Inc. 
940 South Harney St., Seattle, WA 98108 (206) 767-5060 FAX 767-5063 

01ernistty. Micrct>ioI~. andTechnicaISeIvices 

Quality Control Report 
Method Blanks for ~ork Order 9402744 

Control 

~, 

Blank Name Samples Verified 
B022394_MVO_IJ02 

Test DescriPtion 
Vinyl ch lori de 
','-Dichloroethylene 
',','-Trichloroethane 
Carbon tetrachloride 
Benzene 
',2-Dichloroethane 
Trichloroethylene 
p-Dichlorobenzene 
Chloromethane 
Bromomethane 
Chloroethane 
Methylene chloride 
trans-',2-Dichloroethylene 
',l-Dichloroethane 
2,2-Dichloropropane 
cis-',2-Dichloroethylene 

" '-Dichloropropene 
1,2-Dichloropropane 
Dibromomethane 
Toluene 
',',2-Trichloroethane 
Tetrachloroethylene 
',3-Dichloropropane 
Chlorobenzene 
',', ',2-Tetrachloroethane 
Ethyl benzene 
m/p-Xylene 
o-Xylene 
Styrene 
Bromobenzene 

Result Units 
0.50 U ug/L 
0.50 U 
D.SD U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0_50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0_50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0_50 U 

0.50 U 
0.50 U 

A method blank can validate more than one analyte on more than one work order. The method blanks in this report may 
validate analytes not determined on this work order, but nonetheless determined in the associated blank. 

Because they validate more than one work order, method blank results are not always reported in the same concentration 
units or to the same detection limits that are used for sample results. 

~. * = blank exceeds control limit 

This report is submitted for the exclusive use of the person, partnership, or corporation to whom it is addressed. Subsequent use of the name of this company or any 
member of its staff in connection with the advertising or sale of any product or process will be granted only on contract This company accepts no responsibility except 
for the due performance of inspection and/or analysis in good faith and according to the rules of the trade and of science. 

.~ 

Limit 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
2.5 

0.50 
0.50 
0.50 
o.se 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 



~Laucks~ 
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T~ Laboratories, Inc. 
940 South Harney St., Seattle, WA 98108 (206) 767-5060 FAX 767-5063 

O1emistry.Miad:>ioI~. andTechnical~ces 

Quality Control Report 
Method Blanks for Work Order 9402744 

Blank Name Samples Verified Test Description 
1,2,3-Trichloropropane 
1,1,2,2-Tetrachloroethane 
o-Chlorotoluene 
p-Chlorotoluene 
m-Dichlorobenzene 
o-Dichlorobenzene 
Dichlorodifluoromethane 
Trichlorofluoromethane 
Bromochloromethane 
Isopropylbenzene 
n-Propylbenzene 
1,3,S-Trimethylbenzene 
tert-Butylbenzene 
1,2,4-Trimethylbenzene 
sec-Butylbenzene 
p-Isopropyltoluene 
n-Butylbenzene 
1,2,4-Trichlorobenzene 
Naphthalene 
Hexachlorobutadiene 
1,2,3-Trichlorobenzene 
Chloroform 
Bromodichloromethane 
Chlorodibromomethane 
Bromoform 
t-1,3-Dichloropropene 
cis-1,3-dichloropropene 

Result Units 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 

A method blank can validat~ more than one analyte on more than one work order. The method blanks in this report may 
validate analytes not determined on this work order, but nonetheless determined in the associated blank. 

Because they validate more than one work order, method blank results are not always reported in the same concentration 
units or to the same detection limits that are used for sample results. 

~. * = blank exceeds control limit 

This report is submitted for the exclusive use of the person. partnership. or corporation to whom it is addressed. Subsequent use of the name of this company or any 
member of its staff in connection with the advertising or sale of any product or process will be granted only on contract. This company accepts no responsibility except 
for the due performance of inspection and/or analysis in good faith and according to the rules of the trade and of science. 

PnnlAl"l ",.. 1:1"', ...... ,"'1"1 P""nAr a 

Control 
Limit 

0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
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STATE OF WASHINGTON 

DEPARTMENT OF HEALTH 
DIVISION OF DRINKING WATER 

Airdustrial Center, Bldg. 3 • P.O. Box 47822 • Olympia, Washington 98504-7822 

February 2,1995 

Enclosed are the results of the synthetic organic chemicals (SOC) sample collected from 
your water system, as part of the Department of Health's Area Wide Sampling Project. No 
detections above the EPA trigger levels were found. The sample we took for this project will 
count as the first quarter's sample IF you do not receive a waiver or are required to do 
partial sampling in combination with a waiver. PLEASE KEEP THE ENCLOSED 
ANALYTICAL REPORT IN YOUR RECORDS. 

Please note that participation in the Area Wide Sampling Project does not mean that 
you have been granted a monitoring waiver. In order to be eligible for any of the 
available waivers, DOH must have on file a completed Groundwater Contamination 
Susceptibility Assessment Survey Form for each groundwater source or a Surface Water 
Checklist for each surface water source. If you have filed these forms, then you will be 
notified of your susceptibility rating and waiver options in the next few weeks. If you have 

/~', not filed these forms you still can. However, systems submitting forms after March 15 will 
be required to do the first quarter of monitoring no matter what the waiver determination is. 
If you need copies of these forms, please contact your regional DOH office. 

/"', 

Group A Iransient Non Community (TNC) water systems, as well as emergency or inactive 
sources, are exempt from the SOC testing requirements. If your water system is classified 
as a Group A Community (COMM) or Non-Iransient Non-Community (NTNC) water 
system, then you must complete 4 consecutive quarters of monitoring for SOC's (Analytical 
Methods 515.1, 525.1, 531, 547 & 549), beginning in March 1995, UNLESS you are 
granted a waiver to reduce the monitoring requirements. If you are unsure as to the 
classification of your system check your Water Facilities Inventory (WFI) form or call your 
DOH regional office. 

Thank you for participating in this project. The Area Wide Sampling Project has provided 
DOH with a database containing water quality information regarding pesticides. This 
database will assist in Phase IW Area Waiver determinations. 

Sincerely, '\ 

\~iAA~';'-J t~~A~A<--A;(~J 
Patricia Wickham 
Project Manager 

.... ~~:-.It o 
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DOH Area-Wide Groundwater Monitoring Project 

Synthetic Organic Compound (SOC) Water Quality Report 

Analyzed by Materials Testin& & Consulting, Inc. 

ECHO GLEN WATER SYSTEM 

SEATTLE 

WA 

98168 

METHOD CONSTITUENT RESULT(l) UNITS QUALm 

EPASl5.l 
2,4,5-T NO uglL U 

2,4,5-TP NO uglL U 

2,4-0 NO uglL U 

2,4-0B NO uglL U 

Oalapon NO uglL U 

Dicarriba ND uglL II 

"" 
Oinoseb NO uglL U 

Pentachlorophenol NO uglL U 

Picloram NO uglL U 
EPA 525.l 

Alachlor NO ugIL U 

Aldrin NO uglL U 

Atrazine NO uglL U 

8enzo(a)pyrene NO uglL U 

8utachlor NO uglL U 

Chlordane NO uglL U 

Die ethylhexyl)-adipate NO uglL U 

Oi( ethylhexyl)-phthalate NO uglL U 

Dieldrin NO uglL U 

Endrin NO uglL U 

Heptachlor NO uglL U 

Heptachlor Epoxide NO uglL U 

Hexachlorobenzene NO uglL U 

Hexachlorocyclo-pentadiene NO uglL U 

Lindane NO uglL U 

Methoxychlor NO uglL U 

Metolachlor NO uglL U 

Metribuzin NO uglL U 

Propc.chiur NO uglL U 

Simazine NO uglL U 

Toxaphene NO uglL U 

EPAS47 
Glyphosate NO uglL U 

(I) ND: Compound not detected. 

(2) V, VJ: Compound not detected J: Detected below reporting limit, resampling may be required. 

Sample Date 9128/94 

Report Date 2J2J95 

PWSID 275100S01 

DOHSampleID OOH-1451 

MCL(J) EPA Tri!!!!er Level (4) 

0.8 

50 0.2 

70 0.1 

0.8 

200 

0.81 

7 0.2 

1 0.04 

500 0.1 

2 0.2 

0.083 

3 0.1 

0.2 0.02 

0.5 

2 0.2 

400 0.6 

6 0.6 

0.5 

2 0.01 

0.4 0.04 

0.2 0.02 

1 0.1 

50 0.1 

0.2 0.02 

40 0.1 

0.5 

0.5 

0.5 

4 0.07 

3 

B: Compound detected in blank. 

(3) MCL: Maximum Concentration Limit, maximum concentration permissible in water as established by EPA, NPDWR. 

(4) EPA Trigger Level: EPA specified concentration over which increased monitoring frequencies are required. 
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WASHINGTON WATER SUPPLY, INC. 

March 12, 1995 

Mr. Steve Hulsman 
Department of Health 
1511 Third Ave. Suite 719 
Seattle, WA 98101-1632 

Dear Mr. Hulsman, 

"Water Supply and Distribution" 

Washington Water Supply, Inc. has completed and enclosed the 
SOC "Susceptibility Assessment Survey" packet for the Echo Glen 
Water System (10# 275100). 

Please call should questions arise. 

Respectfully, 

6~ QrF-
John Poppe 
Washington Water Supply, Inc. 

12608 EAST MARGINAL WAY SOUTH SEATTLE, WA. 98168 



Ground Water Contamination 
f'\ Susceptibility Assessment Survey Form 

~ 

f' .. 

Version 2.2 

IMPORTANT! Please complete one form for each ground water source 
(well, welltield, spring) used in your water system. 
Photocopy as necessary. 

PART I: System Information 

Well owner/manager: 'wPlSH/NG,TOY\ (,)JffTf'j( 5 Uf6'L'j' , J NC, 
) 

Water system name: at-to r\G I e'K .I.04-t'r\ '~y$ +em,;'"!/', 

County: .:K IN ':(;2 , . up'~4 

Water system nl:lmber: '27510 D Source number: ------------------
Well depth: --'-1_5J-9"'---___ _ (ft.) (From WFI form) 

Source name: !? ch 0 G Ie.." 
I ('" I 

W o....T-ey "' v sTem 
-, 

W A well identitication tag number: __ -- ---
L well not tagged 

Number of .:onne.:tions: ___ L/:..,:/ ____ _ Population served: 102. S-

Township: __________________________ _ Range: __________ _ 

Section: _____________________ _ 114 114 Section: _______ _ 

Latitude/longitude (if available): ___________ ' ___________ _ 

How was lat.llong. determined? 

__ global positioning device __ survey __ topographic map 
other: _______ ~ ___________________ _ 

* Please refer to Assistance Packet tor details and explanations of all questions in Parts II through V. 

PART II: Well Construction and Source Information 

I) Date well originally constructed: 08; 13 /6"£ month/day/year 

last reconstruction: _ / _ /_ month/day/year 

information unavailable 

Survey Form Ver. 2.2 
page I 
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2) Well uriller: Eve'r?j re.e", ,,' 1)r-I' II I'~ 
L5407 ___ .42_ M A~L_S_~~+l 

~~, ____ WA 
- '7 

well driller unknown 

3) Type of well: 

_Drilled: _ rotary' ~' bor-ed _,_. cable (percussIon)' _ Dug 

Other: _ springes) _ lateral collector (Ranney) l' . 
'J,- • ~ : 

driven _ jetted other: ' " '.' 

Additional comments: 'tJ ot cJ~~·~ 0 y\ \)J eJ \ . c! yo,' Ht.y-s tefort 

4) Well report available? .x YES (attach copy ttl form) _ NO" 

If no well log is availahle. please attach any other records documenting well wnstruction; e.g. boring 
logs, "as built" sheers. engineering reports, well reconstruction logs. 

5) Average pumping rate: 2. 50 G PM (gallons/min) 

Source of information: We \ ! d y " \ k r.s ~ forT: 
If not documented. how was pumping rate determined? ___________ _ 

_ Pumping ratt:! unknown 

6) Is this source treated? YES ..A NO 

If so, what type of treatment: 

d is infection tiltration carbon. tilter _ air stripper other 

Purpose of treatment (describe materials to be removed or controlled by treatment): 
. . :".: ; ~ "';" ':: . 

7) If source is chlorinated, is a chlorine residual maintained: YES NO 

Residual level: (At the point closest to the source.) 

Surv~y'i=~;~ Ve~.2.2 
page:! 
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PART III: Hydrogeologic Information 

I) Depth to top of open interval: [check onej 

_ (less than) 20 ft 20-50 ft 50-10ft ..K 100-200 ft _ (greater than) 200 ft 

information unavailable 

2) Depth to ground water (static water level): 

_ (less than) 20; \ft _)0-59 ft 50-100ft _ (greater tl!an) 100ft 

_ flowing well/spring (artesian) \ \ .• ! ,', i ,'1 

How was water level determined? 

_ well log other: __________________________________________ __ 

_ depth to ground water unknown 

3) If soun:e is a tlowing well or spring, what is the wntining pressure: 

_______ psi (pounds per square inch) 
or 

______ feet above wellhead 

4) If source is a tlowing well or spring, is there a surface impoundment, reservoir, or catchment ,associated 
with this source: YES f:..- NO' ' 

5) Wellhead elevation (height above mean sea level): __ (ft) 

How was elevation determined? _ topographic ~ap _ Drilling/Well Log altimeter 

other: 

information unavailable 

6) Contining layers: (This can be completed only for those sources with a drilling log, well log 9r geologic 
report describing subsurface conditions. PI~ase refer to assistance package for example.) 

L evidence of a contining layer in well log 

no evidence of a confining layer in well log 

If there is evidence of a contining layer. is the depth to ground water more than 20 feet ,above the 
bottom of the lowest confining layer? YES NO 

information unavailable 

Survey Form Ver. 2.2 
page 3 
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7) San i (ary s~(bal:k: 

_ (less than) ,100 ft* _ 100-120 ft _ 120-2oo,ft X (greater than) 200 ft 
* if less than 100 ft describe the site conditions: 

. ~. 

8) Wellhead wnstruction: 

wellhead enclosed in a wellhouse ' 

l:ontrolled access (describe): _________________ _ 

o(h~r uses for weIlhouse (describe): _______________ _ 

A no wellh~ad control 

9) Surface seal: 
18 ft 

(less than) 18ft (no Department of Ecology approval) 

_ (less than) 18 ft (Approved by Ecology. include documentation) 

_ (greater ,~han) I g. ft 

X depth of seal unknown 

no surfal:~ seal 

10) Annual rainfall (inches per year): 

_ (less than) 10 iri/yr 

", 

'-

_ 10-25 in/yr .x (greater than) 25 inlyr 

Survey Form Ver, 2.2 
page 4 
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PART IV: Mapping Your Ground Water Resource 

I) Annual volume of water pumped: (gallons) 

How was this determined? 

meter ~oo~?d/C(Jf\~ (4 Conn) (365 dCU;~Ir-)=A()(\LLcJ volv~ 
1.. estimated: $- pumping rate ( 53&;, 000 

I i 

_ pump capacity ( ) 

other: ______________________________________ __ 

2) "Calculated Fixed Radius" estimate of ground water movement: 
(see Instruction Packet) 

6 month ground water travel time : 'jJO 

I year ground water travel time : 440 
5 year ground water travel time: ~80 

10 year ground water travel time: J3Qo 

Information available on length of screened/open interval? 

1- YES NO 

I 

(ft) 

(ft) 

(ft) 

(ft) 

Length of screened/open interval: 10 (ft) 
\ 

3) Is there a river, lake, pond, stream, or other obvious surface water body within the 6 month time of travel 
boundary? YES ..Y::,.. NO (mark and identify on map). 

4) Is there a stormwater and/or wastewater facility, treatment lagoon, or holding pond located within the 6 
month time of travel houndary? YES..x NO (mark and identify on map). 

Comments: --------------------------------------------------

Survey Form Ver. 2.2 
page 5 
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PART V: Assessment of Water Quality 

I) Regional sources of risk to ground water: 

Please indicate if any of the following are present within a circular area around your water source 
having a radius up to and including the five year ground water travel time: 

likely pesticide application 

stormwater injection wells 

other injection wells 

abandoned ground water well 

landfills, dumps, disposal areas 

known hazardous materials clean-up site 

water system(s) with known qual ity prohlems 

population density (greater than) I house/acre 

residences communly have septk tanks 

Wastewater treatment lagoon~ 

sites used for land application of waste 

6 month I year 5 year unknown 

Mark and identify un map any lit' the risks listed above which are located within the 6 month time of 
travel houndary? (Please incLude a map of lhe wellhead and lime of traver areas with lhis form. 
Plet.J.se Loet.J.le and mark any of lhe followi"ng.) 

If other recorded or potential sources of ground water contamination exist within the ten year time of 
travel circular zone around your water supply, pl~e describe: 

\. 

Survey Form Ver. 2.2 
page 6 



3) Is the soun;e located in an aquifer with a high hurizontal tlow rate? (These can include suurces lucated un 
.. r--\ tlood plains of large rivers, artesian wells with high water pressure, and/or shallow flowing wells and 

springs.) 

/~, 

,.----., 

YES L NO 

4) Are there' other high capacity wells (agricultural, municipal and/or industrial) located within the CFRs? 

a) Presence of ground water extraction wells removing more than approximately 500 gal/min within ... 

6 month travel time 

6 month-1 year travel time 

1-5 year travel time 

5-10 year travel time 

YES NO 

'f.. 

X 

x. 
.L 

unknown 

b) Presence of ground water recharge wells (dry wells) or heavy irrigation within ... 

1 year travel time 

1-5 year travel time 

5-10 year travel time 

YES NO 

L 
1-
:t 

unknown 

Please identify or describe additional hydrologic or geographic conditions that you believe may affect the 
shape of the zone of contribution for this source. Where possible, reference them to locations on the map 
produced in Part IV. 

N. (7'(\e. V IS i b t~ .. 

Survey Form Ver. 2.2 
page 9 
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Suggestions and Comments 

Did you attend one of the susceptibility workshops? YES :{ NO 

Did you find it useful? YES NO 

Did you seek outside assistance to complete the assessment? YES NO 

This form and instruction pack'et are still in the process of development. Your comments, suggestions and 
questions will help us upgrade and improve this assessment form. If you found particular sections 
confusing or problematic please let us know. How could this susceptibility assessment be improved or 
made clearer? Did the instruction package help you find the information needed to complete the 
assessment? How much time did it take you to complete the form? Were you able to complete the 
assessment without additional/outside expertise? Do you feel the assessment was valuable as a learning 
experience? Any other comments or constructive criticisms you have would be appreciated. 

I did 1\JClt- re.ce.iv:e- -t& is bY'",", IJ Jl..b') ~erj 

at t="eb'n . .(o rV. ,_J'115. 
I /. 

It, > ;'5 art ~ +1'€/Y\L{~ S ~,.f omaC/d 
/ 

+0 Cfnt ~ Ct. te t& i5 -h, 1'1>1 -

Survey Form Ver. 2.2 
page 10 
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2) Source specitic water quality records: 

Please indicate the occurrence of any test results since 1986 that meet the following conditions: 
(Unless listed on assessment, MCLs are listed in assistance package.) 

A. Nitrate: (Nitrate MCL = 10 mg/l ) 

Results greater than MCL 

(less than) 2 mg/liter nitrate 

2-5 mglliter nitrate 

(greater than) 5 mglliter nitrate 

Nitrate sampling records unavailable 

B. VOCs: (VOC detection level 0.5 ug/l or 0.0005 mg/I.) 

Results greater than MCl or SAL 

vacs detected at least once 

vac test performed but never detected 

vac sampling records unavailable 

C. EDB/DBCP: 

(EDB MCl = 0.05 ug/l or 0.00005 mg/1. DBCP MCl = 0.2 ug/l or 0.0002 mg/\.) 

EDB/DBCP detected below MCl at least once 

EDB/DBCP detected above MCl at least once 

EDB/DBCP never detected 

EDB/DBCP tests required but not yet completed 

EDB/DBCP tests not required 

D. Other SOCs (pesticides and other synthetic organic chemicals): 

Other SOCs detected 

Other SOC tests performed hut none detected * 
Other SOC tests not performed 

YES 

SAm?LE 
h a...s bee.yy 
Co r kcte..d· WQ'I::":fI-~ 
C/Y'. re su..I +5, 

YES 

x 

YES 

L 

YES 

*If any" SOCs in addition to EDB/DBCP were detected, please identify and date. If other SOC tests were 

performed, but no SOCs detected, list test methods here: _______________ _ 

Survey Form V er. 2.2 
page 7 
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E. B.a~teriaJ contamination: YES 

Any bacterial detection(s) in the past 1 years in samples taken from the 
source (not distrihution sampling records). A-
Has source (in past 3 years) had a bacteriological contamination problem 
found in distribution samples that was attributed to the source . 

. Source sampling records for bacteria unavailable 

Part Vl: Geographic' or Hydrologic Factors Contributing to a 
Non-Circular Zone of Contribution 

The following questions will help identify those ground water systems which may not be accurately 
represented by the calculated fixed radius (CFR) method described in Part IV. For these sources, the 
CFR areas should be used as a preliminary delineation of the critical time of travel zones for that 
sourl:e. As a system develops its Wellhead Protection Plan for theses sources, a more detailed 
delineation method should he considered. . 

J )Js there t:!videnl:t:! of ohvious hydrologk houndaries within the 10 year time of travel zone of the CFR? 
(Dues the largest circle t:!xtend llver a strt:!am, rivt:!r, lake, .up a steep hillside, and/or over a mountain or 
ridgt:!?) , 

X YES NO 

Dt:!scriht:! with refert:!nl:t:!s to map pruduct:!d in Part TV: 

2) Aquifer Material: 

A) Does the drilling log, well log or other geologk/engineering reports identity that the well is 
IOl:ated in an area where the underground wnditions are identified as fractured rock and/or basalt 
terrain? 

YES ~ NO 

By Does the drilling log, well log or other geologic/engineering reports indicate that the well is 
located in an area where the underground conditions are primarily identified as coarse sand and 
gravel? 

YES' ~ NO 

Survey Form Ver. 2.2 
page 8 
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"/c:7~r #:! 
TelepboDe 

.04._ .. .,., 

c~ 
,'En,ineer" 746 -0519 

-'! Richard L. Heintze, P.E,., L.S. 
(~ 

.~ 

" 

;~ 

Registered Civil Engineer - Land Surveyor 

~""INTER.LAKE ~~9£IATES '~ 
7J'\ ~.J..:14846 S~E;' 50th-St:;'~:'~:' 

" Bellevue;' Washi~giong8006 

~()fr:. Robert Sullivan, 'ITesident 
;;:':'Eclic)'Glen Water Co. 

P.O. Box 33 
Gorst, Wash. 98337 

!I.e: Gesell Water System, lJaple Valley 
D.S.H.S. I.D. 27510 D, Class 2 

Dear Sir: 

~tApriJ. 6, 1988 " ......... ' .. ~ ... 
(! 

"Recently your ,associate Mr. Rock Caley requested that I submit a 
report to you on the c<:!.?acity of'the subject water system. l:!r. Caley' y;as 
ar.are thtlt I had pbysically measu...-ed and analJ~ed ;'1 J1lI1e 1987 for 38 services. 
The well output r.as obtained''f'rom pu.up tests made by Valle? Pump, Auburn, 
phone Ho. 939-8008. : 

Z.rQ 
The '\"Tell test indicated a Y'ield of ~ G.p .U. or 86,.400 G.P .D. if 

punped continuously. Per D.S.H.S. standards of 800 G.P.D., this source could 
support 108 services. 

Storage facilities consisted of a covered concrete bo~ and a 
horizontal c:rlindrical steel tank. The concrete box at the tiDe had a level 
control that cut-out the well pump at a d~pth of 7.1 feet or 21,402 gallons. 
The steel storage tanl: at the time was not', in use but has a capacity of 
6,200 gallons. Thus total available storage is 27,602 gallons. 

Total required storage per D.S.H.S. standards requires 600 gallons/ 
service standby plus equali~ing storage which is based on a D.S.H.S. forDUla 
a.'"ld maximum instantaneous de:c.a..'"ld. 

For 38 Services: Required Standby Storage is 22,800 gallons 
" Equalizing" is 4,350 gallons 

Total Required Stora;e is 27,150 gallons 

For 39 Se'i-vices: Required Standby Storage is 23,400 gallons 

" Equalizing " is 4,650 gallons 
Total Required Storage is 28,050 gallons 

-= 
For 40 Services: Required Sta~dby Storage is 24,000 gallons 

II EqualiZing " is 4,950 gallons 

Total Required Storage is 28,950'gallons 
-

Available Storage is •.•••••••••••••••••••••• 27,602 gallons 

• 
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llro Robert Sullivan, 
Echo Glen Water Co. 
April 6, 1988 
Page Trro 

President 

Storage Deficiency: 

.,' 

38 Services 
39 Services 
40 Services 

••••••••••• 

••••••••••• ........... 
None 
448 gallons 

1348 gallons 

Storage nay be increased slightly by raising the cut-off level control 
in ~~e concrete box tank. Each foot of depth contains 3,014 gallons which is 
25l"gallons per inch. Thus, raising the level 2 inches gives an additional 

-~ 

502 gallons and raising it 6 inches gives an additional 1,500 gallons. ~:...Ho1rever; . 
good.:.t.ank~ design··requires··Ieann~(a.bout 1:0· 'foot· cit~·:tre·e· board to reduc~"G.oveFnow{: ~ 
'd~~O"'~ou:tence"'W:ne'n;:tanlC"'i'E( ri.l':l:ii1g ~ t Jo.'. ,._'. • . 
• • • - ..... :0. •••••.• ' ••• ~ .•. " .' • • • • • . 

Since the top of the adjacent horizontal steel tank may be slightly 
below the 'full level of the concrete box tank, it will overfloTr before the latter 
is full. This may be rectified by either raisine the supports of the steel tank 
or by installing a Bob valv.e in the top of the filler pipe. This valve is 
si.."'lilar to the float valve in a toilet tank. 

Before putting the stee,l ta..?1.k back into service, it would be advisable 
to flush it out k~th a strong c~~orL~e solution and subnit bacterial water 
sa~les to the Health Dept. 

Service pressure is maintaL~ed by a continuously running boost pump 
that delivers 100 P.S.I. at the pump house and about 60 P.S.I. at the highest 
lot. These pressures 17ere checked by gage personally. A standby boost pu..rrtp 
can be put L~to service i~ediately. 

R.IE/nlh 

cc: :;.:r. Batra, P.E. 
Dept. Social & Health Services 
Water Supply Section 

Sincerely, 

RICHAPJ) L. HRr·ITZE, P.E., L.S. 
DITE?J..AKL ASSOCli.TES 

,./? '/"-:J /:_: "~ l( -.:> .~(:_~.v~, 
;/ ' ... ""\., :.:... ... ::-7" 

Po. L. Heint~e 
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EVERGREEN DRILLING 
15407 ll:l~ - "2nd AVENUE !lOUTH 

CH 2·9212 

SEAryU, WASH. 98188, Au-.;ust....l.L 196.0.. 

M Gesell EnterQtisee, Inc. 

RL ~, Eo"! 1090, Maple velle", Wash. 

LOb on 'dell Drtlled at Ma,:;le Valley 
o - 8 'l'op Soil & Rocks 
8 - 22 Gravel & Grey Clny 

22 - 27 Sandy clay, 
27 - 31 '1'111 
31 Seepage 
31 - 70 Till 
70 - 95 Dry Bro'NIl Sen d 
95 - IuO Seepage 

100 - 103 Silty Blue Clay 
1;",3 - 117 Till 
117 - 135 Lenses of Sand & C18y(wate~ bearinf) 
135 -.152 Sand &. Gravel, loose (W8 tl1!'be~'r1ng 
152 - 159 Clay 

lot af '.0: 5 Stainless Str-el Screen installed 
Test p~ped 250 ~~m 
10' af drawdown in 4 nrs, o 'mylete reeoTery 
in one minute. 

.\.!: ... Jr. 
:--':-r~~ 

~ 

I 
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MAR - 31994 

T~ Laboratories, Inc. 
940 South Harney St., Seattle, WA 98108 (206) 767-5060 FAX 767-5063 

WASHINGTON WATER 
SUPPLY 

Olemisny. Micrd:>idao. an:fTe::hnicaISe1vkEs 

CLIENT: Washington Water Supply, Inc. 
12608 E Marginal Way South 
Seattle, WA 98168 

ATTN Tony Mole 

Work 10 524.2 Analysis 
Taken By Client 
Transported by: Hand Delivered 
Typ'e Water 

SAMPLE IDENTIFICATION: 

Sample 
DescriPtion 

01 Booster Pump House Faucet 

GENERAL COMMENTS ON VOLATILE ORGANICS TICs: 

Certificate of Analysis 
Work Order# : 94-02-744 
DATE RECEIVED : 02/22/94 
DATE OF REPORT: 02/28/94 

Collection 
Date 

02/22/94 

V{#fI 
Tentatively Identified Compounds, or TICs, are reported on a separate page 
if you requested this additional analytical work or if a regulatory agency 
requires that TICs be reported. (For instance, ·~he State of Washingtion 
requires TIC reporting for all official 524.2 analyses,) In the heading 
information on the TIC report, the number of tentatively identified compounds 
found is noted. If no TICs were found, the report will say so and there will be 
no further information on the report. If TICs were found, they' will be listed 
and an estimated concentration will be shown for each. 

FLAGGING: 

The flag "U"' indicates the analyte of interelst was not detected, to the limit of 
detection indicated. 

:~ 

<8 This raport is submittad for the excfusive use of the person. partnership. or corporation to whom It is addressed. Subsequent use of the name of this company or any 
member of Its staff in connection With the advertising or sale of any product or process will be granted only on contract. This company accepts no responsibility except 
for the due parlonnance of inspection and/or analysis in good faith and according to the rules of the trade and of science. 
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T~ Laboratories, Inc. 
940 South Harney St., Seattle, WA 98108 (206) 767-5060 FAX 767-5063 

01emistry. Mic:J:dJioIao. arrlTErlmicaISeIVices 

CLIENT Washington Water Supply, Inc. Certificate of Analysis 

Work Order# 94-02-744 

Unless otherwise instructed all samples will be discarded on 04/14/94 

Respectfully submitted, 
Laucks Testing Laboratories, Inc. 

~;::,~~ 
. ....-,,\ 

('\ 

This report is submitted lor the exclusive use of the person, partnership, or corporation to whom ills addressed. Subsequent use of the name of this company or any 
member of ns staff in connection wnh the advertising or sale of any product or process will be granted only on contract. This company accepts no responsibility excapt 
for the due performance of inspection and/or analysis in good fanh and according to the rules of the trade and of science. 
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r~ Laboratories, Inc. 
940 South Harney St., Seattle,WA 98108 (206) 767-5060 FAX 767-5063 

C1lemistry.~. arrlTed1nicaISavia:s 
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• 

VOLATILE ORGANIC CHEMICAL REPORT 

Results of Analysis by EPA Method 524.2 
Measurement of PUrgeable Organic Compounds in Water by Capillary Column 

Gas Chromatography/Mass Spectrometry 

Send Report To: Washington Water supply, Inc. 
12608 E Marginal Way South 
Seattle, WA 98168 

COUNTY King 
SYSTEM NAME Echo Glenn LABORATORY NO. 
SYSTEM ID NO. 275100 DATA FILE 
DATE COLLECTED 02/22/94 ANALYST 
"cATE ANALYZED 02/23/94 DATE OF REPORT 

08116508 

KNG 
02/28/94 

SOURCE NUMBER S01 SUPERVISOR'S INITIALS JBR 
SOURCE TYPE Well LTL # 9402744-01A 

Regulated Compounds· 

EPA Code NAME OF COMPOUND ... MCl (ug/l) ...... Amount (ug/l) 

2976 VINYL CHLORIDE 2 ND 
2977 1,1-DICHLOROETHYLENE 7 NO 
2981 1,1,1-TRICHLOROETHANE 200 NO 
2982 CARBON TETRACHLORIDE 5 NO 
2990 BENZENE 5 ND 
2980 1,2-0ICHLOROETHANE 5 NO 
2984 TRICHLOROETHYLENE 5 NO 
2969 P-DICHLOROBENZENE 75 NO 
2979 T-1,2-0ICHLOROETHYLENE 100 NO 
2380 CIS-1,2-0ICHLOROETHYLENE 70 ND 

. 2983 1,2-0ICHLOROPROPANE 5 ND 
2991 TOLUENE 1000 NO 
2987 TETRACHLOROETHYLENE 5 ND 
2989 CHLOROBENZENE 100 ND 
2992 ETHYL BENZENE 700 NO 

... Maximum Contaminant level 

...... NOTE: ND indicates that the true concentration is 
less than the method detection limit of 0.5 ug/L. 

(page 1 of 3) 

This report is submitted for the exclusive use of the person, partnership, or corporation to whom it is addressed. Subsequent use of the name of this company or any 
mamber of its staff in connection with the advertising or sele of any product or process will be granted only on contract. This company accepts no responsibility except 
for the due performance of inspection and/or analysis in good faJlh and according to the rules of the trade and of science. 
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Results of Analysis by EPA Method 524.2 (continued) 

LABORATORY NO. 08116508 
DATA FILE 

Regulated Compounds (continued) 

EPA Co~ NAME OF COMPOUND * MCl (us/L) 

2995 M/P-XYLENE (total xylene MCL=10000) 
2997 O-XYLENE (total xylene MCL=10000) 
2996 STYRENE 100 
2968 0-0 ICHLOROBENZENE 600 
2964 METHY'LENE CHLORIDE 5 
2985 1, 1, 2-TRICHLOROETHANE 5 
2378 1,2,4-TRICHLOROBENZENE 70 

Trihalomethanes (THM) 

2941 CHLOROFORM 
2943 BROMOD I CHLOROMETHANE 
2944 CHLORODI BROMOMETHANE 
2942 BROMOFORM 

* Maximum Contaminant level 

** NOTE: NO indicates that the true concentration is 
less than the method detection limit of 0.5 ug/L. 

(page 2 of 3) 

** Amount (us/l) 

NO 
NO 
NO 
NO 
NO 
NO 
NO 

NO 
NO 
NO 
NO 

This report is submitted for the exclusive use of the person, partnership, or corporation to whom It is addressed. Subsequent use of the name of this company or any 
member of its staff in connection with the advertising or sale of any product or process will be granted only on contract. This company accepts no responsibility except 
for the due performance of inspection and/or analysis in QOOd faith and accordino to the rulA~ nf Ih .. Ir"ti .. Anti nf .~;Dn~ 
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Oanistry.MicrdJi0Ia5. arrlTa::hnK:aIServices 

Results of Analysis by EPA Method 524.2 (continued) 

LABORATORY NO. 08116508 
DATA FILE 

Unregulated Compounds 

EPA Code NAME OF COMPOUND 

2210 CHLOROMETHANE 
2214 BROMOMETHANE 
2216 CHLOROETHANE 
2978 1, 1-0ICHLOR~ETHANE 
2416 2,2-0'ICHLOROPROPANE 
2410 1,1-0ICHLOROPROPENE 
2408 OIBROMOMETHANE 
2412 1,3-0ICHLOROPROPANE 
2986 1, 1, 1,2-TETRACHLOROETHANE 
2993 BROMOBENZENE 
2414 1,2,3-TRICHLOROPROPANE 
2988 1,1,2,2-TETRACHLOROETHANE 
2965 O-CHLOROTOLUENE 
2966 P-CHLOROTOLUENE 
2967 M-OICHLOROBENZENE 
2212 OICHLORODIFLUOROMETHANE 
2218 TRICHLOROFLUOROMETHANE 
2430 BROMOCHLOROMETHANE 
2994 ISOPROPYLBENZENE 
2998 N-PROPYLBENZENE 
2424 1,3,S-TRIMETHYLBENZENE 
2426 TERT-BUTYLSENZENE 
2428 SEC-BUTYLBENZENE 
2030 P-ISOPROPYLTOLUENE 
2422 N-BUTYLBENZENE 
2418 1,2,4-TRIMETHYLBENZENE 
2248 NAPHTHALENE 
2246 HEXACHLOROBUTAOIENE 
2420 1,2,3-TRICHLOROBENZENE 
2228 CIS-1,3-0ICHLOROPROPENE 
2224 TRANS-1,3-0ICHLOROPROPENE 

** Amount (Ug/l) 

NO 
NO 
NO 
NO 
NO 
NO 
NO 
NO 
NO 
NO 
NO 
NO 
NO 
NO 
NO 
NO 
NO 
NO 
NO 
NO 
NO 
NO 
NO 
NO 
NO· 

NO 
NO 
NO 
NO 
NO 
NO 

** NOTE: NO indicates that the true concentration is 

~. 
less than the method detection limit of 0.5 ug/L. 

All detected non-THM compounds have been confirmed by reanalysis. 

(page 3 of 3) 

This report is submitted for the exclusive use of the person, partnership, or corporation to whom n is addressed. Subsequent use of the name of this company or any 
member of Its stall In connection with the advertising or sale of any product or process will be granted only on contract. This company accepts no responsibility except 
for the due perlormance of Inspection and/or analysis in good tanh and aocording to the rules ot the trade and of science, 
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REPORT ON SAMPLE: 9402744-0~ 
Client Sample ID: Booster Pump House Faucet 

Date Received 
Test Code 

02/22/94 
TIC_V 

Collection Date 
Test Method 

02/22/94 
524.2 

TENTATIVELY IDENTIFIED VOLATILE COMPOUNDS 

Number of TICs found: 1 Conc Units: UG/L 

CAS Number Compound Name RT Est. Conc 

67641 ACETONE 1. 88 7J 

This report is submitted for the exclusive use of the person, partnership, or corporation to whom it is addressed, Subsequent use of the name of this company or any 
member of its staff In connection with the advertising or sale of any product or process will be grantad only on contract. This company accepts no responsibility except 
tor the due performance of Inspection andloMinalysi8 In good faith and according to the rules of the trade and of science. 
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APPENDIX 

Method Blank Report 

/--, 

~. 

This report is submitted for the exclusive USB of the person, partnership, or corporation to whom it Is addressed. Subsequent use of the name of this company or any 
member of its staff in connection with the advertising or sale of any product or process will be granted only on contract. This company accepts no responsibility except 
fnt'thA "'11l1li I"I.OrinrYftCl.~ ",f i,,~~il'V'lo e"""I ..... .......... &.._~ .. 1 ___ ....... , ... : .... __ .... ___ 1 __ .. _ ..... __ .1_- _I. ...... - .. __ .... - ---' -~ - _.-
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Qual ity Control Report 
Method Blanks for Work Order 9402744 

Blank Name Samples Verified Test Descrietion Result Units 
B022394_MVO_IJ02 Vinyl chloride 0.50 U ug/L 

','-Dichloroethylene 0.50 U 
',','-Trichloroethane 0.50 U 
Carbon tetrachloride 0.50 U 
Benzene 0.50 U 
',2-Dichloroethane 0.50 U 
Trichloroethylene 0.50 U 
p-Dichlorobenzene 0.50 U 
Chloromethane 0.50 U 
Bromomethane 0.50 U 
Chloroethane 0.50 U 
Methylene chloride 0.50 U 

/'~' trans-',2-Dichloroethylene 0.50 U 
" '-Dichloroethane 0.50 U 
2,2-Dichloropropane 0.50 U 
cis-',2-Dichloroethylene 0.50 U 
','-Dichloropropene 0.50 U 
',2-Dichloropropane 0.50 U 
o i bromom.eth ane 0.50 U 
Toluene 0.50 U 
',',2-Trichloroethane 0.50 U 
Tetrachloroethylene 0.50 U 
',3-Dichloropropane 0.50 U 
Chlorobenzene 0.50 U 
',',',2-Tetrachloroethane 0.50 U 
Ethyl benzene 0.50 U 
m/p-Xylene 0.50 U 
o-Xylene 0.50 U 
Styrene 0.50 U 
Bromobenzene 0.50 U 

A method blank can validate more than one analyte on more than one work order. The method blanks in this report may 
validate analytes not determined on this work order, but nonetheless determined in the associated blank. 

Control 

..-l:.i!!ti.! 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
2.5 

0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 

Because they validate more than one work order, method blank results are not always reported. in the same concentration 
units or to the same detection limits that are used for sample results. 

~, 

* = blank exceeds control limit 

This report is submitted for the exclusive use of the person. partnership. or corporation to whom It is addressed. Subsequent use of the name of this company or any 
mamber of Its staff in connection with the advertising or sale of any product or process will be granted only on contract. This company accepts no responsibility except 
for the due periormance of insoection andlor anBmiR in nntvi f~ith ~nri !:II,.,..",rriinl"t t,.. tha n .I.fto~ .... 1 .h .................... _ ... .d --:----



O1emistry.~.arrlTechnicaI~ 

Quality Control Report 
Method Blanks for ~ork order 9402744 

Control 

.'~' 

Blank Name Samples Verified Test DescriPtion 
1,2,3-Trichloropropane 
1,1,2,2-Tetrachloroethane 
o-Chlorotoluene 
p-Chlorotoluene 
m-Dichlorobenzene 
o-Dichlorobenzene 
Dichlorodifluoromethane 
Trichlorofluoromethane 
Bromochloromethane 
Isopropylbenzene 
n-Propylbenzene 
1,3,5-Trimethylbenzene 
tert-Butylbenzene 
1,2,4-Trimethylbenzene 
sec-Butyl benzene 
p-Isopropyltoluene 
n-Butylbenzene 
1,2,4-Trichlorobenzene 
Naphtha~lene 

Hexachlorobutadiene 
1, 2,3-Trfch lorobenzene 
Chloroform 
Bromodichloromethane 
Chlorodibromomethane 
Bromoform 
t-1,3-Dichloropropene 
cis-l,3-dichloropropene 

Result Units 
D.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 
0.50 U 

A method blank can validat~ more than one analyte on more than one work order. The method blanks in this report may 
validate analytes not determined on this work order, but nonetheless determined in the associated blank. 

Because they validate more than one work order, method blank results are not always reporte9 in the same concentration 
units or to the same detection limits that are used for sample results. 

~. * = blank exceeds control limit 

t>. This report is submitted for the exclusive use of the person. partnership. or corporation to whom it is addressed. Subsequent use of the name of this company or any 
member of its staff in connection with the advertising or sale of any product or process will be granted only on contract. This company accepts no responsibility except 
for the due performance of inspection and/or analysis In good faith and according to the rules of the trade and of science. 

Limit 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
0.50 
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Te.sting Laboratories, Inc. 
940 South Harney St, Seattle, WA 98108 (206) 767-5060 FAX (206) 767-5063 

Chemistry, Microbiolazy, and Technical Services 

REPORT ON SAMPLE: 9412736·01 
Client Sample ID: 27510D EC;HO 

Date Received 12/22/94 Collectipn D~te 12/22/94 
'.' 

-,' 

Test MCL Results Units 

Antimony 0.006 < 0.0050 mg/L 
Arsenic 0.05 < 0.010 mg/L 
Barium 2.0 < 0.1 mg/L 
Beryllium 0.004 < 0.0020 mg/L 
Cadmium 0.005 < 0.0020 mg/L 
Chromium 0.1 < 0.01 mg/L 
Copper 1.0* < 0.02 mg/L 
Iron 0.3 < 0.05 mg/L 

/~ Lead 0.05* 0.002 mg/L 

/~ 

< 
Manganese 0.05 < 0.010 mg/L 
Mercury 0.002 < 0.0005 mg/L 
Nickel 0.1 < 0.040 mg/L 
Selenium 0.05 < 0.005 mg/L 
Silver 0.1 < 0.010 mg/L 
Sodium 7 mg/L 
Thallium 0.002 < 0.001 mg/L 
Zinc 5.0 < 0.05 mg/L 
Hardness 74 mg/L, as CaC03 
Conductivity 700 170 Micromhos/cm, 25°C 
Turbidity 1.0 0.4 NTU 
Color 15.0 < 5.0 Color Units 
Chloride 250 < 20 mg/L 
Cyanide 0.2 < 0.100 mg/L 
Fluoride 2.0 < 0.5 mg/L 
Nitrate ;1.0.0 2.6 mg/L 
Nitrite 1.0 < 0.5 mg/L 
Sulfate 250 < 10 mg/L 

MCL = Maximum Contamination Level established for drinking water under 
current EPA and State of Washington regulations. No MCL has been 
established for hardness or sodium, although 20 mg/L is a recommended 
MCL for sodium. 

* = This is the Washington State MCL. Federal action levels are 0.015 
mg/L for ,lead and 1.3 mg/L for copper. 

This report is submitted for the exclusive use of the person, partnership, or corporation to whom It is addressed. Subsequent use of the name of this company or any 
member of Its staff in connection with the advertising or sale of any product or process will be granted only on contract. This company eccepts no responsibility except 
for the due perfonnance of inspection and/or analysis In aood faith and accordino to the rules of the trAde and of .",; .. """ 
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STATE OF WASHINGTON 

DEPARTMENT OF HEALTH 
DIVISION OF DRINKING WATER 

Airdustrial Center, Bldg. 3 • P.O. Box 47822 • Olympia, Washington 98504·7822 

June 30, 1995 

Dear Water System Manager: 

This package of information includes the rating of your Ground Water Contamination 
Susceptibility Assessment Survey(s). If you submitted survey~ for additional·sources that are 
not listed, they will be. rated and sent to you in a separate mailing. 

Also enclosed is: 

1) Information on your monitoring requirements for the Volatile Organic Chemicals 
(VOC) for the 1993-1995'compliance period. 

2) A Fact Sheet that introduces the Area Waiver for Synthetic Organic Compounds 
(SOC) for sources that do not receive a Susceptibility Waiver. More information on 
SOC monitoring requirements and the Area Waiver for this compliance period will 
be sent to you within the next two weeks. You have the option to apply for this 
waiver or proceed with the required monitoring. 

3) An invoice for a fee of $75.00 per source which covers the cost incurred, to date, by 
DOH in reviewing, rating and computerizing the Susceptibility Survey formes) .listed. 
Please send a check and the invoice to the address on the invoice within 30 days. 

Please note that if any of your sources received a susceptibility rating qf "low", you have 
been granted a Susceptibility 'Waiver for the'19>3 - 1995' compliance period for that source, 
and do not need to proceed any further with the Area Waiver option. Please read over the 
enclosed information carefullY'and keep it in your rlles. Call your DOH Regional Office
if you should have any questions. 

Sincerely, 

~.Q~ 
(J Ginny&ern . 

Hydrogeologist 

·Southwest Regional Office: Belle Fuchs (360) 586-5179, Vinnie Wright (360) 664-2203 
Northwest Regional Office: Steve Hulsman (206) 464-7962, Jim Phillips (206) 464-6543 
Eastern Regional Office: Brian Talbott (509) 456-2797 

~.~.~.-....• o 
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Division of Drinking Water Invoice # N~ 

To: 

INVOICE 
SUSCEPTIBILITY I USE WAIVER REVIEW 

PUBLIC WATER SYSTEM NUMBER: 275100 

ECHO GLEN WATER SYSTEM 
12608 E. MARGINAL WAY SOUTH VENDOR -#a U0 

31435 

JOB =#= ---:::;;----

A:C::CT.:If __ 1_\lD ." O\\a 
SEATTLE WA 98168 

I 

DATE DESCRIPTION AMOUNT 

06/30/95 Susceptibility Assessment Review Fee. -~~ 
@ $ 7 5 . 00 per source. For sources: . \.i I .\ •• "" 

27510D sOl susceptibili"ty Rating\Y\~ 

Total: $75.00 

Make check or money order payable to Department of Health. Tear off lower portion and send payment and lower portIon 
wIthIn 30 days to: 

Division of Drinking Water 
Susceptibility fUse Waiver Review 

PNS 10 I PHS NAME 

DEPARTMENT OF HEALTH 
PO BOX 1099 
OLYMPIA WA 98507·1099 

275'J.QD ECHO GLEN WATER SYSTEM 
~URCEIO(S) 

,. 

INVOICE II N~ 31435 1 INVOICE DATE 

06.130l95 
AMOUNT $75.00 

..,.. 

DOH 71<HllO(l0/21194) 

DEPARTMENT OF HEALTH 

REVENUE SECTION 
PO BOX 1099 
OLYMPIA WA 98507.1099 

1f 0420241070 01667 
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1995 Fee Stmcture For Area Waiver.s 
(Per Source) 

-
Population Served Waiver Fee 

0-300 $325 

301 -1,000 $490 

1,001 - 5,000 $825 

5,001 OR MORE $995 

. ,e 

I 

As directed by the Legislature, fees for an Area Waive,. have been developed in order to 
recover only th~ costs of developing and implementing the Area Waiver Program. The 
Legislature also directed that the fee structure be set according to system size. The 
above chart outlines fees charged for an initial Area Waiver. Renewal fees will be 
considerably less . 

SOC Testing Requirements Without an Area Waiver 
Four Quarters IPer source 

Analvtical Method Price (gr 1 QE.arter* Price (gr 4 QE.arters 

515.1 (HERBICIDES) $150.00· $600.00 

525.2 (PESTICIDES) $225.00· $900.00 , ..... ~<:. 
v. 

$600.00": . 531.1 (CARBAMA1ES) $150.00· 

547 (GLYPHOSA1E) . $150.00· .. · . $600.00 . . ...... 

549. (DIQUAT). $150.00· .. "." : .. ";':./..': . . $6oO.00:;::~:<.>. 

,." :~'.";:"';""'.,' "TOTAL I '.' $825.00* .' ., SJ3OO.00f,~;:'r~ 
• This is an average of the fees charged by the labs certified to perform the analytical methOd. Individual method 
prices may vary depending on which lab you uSe. . ' . 

. ' ' .. 

" 

You may choose to do this monitoring rather than take advantage of the Area Waiver. 
Each source that does NOT receive a waiver must complete all of the tests listed above 
for 4 quarters before December 31, 1995. 

... 
.• J . 
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What is the Area Waiver? 
The Area Waiver is a waiver option developed by DOH to grant waivers to water ,systems that received 
a susceptibility rating of moderate or high risk though the Susceptibility Assessment program. These 
systems are not eligible for a Susceptibility Waiver and must apply for an Area Waiver or complete 4 
quarters of SOC (pesticides) testing by December 31, 1995. 

Did I waste my time filling out the Ground Water Susceptibility Assessment Survey since I didn't get 
a Susceptibility Waiver? ' 
No. The Assessment Survey is required for the Area Waiver too. 

Why wouldn't I want t'o do the testing? 
The Federal Safe Drinking Water Act requires public water supply sources to do 
4 quarters of SOC testing before December 31, 1995 UNLESS they receive a monitoring waiver from 
the state. The list of SOC's is long and there is not a single analytical method that tests for all of them. It 
takes 5 different analytical methods to test for all of them. These tests are expensive and could cost as 
much as $825 per quarter for every source. 

How do I get an Area Waiver? 
Y Oll will be receiving detailed information in the mail soon telling you how to apply for a waiver. This 
information will also tell you how your system will benefit from the Area Waiver. 

Does an Area Waiver cover my entire system or do I have to get one/or every source? 
Just like the Susceptibility Waiver, you must apply for an Area Waiver for each source. 

How much does the Area Waiver cost? 
The fee for the Area Waiver is based upon the size of the system (number of people served). The 
smaller the system the smaller, the fee. The fee structur~is listed on the back side. . ... 

- " .~.~~~:.;~:::,:~.:~.::_,~ ... :.;~:'-: - .- - :,,1 ', ..... ~,:.~_~.~ -i .. , , .. ...;,: __ .. :. ... "., . . . . . 

Why do ihave~'io paYlor thisWaiver?:"- ."". " " _ 
Thiswaiver origimitedfrom a pieceoflegislatioli; 2SHB4616, enacted by the 1994 Washington State 
Le~slatUre" This'bilfdiTected DOH to develop~aj¥ater qualiti4ata base and process for granting ; 
waivers to the sources not eligible for a Susceptibility Waiver. The'I~e~shlture felt that the sources that. 
benefited from thi~ special project should be the only ones to pay for it In order to do the project, DOH 

. was given a short term loan that they must pay back during 1995. DOH was directed to recover the 
costs of the project through the Area Waiver fees. 

OVER -+ 
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SUScEPtmILITY· RATING 

",.::t~c;r~~tll~li?':" . . ......... '~.' .. ", 
TlJ.e following source(s) is/are rated asino.derate or high sUsceptibility andbave NOT:,: 
been granted a SusceptibilitY., Waiver, fot~thetic organiccompotinds (SOC's). However,' 

~"".' -.. ,': -. "..... .... ...., ..•. -..... ·'" •. -:~i····~~~.·. . ":, .. -. ". """:,,. .. ' .' • . . .. ..- .. ' .; 

this'sourc.e canstill gaUt~()C~()~t()rfug.reliefwiili: anAi.ea Waiver. Detailed information 
• " .•• ¥ .•.. ,}. ~., '., .•.•...•..• ,,~ ..• '.' •. ~.~ ..• , .... , •• J .. " ... ' .•• ,j .... ~ .......... '-.••••. n.' .~ •• "- ..••. ;. ............. ~I.;~. '., .••. ' , .. , ....... . 

aboutthe Area Waiver5yillbe :_.(;d.-to:ypu:~()ng·With a list of the)nonitoring/:: 
""'~'iliementS tbat.Wi1lb<{f(;qUired 'if.YbJ"ao~~o~~ge(an·Af~:·. n1~1~:~~ 

VOLATILE ORGANIC CHEMICAL (VOC) 
MONITORING REQUIREMENTS FOR THE 

1993 -1995 COMPLIANCE PERIOD 

No additional VOC samples are required this compliance period .. 
. ,. ~'"' '. " ...... .' ~ .,'.:'::: ' .. ~"':~':.R~._ .. :.:.,. ..... ~-.:. .. .;~.. '. '.'_.' . 

is required this compliance period ..•. ' .. 
···/<·:·~~·· .. ::~?~i .. ;Z·< ~ . ::.' ". -' .' . :;,L~~;~>~~~;~< :\"'; '.~ ;.,: -~.: : .. 

.: ....•. :: ... 
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STATE OF WASHINGTON 

DEPARTMENT OF HEALTH 
DIVISION OF DRINKING WATER 

RECEIVED 

AUG - 91995 

WASHINGTON WATER 
SUPPLY 

Airdustrial Center, Bldg. 3 • P.O. Box 47822 • Olympia, Washington 98504-7822 
TDD Relay 1-800-833-6388 

August 4, 1995 

Dear Water System Manager: 

In a recent mailing, we notified you that one or more of your sources is rated as moderate or high 
susceptibility and is not eligible for a susceptibility waiver. However, the source(s) is eligible for an Area 
Waiver. If you apply for an Area Waiver, it will decrease or eliminate the amount of SOC monitoring 
you must do and save you money. 

If you decide not to apply for the Area Waiver, you must complete 4 consecutive quarters of SOC 
monitoring. You should know that the full SOC monitoring will cost about $3,300 per source for 4 
quarters. The enclosed orange sheet has a complete list of the requirements. 

Enclosed is: 

1. An Area Waiver invoice for $325 for each source. If you want the Area Waiver, return the invoice 
with full payment. When DOH gets your payment, a waiver will be issued and written proof sent to you 
for your files. No waiver will be issued until payment is received. Please send your payment within 
thirty (30) days of the date of the invoice. Please note that the foe for an Area Waiver will increase to 
$525 after September 30, 1995. 

2. A blue sheet that has your Area Waiver Vulnerability rating on it. This rating has been used to 
detennine your monitoring requirements, if any, under the Area Waiver. These are shown on the blue 
sheet under "Test Methods Required". (The cost of this monitoring is in addition to the cost of the Area 
Waiver.) On the back is an explanation of the risk code. 

3. An orange sheet that tells you how an Area Waiver can save you money. 

Please read'the enclosed information carefully. Remember, until you are issued a waiver, the sources 
listed on the invoice are required to do 4 quarters of SOC monitoring before December 31, 1995. To get an 
Area Waiver, send the invoice and payment to DOH at the address listed on the invoice. The fee covers 
only the cost of the Area Waiver. If you have any questions, please call your DOH Regional Office (listed 
below). /~ . ' 

l·,~· Sincerely, \\ }" . U 1 . , \ ,).'\ I'" f '- -'-
.;.> v,. .... t ~'iw<-"'l f'~A. ____ 

/1 ~. ----!} . V Gmn Stem 
Hydrogeologist 

Southwest Regional Office: Belle Fuchs (360) 586-5179 
Northwest Regional Office: Steve Hulsman (206) 464-7962 
Eastern Regional Office: Scott Fink (509) 456-2475 
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Division of Drinking Water 

INVOICE 
Groundwate,r Monitoring Waiver 

~ 

PUBLIC WATER SYSTEM NUMBER: 275100 

To: 

DATE 

ECHO GLEN WATER SYSTEM 
12608 E. MARGINAL WAY SOUTH 

SEATTLE WA 98168 

DESCRIPTION AMOUNT 

08/04/95 AREA WAIVER FEE @ $325.00 PER SOURCE 

27510D Source: 1 

TOTAL DUE: $325.00 

--.---~~-.------------ ------ - ---- --- --- --------

Make check or money order payable to Department of Health. Tear off lower portion and send payment and lower portion 
within 30 days to: 

Division of Drinking Water 
Groundwater Monitoring Waiver 

PNS 10 I PNS NAME 

DEPARTMENT OF HEALTH 
PO BOX 1099 
OLYMPIA WA 98507·1099 

. ,275100, ECHO GLEN WATER SYSTEM 
'SOURCE IO(S) 

AMOUNT 
$325.00 

~. 

DOH 33 Hl39 (7/20194) 

DEPARTMENT OF HEALTH 
REVENUE SECTION 
PO'BOX 1099 
OLYMPIA' WA 98507·1099 

1F 0420245010 D16~h 
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Area Waiver. Vulnerability ·Risk Code 
An explanation of the J(ulnerability .Risk Code is on the hack. 

BJCf5 

System # 275100 System Name ECHO GLEN WATER SYSTEM 

Source # Risk Code Vulnerability Rating '., Test.Methods Required. . . . 
I, _ •. " •. . .' With the Area Waiver .. ... ~. . .. '.:." ," 

.. . 

&9 
, 

1 2001 
..... , ... 

~ L 
/ 

, . .. 
7:'! 

....-;<~ -- .' 

-. 

~ 

" 

~.--- ------ ---- --- ----- -----

Sources rated as Low vulnera~iIi~y do not need to do any 
further testing during this compliance period. 

- ., . . . ~.: .;" .. ~~. . .". . . -' 

.... ': ",.,":::-, . ; .. ::-. ::':'~?'f.~:; :~;:'~):'.:' ". ',:. ~.~.',: .!~ ',~" 

~"f;,~rai 
~~'q: .~a. moc 

....... . illl1 
-' ,So.~h~es. rated'as' High.·vulnerabilitY~rnusfdo4.;quartersof' 
-~~~·~.tirgjor the··meth .. 09(S~>l.lst~:~,:·~.~:.§,~'Y~~~~~;;~:;~" ... ,~" .':-::':j:~.'>:>' :.i·· .' '. ' 

~~1 ,~- ~ " 
:: .. 

Save This'lnformation 
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,The 4 Digit, 'Vulnerabi'ity··Risk Code; 
.. .~ ". . ", , ~- '- ',' , . _. f.~ ,:::': t." 

. :,.'.:~ ",:" 
' .. : ,,'~. 

'~'. ~,.~~ .. 

. .. ;~'::. ',; . ~\~t~r. ~'.\:~ ! i.' .~:\):: . 

.. \~y0=}W!~~I~i~:_~""," 
'~ 

The risk wlnerability code is a specific combmationof 4 risk factors that classify the relative degree of risk 
a source has to pesticide contamination. 

<D The first digit represents the geographic location of the source. The Department of Ecology's Water 
Resource Inventory Area map that identifies the state's watersheds was used to establish "areas". An area' 
received a risk code of 0, 1, or 2, depending on the number of detections that occurred in that area during 

/'-. the Area Wide Monitoring.Project. " 

~ The second digit is for land use. This infonnation came from a special map developed by the United 
States Geological Survey. Eighteen land use types that were classified together into three groups: forests, 
,:etIands, and. barren lands. received a risk code of O. Urban settings were given a risk code of 1. 
Agricultural or range lands received a risk code of 2. 

(~ The third digit is for well depth. Stati~cal analysis of all of the wells tested in the Area Wide 
Monitoring Project showed that wells greater than 125 feet deep were at a lower risk to pesticide 
contamination than wells of a lesser depth. Wells deeperthan 125 feet received a risk code of 0 and wells 
125 feet or less have a code of 1. Well depth's were located using DOH's computer records.1fthere was 
no we.ll depth listed for a source it was automatically given a risk code of I. If this is incorrect you must 
supply documentation that shows the depth oCthe well to correct this information • 

. @ The fourth digit shows average nitrate levels. Statistical analysis of the wells in the monitoring 
project showed that wells with an average nitrate level ofless than 2.7 mg/L nitrate had a lower level of 
risk for pesticide contamination. A risk code of 0 has been assigned to wells with average nitrate levels of 

~, '2.7 mgILor less. Wells with average nitrate levels of&reaterthan 2.7 mgtL were assigned a level of1: The 
nitrate data is from DOH's computer records. Sources for which there was no nitrate data were given a risk 
code oft. If you have test results that verify nitrate levels for a source, please send them to DOH. 
(Please note that the nitrate level is an Average and not the highest level.) 

/' 

.; 

l 
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$$ How The AREA WAIVER Can Save You Monev$$ 

What is the Area Waiver? 
The Area Waiver is a waiver option developed by DOH to grant waivers for sources that received a susceptibility rating of 
moderate or high risk though the Susceptibility Assessment program. These sources are not eligible for a Susceptibility 
Waiver and the water system must apply for an Area Waiver or complete 4 quarters ofsoe testing by December 31, 1995. 

How much does the Area Waiver cost? . 
As directed by the Legislature, DOH dev~loped the Area Waiver fees in order to recover only the costs of developing and 
implementing the Area Waiver Program. Duling the fall of 1994, the program tested 1326 wells for pesticide 
contamination. Area Waivers were developed using the infollIlation gathered during this part of the program. The 
Legislature also directed that the fees be set so that small systems pay less. The chart below shows the fees for an Area 
Waiver during the 1993 - 1995 compliance period. Renewal fees for. the .1996 - 1998 compliance period will be far less. 
Please note the fee increase after September 30, 1995. ' 

Area Waivers Fees For the 1993 - 1995 Compliance Period 
(Per Sourcel 

Population Served by System Area Waiver Fee Area Waiver Fee 
Before September 30, 1995 After September 30, 1995 

0-300 $325 $525 
301 - 1000 $490 $690 
1001 - 5000 11825 $1025 

5001 or more $995 $1195 
.-

What If I Do Not Want To Pay The Area Waiver Fee? 

i 

You will not receive an Area Waiver unless you pay the fee. Each source that does not receive a waiver must complete all 
of the tests listed below. These tests must be done for 4 consecutive quarters during the 1993 ... 1995 compliance period. 

SOC Testing Requirements Without an Area Waiver . ,.. ~ " " . 
.... , Four Quarters /Per source 

' .. ' Analvtical Method ... . ': ·Price for 1 Ouarter*,: Prire for":td1lQrler's~\~' 
. 515.1(HERBICIDES) $150.00* $6OO~OO,·.·;f;'?;~i:O~::· 

525.2 (PESTICIDES) , $225.00* , $900.00}'it;:;i:?;:<: •.. ' 

531.1': (CARBAMATES) ::.,., $150.00* ,:: ",:." . ': . $6OO:00>',-;:-C" 

547 (GLYPHOSATE) $150.00* 
':;:- .>~ .. ' .... $6OO.cX)'-"'::')Z;; .i~:':' " 

/"-"""'. 
549 (DIQUA1) $150.00* $600.00:., " 

TOTAL 5825.00* $3300.00 

* This is an average of the fees charged by the labs certified to perform the analytical method. Individ~ method prices 
may vary depending on which lab you use. 



An~wers to Two Important Questions: 

1) Why did the rating on my Susceptibility Invoice package differ from my rating on my Area Waiver Invoice package? 

/~ Answer: They are two different ratings. The "Susceptibility Rating" is determined by the physical characteristics of 
your water system. The "Vulnerability Rating" is determined by the water system's vulnerability to Pesticide 
Contamination. Sources with a medium or high susceptibility rating may still be vulnerable to pesticide 
contamination. This is why the area waiver was created. 

Example: The water system can receive a sUsceptibility rating orH" (High) because of its structure, but 
because there may be no pesticide use in the area can receive a "L" (Low) vulnerability rating/or pesticides. 

2) The 4th digit of the Vulnerability Risk Code assigned to my water system should be "0" as I remember the nitrate 
test was under 2 . .7 mg/L. 

~, 

('~. 

Answ~r: The nitrate level used is the average of all your past nitrate sample results. lfyou have additional 
information·on testing that you feel may adjust your0rating please send copies to your Regional Office. The change 
in nitrate will only affect monitoring requirements. You will still need the Area Waiver to avoid the quarterly 
Pesticide SOC testing. 
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STATE OF WASHINGTON 

DEPARTMENT OF HEALTH 
1511 Third Ave., Suite 719 • Seattle, Washington 98101-1632 

January 3, 1995 

Mr. Edwin Mala and Ms. Cindy Larson 
Echo Glen Water System 
12608 East Marginal Way South 
Seattle, Washington 98168 

Subject: Echo Glen Water System 
King County 
ID# 27510B 
Sanitary Survey 

Dear Mr. Mala and Ms. Larson: 

Thank you for taking the time to meet with me on December 16, 1994 and showing me your 
/~. water system. The primary reason for the visit was to follow-up on the recent unsatisfactory 

bacteriological tests which resulted in your water system receiving a non-acute MCL 
violation. The following list summarizes the recommendations of a comprehensive 
evaluation of the water system facilities and operation. Most of the suggested improvements 
reflect current standards or Washington Administrative Code (WAC) Chapter 246-290 
regulatory requirements. Each is important and should be implemented. 

I~. 

1. Well heads should be carefully sealed and vented with an inverted, screened, U
shaped vent. The screened vent will provide a controlled opening to allow the flow 
of air into the well casing during pump operation and avoid suction at un screened 
openings in the well head or cracks in the casing. 

2. The well head casing should be tightly sealed to exclude potential contaminants. This 
may be accomplished with a sanitary seal assembly, a watertight pitless adapter cap, a 
vertical shaft pump base with a continuous weld or an O-ring seal, or other approved 
method. There should be no open space around electrical wires, cables or ropes, 
unplugged access ports, non-watertight pitless adapter caps, etc. These are potential 
entry points for bacteriological contamination resulting in water samples testing 
positive for total and fecal coliform. Surface runoff, insects, spiders, rodents, dirt 
and debris can all cause unsatisfactory coliform samples. The well head sanitary cap 
has an open hole and unscreened vent. 

3. Well heads should be protected from the elements within a locked vault or wellhouse 
to reduce the risk of contamination and vandalism. Chapter 246-290-420(2) WAC 

....... o 
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Echo Glen Water System 
January 3, 1995 
Page 2 

requires adequate security measures so that the water source, treatment facilities, 
storage facilities and the distribution system are under the strict control of the 
purveyor. 

4. Well heads should have a water sample collection tap installed before any storage, 
pressure tanks or treatment facility. Water quality samples should be taken directly 
from the source for Inorganic Chemicals, Volatile Organic Chemicals, Synthetic 
Organic Chemicals. Bacteriological water samples are often taken from the source 
when trying to determine the extent of contamination after an unsatisfactory coliform 
test. 

5. Well heads should have a pressure gauge installed to measure the pressure entering 
the distribution system. Additional gauges may be useful in other locations as well. 

6. In order to understand the water demand of the system users, a source totalizing 
meter must be installed at each well. An operator can identify water use irregularities 
such as leaks in the system if the meter is read and recorded regularly. 

7. Adequate security measures must be provided to assure the water source, water 
treatment processes, water storage facilities and the distribution system are under the 
strict control of the purveyor as required under Chapter 246-290-420(2) WAC. The 
water facilities should be fenced to exclude unauthorized people. 

8. The reservoir access hatch cover should be carefully sealed to prevent unwanted 
openings into the reservoir. A strip of closed cell foam material such as neoprene 
may be positioned on the hatch or hatch opening to provide this seal. If a gap is 
present, a variety of organisms including insects, spiders and worms will be able to 
enter and potentially contaminate the water stored in the reservoir. This is a common 
cause of bacteriological water samples being found unsatisfactory for total coliform. 

9. The reservoir overflow line does not have an angle flap valve or screened end cap. 
Because open discharge lines can become entry points for animals, birds, insects or 
other sources of contaminatioil, some sort of physical barriers must be installed. The 
end of the outlet line should also turn downward and have an air gap of at least three 
pipe diameters above the ground or waste water receptacle. 

10. The reservoir drain line does not have an angle flap valve or screened end cap. 

11. 

Because open discharge lines can become entry points for animals, birds, insects or 
other sources of contamination, some sort of physical barriers must be installed. The 
end of the outlet line should also turn downward and have an air gap of at least three 
pipe diameters above the ground or waste water receptacle. 

Dead ends on the distribution system should have blowoffs or hydrants installed to 
allow proper flushing. Low flow areas in the distribution system accumulate 
sediments which contribute to bacteriological, turbidity, taste and odor problems. 
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Echo Glen Water System 
January 3, 1995 
Page 3 

12. The department does not have a copy of an Emergency Response Plan on file for 
your water system as required under Chapter 246-290-440(2) WAC. The plan 
should include the general procedures for routine or major emergencies within the 
water system an analysis of what parts are vulnerable and contingency plans for those 
facilities that will become inoperable in a major emergency. The Emergency 
Response Plan should be readily available to personnel responsible for responding to 
emergencies. Please complete the plan for departmental review and approval by April 
1, 1995. 

13. The department does not have a copy of a Coliform Monitoring Plan on file for your 
water system as required under Chapter 246-290-300(2)(b). The plan should include 
a system map section indicating locations of sources, storage, treatment, distribution 
system, pressure zones, coliform sample sites and a narrative section including ID 
number, population, those items shown on the system map. Please complete and 
submit a Coliform Monitoring Plan to the department for review and approval by 
April 1, 1995. 

14. The. department does not have a copy of a Management and Operations Manual for 
your water system on file. Preparing and using an M & 0 Manual can help ensure 
that the water system continues to operate efficiently, respond appropriately to 
emergencies and plan for future regulatory requirements. The Management and 
Operations Manual Checklist provided you is a guide for preparing the manual. It 
is important you carefully address each of the checklist items so the 0 & M Manual 
will adequately meet the needs of water system operators with a wide range of 
experience. Please complete and submit an 0 & M Manual to the department by 
April 1, 1995. 

In closing, thank you again for your cooperation and shared concern for water quality. I 
would appreciate receiving a status report on your progress with these recommendations 
within two months. If you have any questions regarding the above comments or I can be of 
further assistance, please contact me at (206) 464-7670. 

Sincerely, 

!L~ 
Brian P. Boye, PHA 
NW Drinking Water Operations 

Enclosure 

cc: Seattle-King County Health Department 
Bob James, Regional Engineer 
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I )lP Ak J MI N I 01 S( X-iAl AND IILAI III ~11.:vIU .Jus 22 10 5~ Ml '88 
"" ,-•• ' "" ........... ,. J/fI. tJlJ'U • ~II"'. l\ . .,"" .... <t ... , "",~., ,...r' 5'1': ':" .;.. ,j', ,; 

~h. S .. ,"I ... M.,rro .. 
22'iZX 5'; 2!1blh SIr,'.:( 
Maple V.lllc:y, Wa~hin;;lon non 

Dc ... /0.1>. 1-1"rrow: 

!'~L ,~~!-::~: .~: : : :., !I'~ 
July a. I 'X7 I\i'ili C:;L·~. i ) . 

5ubjec \I Cc.cll II' .. ,,,, 51''''111 
II) 127 )l0l) 
H.c:qlJl..'!tt fo, »l'rvi,',· 1~"l.:uJt 

Thil oU't;c has re'/u''''~'d ~ written two p.lge e-ngif\4:'ctina:; repon hOln Mr. Iti~h •• rd 
Heinlz". p.a .• reS.l.d,"1f, Ihc .ubl"C\ m .. ller. The reporL indic .. l"s It." !.:;lI",,,'h,;: 

I. The exlsting syH"," has 37 service connections. 

2. The well h". yield 01 '0 gpm. 

3. The standby slo."&,, cap"clty i. 27.000 &allons. 

~. The const .. nt pre .. ure In the distribution line is provided by contlnuou. 
running booster pump. 

}. The waler quality history h satisfactory. 

,. There arc not any subst .. nti .. 1 complaint. from existing water users. 

n...e:d on Ihe .. boye Inc:nlioncd informalion. this oUice finds it nlid.actory lor Ihe 
wOller p;lrvcyor to j;iYIl you a ... ,,,ic .. line to your property on the SubJe-ct .ystem • 

Sincerely, 
.;. 

~/.tta,( 
Moe R. Salt.a. P.E. 
Regional Engineer 
NW Drinkin& Water Operation$ 

MR&lkg 

C':I 5e.aule-Kinc County Hullh Dept (SE,Dislrict) 
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Co "-"Hin g .;' , Telephone 
Engineer" l~ 

Richard L. 
746-0519 

~. 

-'! Heintze, P.E., L.S. 
Registered Civil Engineer - Land Surveyor 

+- 'INTERLAKE ASSOCIATES 
71\"''';''14846 S.E.'·SOth Sf::,' 

, Bellevue, Washington 98006 

" 

"April. 6, 1988' 
-...... -.. - . 

?lfr:-' Robert Sullivan, Presiderii 
.i"Echc) 'Glen Water Co. 

P.O. Box 33 
Gorst, Wash. 98337 

;?e: Gesell Water Systetl, Maple Valle.~r 
D.S.H.S. I.D. 27510 D. Class 2 , 

Dear Sir: 

Recently your associate l.i:? Rock Caley requested. that I subr.ri.t a 
report to you on the capacity of the subject water systes. Er. Caley was 
ar.are that I had p!rJsically measured a..."ld anal:.~ed i..'l J1llle 1987 for 38 services. 
The well outp<.:.t "as obtained from :::lU.I:rp tests rede by Valle:~ Punp, Auburn, 
-;:,hone Ho. 939-3008. 
- 2~ 

~~e 1";ell test indica~ed a ~ield Ofj1'G.PoJ.f."or 86~~?0 G.P.D. if 
~. Dur:roed con'C1.nuouslv. Per D.S.:i.S. Sva..."ldarc.s 0 ... 800 G ••• D., l:.IllS sOu:'ce could 

! ~upport 108 se~vic~s. 

/-..... 

Storage facilities consisted of a covered concrete bo~ ~~d a 
horizontal c:,~l; ndrical steel tanl-::. The concrete box at the t~e had a level 
control that cut-out the well punp at a depth of 7.1 feet or 21,402 gallons. 
The steel storaGe t~"1k at the ti.:'ne 1',as not in use but has a capacity of 
6,200 gallons. Thus total aYailab1e storaGe is 27,602 gallons. 

Total required storase per D.S.H.S. sta"1dards requires 600 gallons/ 
serv-ice standby plus equali~ingstoraGe which is based on a D.S.H.S. for~ 
a.."ld m.::u::i rm:un insta..."1ta."1eous derand. 

For 38 Services: ?.equired Sta."1dby Storage is 22,800 gallons 
II Equalizing II is 4,350 gallons 

Total rtequired Storare is 27,150 gallons 

For 39 Services: Required Sta."1dby Storage is 23,400 gallons 
II Equali::ing II is 4,650 gallons 

Total Required Storage is 28,050 gallons 
-= 

For 40 Serdces: Required Sta!J.dby Storage is 24,000 gallons 

" Equalizi..'1g " is 4,950 gallons 

Total Required Storage is 28,950 gallons 

Available Storage is •.•••••••••••••••••••••• 27,602 gallons 
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Mro Robert Sullivan, President 
Echo Glen Water Co. 
April 6, 1988 
Page 'firo 

Storage Deficiency: 38 Services 
39 Services 
40 Services 

· ......... . · ......... . · ......... . 
None 
448 gallons 

1348 gallons 

Stora~enay be increased slightly by raising the cut-off level control 
L~ the concrete box tank. Each foot of depth contains 3,014 gallons which is 
251 gallons per inch. Thus, raising the level 2 L~ches gives an additional 
502 gallons and raising it 6 inches gives an additional 1,500 gallons.~#O~ever, 
good:tank"design'requires leaving about 1.0 (oot of' free board to reduce"'overl"fow: 
'due'O*~bUtence "wnen"'tank '''is'' filling o'fi' . 
, •• _ •• :.I.::r>_ ......... "'. ,_ .. ~ 

Since the top of the adjacent horizontal steel tank may be slightly 
below the full level of the concrete box tank, it will overflo,)l before the latter 
is full. This rrzy be rectified by either raisinE the supports of the steel tank 
or by installing a Bob valve in the top of the filler pipe. This yalve is 
sL"lilar to the float valve i..."l a toilet tank. 

Before putti"lg the steel tCL~( back into service, it would be advisable 
to flush it out ~~th a strong cr~or~e solution and subDit bacterial water 
s~~les to the Health Dept. 

Sel""'v-ice pressure is r:la.intai..~ed bv a continuousl'.7 rtl."1r..; 7'lf': boost D1l.'I11!J 

that delivers 100 P.S.I. at the p'U.JTIP housewand about 60 pb.S.r. at ~the highest 
lot. These pressures y;ere checked by Gage personally. .fA standby boost pu.-rrrp 
can be put i7'lto service in~ediately. 

RLH/rnlh 

cc: ~ . .:x. Batra, P.E. 
Dept. Social &. Health Services 
Water Supply Section 

Sincerely, 

RIC£1').RD L. HEI.:ITZE, P .:., L.S. 
IlITE?1.14iG ASSOCli.TES 

.,.......-, ./4. // .. . .L., 
C' .,' -:1. J~~' ." .:--/.~ • 

I - ~c:.-.;-~ 
1" • -"- ~. ,.' / ::., •• 

.,..., L Peint~e 11.. • .. .1. 



r--\ 

/---"'" 

,--.... ,\ 

"-
.--? • 

I-:Je-I/evw~ it 32
0

7 0

- 7720 

t? 'fo .- t) 734--

) " /~ .. ..: .. ~ ,;J __ .. :~,C~ 

Ho/;t,;/ 
o November 7, 01975 SIc lit ' ( )/" 

;;; .... u'" \ \: 1:-,11 i I ~--4lt)1 1 

I )( " )~ HOI I ) It ': J{ 

()f~{)( °ii l!~l f(', ,:i 
/'lr. Roge r I. Le\Vi s 
P.O. Box 273 
Renton, Wa. 98055 

~T\Oi(o(,s 

@_oo. '. ~ ..... , 
0./--;>0 

Subject: King County 
Geosell Enterprises o, Inc. 
Water Supply & Distribution System 

Dear Mr. Lewis: 

As-built plans and related data for the subject water syste~ submitted 
by your engineer, Ni. Robert J. Mundrzy~, were received in this offioe Octo
ber 8, 1~75, and have been reviewed. Based on this information and on data on 
fj le in this office, we make the following comments: • 

1. The system, as presently constructed, meets the current design 
standards of the Department of Social and Health Services for 
service to a maximum of 36 lots (connections), with the single 
exception of standby storage capacity. 

2. Storage capacity required for 36 connections, based on 600 
gallons per connection is 21,600 gallons plus equalizing storage. 
A storag~ tank of 6,000 gal Ions capacity is presently in use, 
le~ving a deficit of 15,600 gallons plus eq~al izing storage. 
Equalizing storage is based on a diurnal curve of \Vater usage, r~t~ 

of pumping, number of hours of pumping, and specific hours durin0 
the day when pumping occurs. This must be determined by calcula
tion and is usually a relatively small volume. 

3. The bacteriological record for this system for 1973, 1974, ~nd to 
date in 1975 has been good in that there have been only three 
non-conforming samples; however, the number of samples taken during 
that period of time has been inadequate and no apparent effort was 
made to determine the cause of the non-confor~ing samples. 

4. We have no record of protective covenan~s having been sub~itted 
for the well site. POI'v'~ /9'6 7 

5. We have no record of a Water Right Permit NUr.l;'er as issued by th~ 

Department of Ecology. ~ 0 ~ c 
' . .,; 

It is our understanding that Mr. and Mrs. John Johnson and others have 
been unable to secure bui lding permits to construct homes on lots served by 
Gesell Enterprises water system because of a refusal by Gesell Enterprises to 

,. 

HEA~TH S=:RVICES DIVISION 

Smith Tower 

SLo;)tTle o W3$hing:on gg, OJ 
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r·lr. Lew is - 2- Nove!~lbc:r 7, 1975 

permit connection to the \'I,Her 1~I.Jins. \·/e suggest th.Jt, \'/ilh your cllop,·r<.lli,);l 
in the follu'Jing proccJurL!s, t;,e problem of building pcnilits .Jl1d the dc,:ici":::I
cies in the G.:!sell Enterprises \·J.Jter system facilities cHid op':-rurion 1i1.1/' b(~ 

resolved to Ule mutLJ'jl 5atisfJction of all concernetl. 

I. Gesell Enterprises, Inc., submit for review and concurrence a 
proposed progrum for design and construction of the addi tional 
required storage on or before January I, 1976. The progrum shoulJ 
indicate the approximate date for submission of engineer's 1)luns 

2. 

3. 

~. 

and specifications, start of construction, and compl6tion of construc
tion. 

Protective covenants wi II .be prepared by Gesell Enterprises for 
recording with the King County f1ecorder in dccordance wi th i/AC 2!.t3-S:!-
350, Rules and Regul~tions of the State Board of Health, a copy of 
which is enclosed. We also enclose a copy of A Guid ~'. 
Approval of Small Public \-Jater Supplies which contai~ 
i nformati on on covenants on Pages 4 and 5. j;)~ " .. /(.~ 

Gesell Enterprises will furnish DSHS ,,,,ili1 \-fater Righ 
as issued by Gepartment of Ecology or wi 1 I up!)ly for 
if a permit number has not been issCed previously, 

Gesel I Enterprises wi I I contJet the Southeast Distri, 
Seattle-King County Department of Publ ic Health, 300 
Renton, Wa. 92055 (TeJephone 228-2620) for the purpc 
lishing a schedule for routine bacteriological sa~Dli 

water system. 

-I 
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5. Gesell Enterprises will furnish this office a map shc\",ing \..,hich 
lots have been sold and which lots presently have ho~es construc~c. 

on them and connected to the water system, and which lots are sti i' 
owned by the developer. This should incluce lots c!eveloped by b,)_ 
Gesell and LeGrande. OtJ'\/~ 

6. Without regard to the current storage deficiency, CSHS has nc 
objection to the connection of additional customers to the water 
system provided that, until the storage deficiency is correcced, ~~<.' .. 

additional connections be limited to serving only lots locatl'!d in 
the original plat for Gesell Addition filed in Vol. 81 of PI~ts, 
Page 55, and for which the original water system plans were ~pprov~J 
by t his off ice 0 n Jan u () ry 6, I 96 7 • .;;.; 

7. If connections are arranged for in accordJnce with I tern 6, ~bove, 
the customer should be advised of the possibi lity of water shor[~~~ 
occasionally as a result of the current 5tor~ge deFiciency. 
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j i r. L e\'J i s - 3- ~J{J'IenJb'~:- 7, l~! 7) 

ShOll I ,; you h;·::..: <.lny ques ~ i t)ns regcJrding .)ny of th·.: f ( ) t' ,-. (! () i n ~l, ')" : :( ',; ,; 

cont.Jct us at your ~',_lfl'.'c::ni,,;!ncC!. 

AGK:jl 

Enc I . 

Sincerely, 

John A. Beare, M.D. 
Director 

;;(' h 7~' e/L"._ 
t.;.(,. " T'· ~ 
A. G. Koch, p. E. 
District Engineer 
Water Supply & Waste Section 

cc: SeattJe-!'~ing Co. D~pc. of Publi'c Health 
Att~: Ann Jensen 

Office o~ the Atty. Gen., Attn: "Irs. /,\iJdai-ene \'Jric;:,t 
Mr. James A. Humphrey 

Robert J. Mondrzyk, P.E. 
Mrs. John 'Johnson 

.,.; 



'4IEL J. EVANS ~\"~..w.., L:·,'.~:~ STATE OF WASHINGTON -

UWOR r.?.:" " ... ~~ ... ~ D -C," -.::) 0 -l:J '-I·1J· .... Jr Ti" ]"-j- '-I-1 O· 7' I.:r-l:f' f\.]- .. ····l-[·.::r \e'~ .... ~J 1.1 ... C.: . ..I.1.: .. ~ ...... -.\.. .J~L. _.J - .1 .C:l ... __ .J..':~ -,.l :.L. 
NAno--"(CQVE. M.D .• D.P.H. t1,;, • ;';:, 
-:'0'" :;;···i·,~';%>,;, L ... ,_~~:.;;...",,~ PUBLIC HEALTH BUILDING, OLYMPIA. WASHINGTON 98501 

, .......... , 

Hr. nobert Gesell 
Pou te 2 

/ltI.lr<!!J g"I'/)' 10 O(/in: oj Ori.~ilJ 

SEATTLr:: ;~ECIO:!AL OFFICE 
January 6 , 1967 

l'~.:lplc Valley, lJ':'.':hin:;ton 9:3030 

De.:lr Sir: 

Subject: Gesell Additional Plat 
Water Supply and Distribution System 
~ell Code: 22/6 - 3Nlw 

Plans and specifications for the above project received in this 
office on ~ovemb~r 7, 1966 have been reviewed, and, in accordance 
\-Jith Chapter .Sif of the codified I:ules and Regulations of the 
State r.oard of !~l::>lth .:lnd the State Department of i!ealtlt, are 
here 1,), i\PP'WV20. 

AGK:vlb 

Very truly yours, 

BEllNAP-D BUCOVE, H.D., D.P.lI. 
State Director of Health 

----.-:- J 
t( /1· 

:./ AtvL 
by: A. G. KOCH 

District En~ineer 
Sanitary En6ineering Section 

cc: l:j.n:: County Ileal til Department 
l~ii1:~ County Plannin[; Commission 
O. L. Anderson {. Associate. 

REGIONAL.. .OFFICES 

~MlT" "I ~lW1.H 

SEATTL~ !;Il)I04 

,curl\,)f' UUll.UIUG 

SPOltANC ~9:':04 
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ElCHO g,LEN PUMP READ~NGS 

QATE ,10HP BOOSTER WELL PUM!: 
+-------------+----.--------------+------------------+ 
I 12-16-95 408.0 8958.7 
+.-------------+-------------------+------------------+ 
I 12-28-95 I 485.2 I 9068.0 I 
+-------------+---------c---------+------------------+ 
I \.2-\-011v I 02.3.C1 I t1Zlo1.t.-\ I +----_ .. -------+-------------------+------------------+ 

1. -5~ ~1:L-9 ~ ____ -1- __ -___ J iK I,: _f:!:' ____ - -1- _____ Cf. ':.J~~{ J. - ---.1 
I () - ~J)(11? I £:).\2,2. I C{~7L\q .0 I +-------------+--------------.-----+------------------+ 
I ," ~( (). I Dr..J( ( I c.t·'c·!;·) '1 I - ... ,...-; L.}· ...... ~.lCi _> J.)' + _,7+ _, J __ .t.~ ___ + __ . ________________ + _ _ _ _ _ _ _';" _. ______ + 

l-~ :.~.:-gb_ -- .. -1.- -. -- --E.!b~_4 ____ --1--___ q'~1S~ 1 ~'- -___ 1 
1_~:./2fL-Ei~J_ --l. -.. ---,.co2';~ --. ----1----~l.kL,_L.j ... -- -.1 
1- i : 1 ~:~q ~ ---J. - .. --.. 1 ~ Q~_\~ - - - - - -1----?l ~[J?~ J. ---.. -1 
I c;: .. '!·l.L.f & I 1'"2"v: . c> I J() ~):::E.5 , .. _ .. =..>_ if__ _ _ • ___ + _ .. _ _ _ ,;1_.2 _:... __ • ____ ... _____ '_ t;;>' _____ •• ____ • + 
1- -&! :: _2: ~~J i .. ~ __ -1- __ .. --t ~l,_~1_ - __ -1--_ J,Q ~'S) J!--..J... ----1 
I /, -If',~~.C(( ... I '1(,3~{"'"'1/ ... ?f~ d 1'" 7 dJ 0 I of· -..i0 .. _"~':... _ !."- - -+- - - .... _'-l S:~ ____ ~ ,,-, .. _.2.I _...f?_ _ _ _ ~ ~ __ ~_c.-::t ____ + 
I (~ .. C'I I i-'i/"-;' I Ie "'i£~"''''/1 (,." I - . 1",· I "-t("j. I "~k,- . ... ____ J _______ + ___ ,. _____ ,_.1:. ______ +_ __ ~ _ .... __ ... 1 ___ -_+ 

1- _~i-JJ ~.(j f,'~ ---1- .. -,. --~'~l J:. 2 -----1---_U:-;C:Q~L - -- ---1 
1- !j:.l-J_":J~~_ -_ -1--_-_ dLi8~L !-1_. __ -! ___ -LL/h.~ Y.:.G~ .. ----1 
l-lQ ~ ~1 f1 ~._ - -1- __ --_c?-~:12,_:t __ ---1---\.~.ldQS .~:}- ----1 
I ". ...., I Qt:>- ( c I ,.._:) r' I 
+ _ ~ L -: ~ ~ L :~~l-~ __ + ____ .. _ S :: i..;;.t ~;. .:: ~ _____ + .. __ ky..l ~-::.J ;';'" :.:~J ____ ., _ + 

1. Js~:. L(2~'~I~ --1- -.-- C~[[:j:.:5_ ---- -1--J;),. ~i3~LfJ --- --1 
I I I I 
+-------------+-------------------+------------------+ 
I I 
+-------------+-------------------+------------------+ 
I I I I 
+-------------+-------------------+------------------+ 

I 
+-------------+-------------------+------------------+ 

I 
+-------------+-------------------+------------------+ 
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DEt)ICATION A.'fD EASE.'U:N'l' 

/' 
I 

'l'Hl: CAANTOR, GESELL ENTERPRISES, INC., being the owner 

ot all ot GESl::r.t. ADDITION, a recorcle4 plat, an4 .ai4 Ilrantor . -. . 

4uirinc; to .ub-divide ,Tract.. 1 and 2 thereof for u.e &I redc1ential 

dw.lling hou •• ate. and, in conn.ction th.iewith, d •• iring to 

•• tabli.h and r ••• ~e n.ce •• ary ea,ement. running with the land 

both a. to 'benefit and burden for the eata.bli.hD:ent of a domestic, 

wat.r .y.tem and access and ea.ement for utili tie. hereby dedicates 

and •• tabli.he ••••• ment. a. follow.; 

1. Ea.ement of .cce •• , inllre •• and .gre~., and installation 

of utili tie. a. mey b. r.quiredfor no~l re.idential u •• d.v.lop

ment over, aero .. and upon the following 4e.crib.d tract; Those por~ 
, , , 

tiona of Lot. 1 and 2, G •.•• ll Add~tion &I record.d in Volume ~ 

of Plat., ·page -5L, recorda o.f Xing' County, Waahin;ton, doscribeel 

a. follows, Bec;inninc; at a point in the East lin. of .aid Lot 1, 

di.tant 120.00 feet from the Southea.t corner thereof, thence North 89· 

'1'41· We.t 40.00 feet, thence North 0·39'25· We.t BO.OO feet; thence 

South 89·58'41" Ea.t 20.00 feet, thence North 0·39'25· We.t 472.45 " 

f •• t to the aoutherly boundary of Tract "A·, thence North 19~51'32· 

E&lt &long aaid boundary 139.33 feet; thence North 44·50·' 52· East 

along said boundary 68.25 feet to the Southwesterly ~rgin of S. E • 

206th Street, thence' along .aiel margin South 45·09'08" EAst 99.62 

feet to a tangent curve hAving a reel ius of 130.72 feet, thence along 

.aid ·margin and said curve to the left thru an angle of 12·45'33" 

29.11 feet, thence South 89·51'32· West 240.53 feet, thence South 

0·39'25· ~as~ 432.39 feet: thence South 19·58'41· E •• t 20.00 feet; 

thence South 0·39'25· East 10.00 feet, thence North 19·58'41" West 

40.00 f.et to the point of beginninc;. 

2. AND SUBJECT to e •• ement over, across and upon .0 lINch 

of the p#NO~r:n:.r.eF'f~g conveyed 'hereunder as is .ncolllpuaed 
A~~UI;-<C::O 

MF, H:lEflli1J1.l!..UL 
I~EE t5.lg~ . 

,1t..wJLL~ 
,2 she~tri"~ 

. ~-...."., 
"/ 

-1-

FEB:~:;67~8~O' ---, ~"!~d "" J" ---_ ...... :-. ---- ---

f '-'--. .:...-:c;;;z--r:i'=-i-:::-~ 

....... r -~ 

" 

=::===-;...:.::::::.:::;=-...;..;...:,._-------'---------------------------------
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by the deacr1bed eaae=ent area for .aa.ment o~ accea., ingrea. and 

8gr.aa, and inatallation of utilitiea for reaidential u.. d.velopma~t 
in f~vor of all re1llAin1ng portion a of GEStI.t AllDITION. 

f M 
3. And,Grantor ahall make availAbl., upon de~d. aufficient 

:! 

H 
I 

~ vat.r to .ach subdivi.ion aold for a aingle unit domestic dwelling 
'V 

~ou •• ue~ at a rate ot charg& and under conditione in contormity 
~ 

with those rAtes and conditions aa are th.n charged by the City of 

Ranton for aubacribera outaide the corporate limits of the City 

of a.nton/ the rate to riae or All .. the add out-of-city of R.nton 

rAte should ri.& or fall. Th. aource of water ahall be a'c.aed 

well drilled by grantor heretotor. and sitUAted 'on Tract -A-"Ce.ell 

Addition. And grantor' a lia.bility to aupply water ahall be limited 

to the output of aai~ w.ll. Grantor when it haa aold all portiona 

ot Lot. 1 and 2, G ... ll Addition then shall llav. it at ie. option 

to convey the well and water system to .Aid purch ••• r. and/or ownera; 

and upon auch ·conveyanc. being made, all of grantor'. obligation. 
, . 

und.r tIli. agre.~nt'ahall c •••• and determin •• 

Th ••••• m.nt. h.r.in granted and the water right. cr.ated 

.ball :un with the landa burdened and benefitted thereby and 

Wt'l:NESS our handa 

ST~E or WASHINGTON 

COtlNTy 01" XINC 

CD thi. 131{day ot rebraary, 1967 bel ore m. per.onally 

ap~are4 ROBERT R. GtSu.L and ROGER I. LEWIS, to m. known to be 

-2-
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AGU&lBNT 
COII12ACT TO S1JPft.T BTEI um D&CLAUfION OF IQo\D IASIKltXf 

~. 
This zrT~eaent mlde .nd ent~rod into thj.·~nd rl.y or Fehru.ry 

191'8 between Guell Interpriua, Inc., Ii ruhiiiirOii corpoTPti.on 
herein.fter cAlled tho "Gr.ntor- 'Dd Squat Xt. le.lty, Inc., I Wash
ington corpor.tion her~in.£ter ealled tho ·"Cranteo-. 

WITNeSSETH! Th.t for .nd in consi~er.tion of fiv~ thousand 
doll&rl, the Grantor .hall ,rlnt to the Gr'ntee, it', heirs and 
lalifneelJthe follovi.ngJ . 

I" An oueaont for ingreas Ind egress .nd instdztion of utili
tie. tor normal resideati.l ~lld cO .. unit1 deVelopment on, under, over 
and acroll thlt folloving ducribold prop·crty; TJ.oStl portions of Lot! 
1 and 2, G8Iell Addition II recorded in Volume 81 of Plats, pzr:e 5J, 
recorda of King County, Y.uhington, duez.ibed as ·follov., BogiJlning 
It a point in the gut line of said Lot 1, di.fIoat· 120.00 feet frolll 
·the Southea.t corner thereof; tho·ncel;orth 89 058I.n." '·;"5t~O ,no f"~i: 
thence North 0~39'2S" ~Gst 80.00 feet; the~ce South8S 0 58'41" East 
20.00 feet; thence North 00 39'25". ~oat 472.45 reet to the southerly 
boundary of Tract "~~; t~ence North 89°58'32" ~.at along .aid bciund-

.. Iry 139.33 foct; "thenc. North 44 0 S0'SZ" :Ist Ilone ·sai~ boundu'Y (,5.25 
fe.t to the Soutlo"lfeat.rll·.argin of S.I. 206th Street; tho nee d·ong 
said margin South ~5009'08" &Iat 99.62 feet to • trngent curve h,ving 
" radius of 130.72 feet.; thence along ·stid Dlrrgi·n lind· said curVe to 
tha 10ft thru tnangle of12 0 4S' 33" 29.11 foet; thGnce 5c.uth 69 0 58' 3Z" 
Wos~ 2<0.53 fe$t; th~nce South 0°39'25" E_.t 432.39 foct; thenc~ 
South 890Sat.cp i_at 20.00 feet; thence South 0039 1 25"Ezst 80.00 . 
fe·.:t; thr.nc:~ !~o~th SSoS8f.(1" iiest ,(0.00 re~t to the point of begin
ning; and OV$r and ,cro.a the t.sterly 20 ~eet of the Southerly 1'" 
r:et of Lot l,'nd tho lioshrly 20 reet of the SoutherJ y I?O feet of 
Lot 2. . 

1I. A dedic2ltion o!' the· folloving·dosc:ribed. prop~rty i'or county 
rOIl·d right .;i YII~'I .. . 

The West 30 foe"t· of Lot lio. -4 and the .ut 30 feet of lot No.3 
of Gesoll Addition to Ki~g County, ~ashington. 

Ziso·lDentsgranted herel.ashall run vith the lrnd both r.s to 
benefit rnd burden there01. . 

. III~ Guntor ·shzlliurnish vater· in ~ufficient tl:oun"t to supply 
luera in the mi* of Section 10, Town!hip 22 Nr.l·th , illnge f Sut, ti.iI. 

·.ftater •• ho.ll be SUPPlied through ~ater mtins lying within the ll"und
ar""iea· j)f· the. aforelllentioneci road right 0.£ way .nd ·extanding to anc! . 
abuttil:g .the north boun.dary line of said Nr;:t or· ·the Nl!i of 3ec:tion· 10. 

o ".,.. • • • ': • ;": : • • ...... of ~ :. "" ':... • .~~.~ •• -. •.. " ........ ~ ....... .:., ~. • • . .• ~: 

, .. ; : Ca) TJi. ail' of·vater_zin within··the:eas'elllent uzider~:" 
It •• · I .hall ba a ~ inchaain which. i •. alread·y installed·.· .. 

:' : .... .zi ...... __ . . 
(b) th.'ai~~ of tha watG~ a&in within.the dedic&ted ri,ht 

of .wa~'in It.elll II. abo'vif·,hall·· be a $ix inch lilt-in. . 
I ,:.:~ .' ... ; ... ...: _ ..... ~ . ... . . 

iate of charg.-·.f'or e·aell dOllleitic u$er· &hall be equal to I:hst
eYer rate is charged:b1 th.~citl ~f kGnton for subscribera outside 
the corporate li.ita ,Of. ~h.e:.~~ity.of Renton. 

?.~ •. : ~." ••. ':;'-: . ".:' .. : ..... ~:. '. '.' 
This contrac~·to.suPp17 v!ter shall be liDlited to properties 

in K1i* of Section 10, !.oYDahip .2:!1~, ::i.anbe r. E.ft .H. under deYelopmc lit 
by the Granteea h.raiD, and ·,ball bE' 1 imited to tho outPl.lt of one ,," 
dr11ieu, ~ •• 8~ •• 11 liiuai~d o~?·lr~c, M~" ~; ~~.G~~1~ ~~~1t!~L 1~ 
Haple Valley. 

Clr Grantor 
Gl·lnhle!re .. rvea the ri, .. t to as.i~lt all inter~st! crOllted by 

this Agr.ement to party or parties noy hIving or later Icquirinr rn 
.interest in abo\"'C! described property. lIovard lI. Glenn .. nit ·Bl!rbll:-r 
Glenn, hia vir., aDd Leslie Carr and Betty C~rr, his vife, Ire 
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c.&l1der1liDg contract holderl of -portioDI .of.· .• aid vii' ;01' Soct.ion 10-22-6; 
• .0" ........ ~.;..... .." •••• : •• ~ • "-. .... ;. .: •• ~' ••• <.... . . . 

1't ia .lao lLQder.tood the GraDtcJ' ahall •• te. nail.ble' to Crllnte(, 
olle doauUc "np .for propeJ'i7 d .. crib • .d~."·Id'b.·,Jlprt~-::t of the'
&aai 330 feet ot.thehat 990 r •• t.,of'tlle·'Xorth'.660 l'eel·of slli of-: 
'the ::11* of Section 3, Towaahip22H,' lance ·.e Z;II.X.: . 

:::i-:..;:;: .':'" .. ~ '. '.: .,.' ~~::~.~~;tt.;f:~",;·:: }::'.,:;_".':'; 
."_.--:.-::.-::::. ... ~'. .. ~' .. ' . _ .... :. .. '. G,SSILL &Hllltl,lIf.":.· INC., A. iiashington 

-' ......... ' ~ corpo~a4io~ . . , .... ~......~ ~ . . ;.:.'/. ; .. ~ .:-.~~-;,. . . ' .. :. - .,' :',., ~:, . ..,.., ~ 
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FOR VALUA8LE COHSJDERATJOH receipt of which is hereby 
Ic~noWTidgea. the undersigned do hereby quit cl.1. lnd Iss1gft 
to (cfto·.len Watlr Co. III of thetr r19ht, title Ind interest 
in those else.ent~ for utility purposes located within the rOld 
right of WIYI or IS otherwtse loclted on the tround wtthin the 
followtng described properttes lOClt.d in Sections 3 Ind 10, 
Township 22 H., Range 6 (" W. "~ •. K1ng County, Washingtonl 
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1. Thl utility ea~e •• nts 1n Gesell Addition, I recorded 
pllt in Yolo 81 on '191 55 under Auditor's File Ko. 6136934. 

2. Thl e.se.ents described in I Oeclaratton rlcordod 
under Auditor·, File 10. 6405547. 

3. The else.tnts in that agrec •• nt dated Feb. 2. 1968 . 
recorded under Auditor's Ftl. Ko. 6405548 • 

4. The utility else.ents .re shown Ind loclted within 
tbose rOld right of w.ys described 1n Kint County Sub-divisions 
No~. 07832 and 6280. Also d.scrib.d under Audttor', file 10. 
7805170213. 
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WELL HISTORY 

FEBRUARY, 16, 1967- DEDICATION OF EASEMENT -(DOCUMENT #1) 

GAVE WATER TO TRACTS 1 AND 2 OF GESELL 
ADDITION- (PAGE 2, PARAGRAPH 3) AND SETS 
THE RATE OF CHARGE. 

FEBRUARY 2, 1968- AGREEMENT (DOCUMENT #2) 

GAVE WATER TO ALL OFTHE PROPERTY UNDER 
DEVELOPEMENT BY SQUAK MTN. REALTY 
LOCATED IN THE NW 1/4 OF SECTION 10 
(PAGE 1, PARAGRAPH III) 
(MAP 2 AND 3). AND GAVE WATER TO TAX LOT 
87 (MAP 2) OWNED NOW BY "HANAUER" 
(PAGE 2, SECOND PARAGRAPH) 
RATE OF CHARGE SHOWN IN (PAGE 1, 
PARAGRAPH (b) 

August 21,1974- DECLARATION OF COVENANT (DOCUMENT #3) . (To protect Water supply) 

THIS DOCUMENT liS TO PROTECT THE WELL 
FROM IMPURITIES ETC ... 
THIS IS ALSO WHERE IT MENTIONS THE 
PROPERTY DOWN ON MAXWELL ROAD AS 

(:0 1 , HAVING WATER RIGHTS (MAP 1) 
( 

AUGUST 197§- QUIT CLAIM DEED (DOCUMENT #4) 

THE DEED MR. GESELL GAVE TO ECHO GLEN 
GIVING THEM OUR WELL. 

SEPTEMBER 17, 1990 ASSIGNMENT OF EASEMENTS (DOCUMENT #5) 

TillS DOCUMENT WAS MR. GESELL ASSIGNING 
THE EASEMENT RIGHTS TO ECHO GLEN FOR 
THE UTILITY EASEMENTS. 

MAY 12, 1988- THIRD PARTY BENEFICIARY CONTRACT 
AGREEMENT. (DOCUMENT #6) 

THIS IS A DOCUMENT THAT ECHO GLEN 
RECORDED-WHEN APPLICATION WAS 
MADE BY MORROW (THE TRAILER ON 
OTHER SIDE OF CREEK ON 206TH) TO 
HOOK UP TO WELL. THIS MEANS ECHO 
GLEN IS SELLING WATER RIGHTS TO MORE 
HOMES!! 

TillS DOCUMENT ALSO IS TRYING TO SET 
A RATE OF CHARGE (SEE SCHEDULE B). 
LAST PAGE IS MORROWS APPLICATION 
REPORT. 
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Pl rASE TyPE FORM. 
This ~INANCING STATEMENT;; presentee! fur filin8 pur$Vant 10 Ihe W4SHINGTON UNIFORM COMMERCIAL CODE tu ;:-erf«C\ a security Interest In Ik"rx>lo" 
MmeCJ CQllrUeral, unless Qt"'''''';e ,nc/.cated immediately beIO". 
o LEAS!: This filing is tor .nlorrtlelional pur;IQ$I!; only, Tile terms d"r:rtor anc secured ""tty ~r\l II) t>l' r.on~lrued lIS LIiSSH ina L!5S0R. 

W CONSIGNMENT . Thi~ tilir>g i.'for informational Du"lX>~ ani), Th" wms (leOtor Ifn!! ~rotCl par1Y are t!l be "o""'n,re" as CONSIGNEE.ncI COt4$II:JNOl; 

1. DEBTOR(S) (or 1&5illlor(5» 2. FOR OFFICE USE ONLY 
(1 .. ,\ namE! first, and aaafe.u(~$» 

Washington Water SUpply, Inc. 
9278 Morning 'S1de Dr. NW 
Silverdale. WA 98383 

TRADE NAME' 
(ilany) 

3. SECURED PAaTY(!E"S) (or 35Sienee(s)) (name and aoclreu.l 4. ASSIGNEE(S) OF SECURED P"RTY(IES) 
(if aDDucablel r 

L 

Echo Glen water Co., 
P.O. Box 41 
Southworth" WA 98386 

-, 
(fasl n.,me hrst. and .<ICI ..... ("}) 

Inc. 

.J 

S. CII(CI( IF APPUCAal.f: o Products 01 c~"aleral ale also C:N~rec1. O Filmg cuve,. it seCUrity InlerC$t Ir1 collateral, In.;I"oji<11t fixtures. 
(II a TRANSMITTING UTILITY arld .tma;ns effe~tr\{e u~til termi"oiIted. 

6. NUMBER 0; ADDITIONAL SHEFTS PRESENTED: For InformatiOnal PU'l)05eS Only [ 
Cl1eek 50. if "ili.,~ CQ'oI~ Consumer Gooo; 

7 ThiS FINANCING STATEMENT cO'Ie.;lh,! foflowrrlS l)'Des or lIems ot property 

All of that water system kno~~as Echo Glen Water 'System together with pumps; tanks~ 
wells. well house, water lines and related apparatus including easements where 
improvements a're located. ID# 275100, Water Right G1-DOS19C. Situate in King Count 
Washington. 
All maintenance fees and assessments receivables now and in the future. 

8. R£TURN ACKNOWLrDGMENT COP'!' TO Fll.t WITH: 

r 

L 

Echo Glen Water Co., Inc. 
P.O. Box 41 
Southworth, WA 98386 

-, 

..J 

UNIFO~M COMMERCIA~ CODE DIVISION 

DE?ARTMENT OF UCENSING 

PO. BOX 9660 

OLYMPIA. wA 91i:'04 

FOR OFFICE USE ONLY 
lma(l .. ~tr;> I 
l:r,ri,mcc L. 

9 ThiS statement is signed by the Secured P~rty(iesl Instead of tile Debh)'(s) to perlecl ~ set;urity Compl",l" fully if br,. (el) '5 cnecked. 
,,11"''''5t in cOllalet"j (Please cner;k aD"roprl~l('! box) COrtlul .. , .. itS appll~"!:>'t' fo' (ill. (til, "nd (1:). 

lU. 

(OIl 0 alle"dy sub,eet In ~ securrty rnf""1'5t in an .. 'her jurisclctll)n when II ,.11$ 
brought "lin 'h15 state, 0' wnE'n tile <leblur's locatIon WlI$ cnangea to Inl5 
stal,." or 

CIl) 0 whiCh is proceed~ \.1 tl1e o(lg"lol coliateral dl."1;Cribe·J abt)v~ in w/lleh ~ 
security Il1ter'!',1 was pe.1etifd, or 

('~ 0 h to which tile Idlnll has 181Js('!d or 

(tl) 0 "~:Quireo an"r a change ,,( name, Id""tlty. or COr"nr911' strlJt'!u'~ "I tt,e 
dE!tltOl(~) 

Orriinai trlll'lI 'lumber ______________ _ 

rilinll office .. h("e filed ______________ _ 

F"".,,,;r name III r.il'blor(s) ____________ _ 

us!: Ir APPlir.:ABl1: 

;4~~~M~tp~s¥&tT&~,,, §s~,~kX), I t~C. ~ I='LHlL ~LD.LJ.../li n:D_l"'..o HII"'. 
TY~E NAME(§j-Ol- 5fcullro?"Ilrr"ir1r';) (1,~'g~gh~(5~ 
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P'ROMISSORY NOTE 

(SHORT FORM WITH INSTALLMENT) 

$ 7,000.00 June 1, , 1991 
For value reoeived, Washington "'later supplY, Inc. 

___ promiseL to pay to 
Echo Gl en Water Co., Inc. or 

o-r-d~e-r--at~~P . O. Box 41! Southworth, WA 98386 
the sum of Seven Thousand and no! 1 OO-------------------uu------------DOLLARS, 
with interest thereon at the rate of 12% per cent per annum from 
date hereof payable as follows: 

Eighty Five and 71/100--------------------------------- ($ 85.7.1 ) Dollars, 
or more at Maker's option, on or before the 15th day of September , 
19 91, and Eighty Five and 71/100-----------------------------($85.71 ) 
Dorrars, or more at Maker's option, on or before the same day of eaoh 
then succeeding calendar month until said note is paid in full. 
Maker further agrees to pay interest on the balance, and the dimin
ishing amounts thereof, at the rate of 12% _ % per annum from 
above date which interest shall be deducted from each monthly 
installment and the balance applied in reduction of principal. 

This Note is seoured by a Deed of Trust & Security Agreements of even date. 

If any of said installments are not so paid, t.he whole aUln of 
both principal and interest shall become due and payable at once 
without further notice, at the option of the holder hereof. 

This note shall bear interest at the maximum legal rate per 
annum after maturity or after failure to pay any installment as above 
specified, and if this note shall be placed in the hands of an 
attorney for collection then the costs thereof or, if suit shall be 
brought to collect any of the princlpal or interest of this note I 
promise to pay reasonable attorney's fees and all associated costs. 

Each maker of this note executes the same as a principal and not 
as a surety. 
NOTE: The entire principal and interest balance shall become due at the end of 
60 months. The price and terms are made and based upon timely payments, there is a 
late payment charge of 10% and default int~rest is 1.5% per month commencing five (5) 
days after date of delinquency in addition to any other oollection charges incurred 
by seller. 

WASHINGTON WATER SUPPLY, rNC.: 

BY: 


